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Abstract

Among the efforts towards climate change mitigation, the decarbonization of the power
sector is a necessary step in order to meet the Paris Agreement target of keeping the
temperature increase at the end of the current century well below 2°C with respect to
pre-industrial levels. In this context, it is a shared opinion that Variable Renewable
Energy (VRE) sources, mainly wind turbines and solar photovoltaics (PV), will play a
key role. On the other hand, the variable and uncertain nature of VREs supply, espe-
cially at high shares in the electricity mix, introduces multiple challenges for modern
energy systems. Working on the World Induced Technical Change Hybrid (WITCH)
energy-economy-climate model, we aimed at evaluating the long-term contribution of
VREs in climate constrained scenarios, by introducing in the model a more accurate
representation of both electric grid and electricity storage technologies. The contribu-
tion of our work is as follows:
(1) among the main electricity storage technologies, identify which ones are more suit-
able for being included in long-term models; (2) investigate the effect of different cli-
mate policy scenarios on the diffusion of VRE sources, grid and storage technologies;
(3) clarify how grid and storage technologies affect the electricity generation mix and
their impact on economic growth and costs, in the context of VRE system integration;
(4) individuate the cost and performance parameters that have the strongest impact
on VRE, grid and storage diffusion; (5) understand how the new, more accurate repre-
sentation of grid and storage affects the results, if compared to previous versions of the
model. We address these research questions by providing an extensive literature re-
view, designing analytic formulations of the studied dynamics and implementing them
in the WITCH Integrated Assessment Model (IAM), running a set of policy scenarios
and verifying the robustness of our results through a set of sensitivity analyses and
comparisons with other models. The main conclusions can be summarized as follows.
Imposing a global carbon tax in order to achieve the 2°C target, VREs become the
most widespread technology options, accounting for 51% of global net electricity gen-
eration in 2100 (against 24% in Business As Usual case). This deployment requires
higher investments in distribution, smartening and pooling of the grid. Concerning
storage capacity, the introduction of a carbon tax benefits Compressed Air Storage
and Lithium-ion batteries, that leverage on cost reductions from learning effect to
become the dominant technologies. Conversely, results indicate that without the in-
stallation of storage capacity, it is not possible to reach high shares of VRE generation.
Concerning grid parameters, grid cost and grid requirement per unit of generation ca-
pacity installed show a great influence on average grid investments. However, they do
not show a significant impact on the installed generation capacity. As regards storage
parameters, decreasing the capability of storage to provide flexibility and firm capacity
dramatically affects both VRE share and storage investments. Moreover, the costs of
storage technologies, both the initial and the minimum one they can achieve, are other
two important drivers of VRE share growth and overall storage investments.

Keywords: Variable Renewable Energy Integration; Storage; Electric Grid; Climate
Change Mitigation; Integrated Assessment Models.
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Sommario

Nell’ambito degli sforzi globali per mitigare il cambiamento climatico, la decarboniz-
zazione del settore elettrico è un passaggio necessario per rispettare l’obiettivo, con-
cordato nell’Accordo di Parigi, di mantenere l’aumento della temperatura al di sotto
dei 2°C rispetto ai livelli pre-industriali. In questo contesto, è opinione condivisa che
le Fonti Rinnovabili Non Programmabili (FRNP), in particolar modo fotovoltaico ed
eolico, svolgeranno un ruolo chiave. D’altro canto, la variabilità e l’incertezza associate
alla produzione da FRNP, specialmente ad alte quote nel mix di generazione, com-
portano molteplici complicazioni per i moderni sistemi energetici. Utilizzando il mod-
ello di valutazione integrata energia-economia-clima WITCH (World Induced Technical
Change Hybrid), abbiamo introdotto una più accurata rappresentazione della rete elet-
trica, delle tecnologie di accumulo di energia elettrica e del loro ruolo nell’integrazione
delle FRNP. Il contributo del nostro lavoro è il seguente: (1) fra le principali tecnolo-
gie di accumulo, identificare quali sono le più adatte ad essere modellate in WITCH;
(2) investigare l’effetto di differenti scenari di politiche climatiche sull’installazione
di FRNP, rete elettrica e tecnologie di accumulo; (3) analizzare l’impatto della rete e
dell’accumulo di energia elettrica sul mix di generazione, e di conseguenza sulla crescita
economica e sui costi associati all’integrazione delle FRNP; (4) individuare i parametri
di costo e performance più rilevanti in termini di impatto sull’installazione di FRNP,
rete e accumulo elettrico; (5) valutare come la nuova, più accurata rappresentazione di
rete e accumulo elettrico condiziona i risultati, se paragonati alle precedenti versioni
del modello WITCH. Affrontiamo queste domande di ricerca sintetizzando i risultati di
un’approfondita ricerca bibliografica, sviluppando formulazioni analitiche dei fenomeni
studiati e implementandole nel modello WITCH, esplorando diversi scenari di politiche
climatiche e verificando la solidità dei nostri risultati tramite analisi di sensitività e
paragoni con altri modelli. Le conclusioni principali possono essere cos̀ı sintetizzate.
Imponendo una carbon tax globale con l’obiettivo di rispettare l’aumento massimo di
temperatura di 2°C, le FRNP diventano le tecnologie più utilizzate, rappresentando il
51% della produzione globale netta di energia elettrica nel 2100 (24% nello scenario
Business As Usual). Riguardo l’accumulo elettrico, l’introduzione di una carbon tax
favorisce l’installazione di accumulo ad aria compressa e di batterie agli ioni di litio,
che, grazie alla riduzione nel loro costo di investimento per apprendimento, diventano
le tecnologie dominanti. D’altra parte, i risultati del modello WITCH indicano che,
senza l’installazione di capacità di accumulo elettrico, non sarà possibile raggiungere
alte quote di generazione da FRNP. Riguardo la rete elettrica, il suo costo di instal-
lazione e il requisito di rete per unità di capacità di generazione installata presentano
un impatto notevole sugli investimenti medi in rete, ma non sulla generazione elettrica.
A proposito dei parametri caratterizzanti le tecnologie di accumulo, diminuire la loro
capacità di fornire flessibilità e capacità continua impatta drasticamente sugli investi-
menti in FRNP e in tecnologie di accumulo. Inoltre, anche i costi di investimento delle
tecnologie di accumulo, sia quello iniziale che quello minimo raggiungibile, mostrano
di essere fattori chiave nel determinare gli investimenti totali in queste tecnologie.

Parole chiave: Fonti Rinnovabili Non Programmabili; Accumulo di Energia Elet-
trica; Rete Elettrica; Mitigazione del Cambiamento Climatico; Modelli di Valutazione
Integrata
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Extended Summary

Scope of the work

Climate change is acknowledged as one of the major challenges mankind will have to
face in the 21st century, due to its potential effects on the delicate equilibrium of our
planet. With the Paris Agreement, reached in 2015 during the Conference of Parties
21 (COP21), 195 countries have formally declared their willingness to pursue the ambi-
tious target of keeping the temperature increase at the end of the current century well
below 2°C with respect to pre-industrial levels, staying as close as possible to 1.5°C to
limit climate impacts. This target, however, is everything but easy to be reached, not
only due to the amount of international coordination it requires, but also because it
entails both technological and economical fundamental transformations. As a matter
of fact, state-of-the-art technical energy solutions with low or zero associated emissions
require, overall, a higher expenditure with respect to the current energy system con-
figuration, therefore mitigation comes at a higher present cost, even if it will reduce
future costs of climate change.
The electric power sector accounts for the relative majority of global GHG emissions,
but also presents a high potential for a deep decarbonization. Thanks to the diffusion
of low carbon options such as renewable energy technologies, mainly wind turbines and
solar photovoltaics (PV), the power sector is expected not only to reduce its carbon
intensity, but also to play an important role in the decarbonization of other carbon-
intensive sectors such as transportation and heating. Even though solar cells and wind
turbines have witnessed a steep capital cost decrease over the last decades, there are
some techno-economical barriers that limit their diffusion: besides capital and opera-
tional expenditures, these technologies entail further expenses so as to integrate them
into the energy system, defined as “system integration costs”.
This is due to the inherent variability, uncertainty and site-specificity that character-
ize their supply and defines them as Variable Renewable Energy (VRE) sources. The
variable and uncertain nature of renewable supply, especially at high shares in the
electricity mix, introduces multiple challenges for modern energy systems, such as the
capability to deal with steep and possibly unexpected ramp ups and downs of the resid-
ual load and the necessity to install expensive and underutilized flexible power plants
to cover peak demand. Moreover, the number of transmission and distribution grid
bottlenecks and congestions is likely to increase. Finally, decentralized VRE generation
technologies (e.g. off-grid solar) are spreading, especially in developing countries, where
the grid infrastructure is often lacking, unreliable or too expensive. This may put the
existing infrastructure under considerable pressure and hinder further VRE expansion
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for penetrations higher than 15-20%. These challenges can be overcome with several
measures aimed at increasing grid flexibility. Smart grids will likely have a central role
in dampening the challenges that VRE diffusion entails, allowing a better management
and control of generation and demand side, ensuring power quality and grid stability.
Also pooling VRE production over large geographical areas can help mitigate their
inherent variability, related to weather conditions. This requires further investments
for improving grid interconnections, at national and international level.
Electric storage is another valuable option to address the challenges introduced by
high VRE shares. Due to its capability of accumulating energy, keeping it inside
for a variable amount of time and then releasing it when needed, electricity storage
can help VRE integration buffering and optimizing the output from VREs, mitigating
short-term and seasonal output changes and filling both temporal and geographic gaps
between supply and demand, to increase quality and value of the resource. Neverthe-
less, there is a number of caveats to consider when discussing the future diffusion of
electricity storage technologies, whose uncertainty depends on both techno-economical
and regulatory aspects.
Energy-economy-climate models have become standard tools for ex ante evaluation of
low carbon policies, generating a wide array of multi decadal scenarios. These models
forecast significant expansion of VRE technologies, but do not always feature options to
manage the integration of the electrical system, at least if compared to short term dis-
patching models. Working on the World Induced Technical Change Hybrid (WITCH)
energy-economy-climate model, we aimed at introducing a more accurate representa-
tion of electric grid, electricity storage technologies and their role in VRE integration in
energy systems. This improves the accuracy and reliability of the scenarios produced,
whose final objective is informing policy makers about economically-meaningful solu-
tions to mitigate climate change.
The contribution of our work is the following: (1) among the main electricity storage
technologies, identify which ones are more suitable for being included in long-term
models; (2) investigate the effect of different climate policy scenarios on the diffusion
of VRE sources, grid and storage technologies; (3) clarify how grid and storage tech-
nologies affect the electricity generation mix and their impact on economic growth and
policy costs, in the context of VRE system integration; (4) individuate the cost and
performance parameters that have the strongest impact on VRE, grid and storage dif-
fusion; (5) understand how the new, more accurate representation of grid and storage
affects the results if compared to previous versions of the model.
We believe that this thesis contributes to the climate change mitigation literature in
two different yet intertwined ways. The first contribution regards the energy modelling
for climate change, in particular the long term models. The improvements we intro-
duce in WITCH make it, to our knowledge, the only Integrated Assessment Model
among those of the ADVANCE modeling framework, and probably also worldwide,
to introduce technological differentiation for both grid and storage technologies and
endogenous global investments in short-term and seasonal storage that are driven by
VRE-share dependent requirements for firm capacity and flexibility. This is expected to
provide a more realistic representation of the role played by electric grid and storage in
VRE system integration. Second, from the policy-making perspective, the technologi-
cal differentiation we introduced, the results obtained running the model with different
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policy scenarios and the sensitivity analyses on key cost and performance parameters
represent, in our view, a good source of information to design climate policies aimed
at increasing VREs penetration while minimizing the associated integration cost.

Structure

The sequence of the thesis is organized as follows. Chapter 1 introduces the context
of climate change, the role of VRE, electric grid and storage. It is concluded by the
definition of the main research questions and the work methodology. In Chapter 2 we
introduce WITCH and we describe how the VRE system integration problem is tackled
in other Integrated Assessment Models. Chapter 3 is intended to provide a detailed
technical state of the art review of the main electric grid and electric energy storage
technologies, with a particular focus on those implemented within the model. Technical
information is instrumental in explaining and justifying our modeling choices in terms of
selected technologies and their performance and cost parameters, which are therefore
described in this chapter. Chapter 4 starts presenting the VRE system integration
features that were already present in the WITCH model at the beginning of our work.
After that, we introduce our new interpretation of an already existing part of the model,
related to the VRE system integration. Then, the largest portion of the Chapter is
devoted to the equations and modeling assumptions behind the new formulation of
storage and grid we implemented in the model. Chapter 5 is dedicated to the results,
with a particular attention towards their consistence through sensitivity analyses and
comparison with results from other models. Finally, Chapter 6 summarizes the main
conclusions and major findings of our work, including suggestions for some future
developments.

Methodology

The tool we used in our research is the World Induced Technical Change Hybrid
(WITCH) model, which is a dynamic optimization Integrated Assessment Model (IAM)
designed to investigate climate change mitigation and adaptation policies and devel-
oped by Fondazione Eni Enrico Mattei (FEEM) and Centro Euro-Mediterraneo sui
Cambiamenti Climatici (CMCC). IAMs power lies in their ability to schematize com-
plex dynamics, such as the relationship between climate, energy and economy, allowing
to derive a simple interpretation of multiple interdependent phenomena. WITCH, in
particular, is a regionally disaggregated hybrid global model with top-down, simplified
representation of the global economy and a bottom-up, detailed energy input compo-
nent. The energy sector is particularly developed and hard-linked with economy, so
energy investments and resources are chosen optimally considering trends of macroe-
conomic variables and policy-induced economical stimuli.
One of the major challenges encountered during our work concerned the lack of data in
literature about key aspects of our formulation. In particular, we found considerable
difficulties in assessing the projected future cost decrease of storage technologies and
their overall potential in the different regions of the world. As regards the electric grid,
a scarcity of data about overall installed transmission and distribution capacity and its
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future projections was encountered. During our research, we retrieved the most recent
data, focusing on the latest technical publications, and when data were missing we
made our own assumptions, always verifying their technical consistence and coherence.
Another difficult task, frequent in Integrated Assessment modelling, consisted in deter-
mining an acceptable trade-off between technical details and simplified representations
fitting to the aggregated structure of the model.
The whole research work we conducted can be structured as follows:

1. Literature review: gathering and organization of information and data.
2. Design of model equations: raw data and concepts from literature are translated

into a mathematical structure. The modeling choices about the characterizing
costs and performance parameters have been performed.

3. Implementation in numerical form of the equations and translation in General
Algebraic Modeling System (GAMS) language, that is WITCH’s language. This
phase required particular attention as our final implementation of the electric
storage and grid sections, after the supervision of other researchers, are going to
be used in the official version of the WITCH model.

4. Robustness check of the results: sensitivity analysis in two stages, first with a
detailed analysis on all the possible variations of the key parameters values, then
through a comparison with the results of models representing electric storage or
grid in a more detailed way.

5. Analysis and discussion of the results.

In order to answer to the initial research questions, we introduced the following new
features in the WITCH model:

• As regards the electric grid, we introduced the differentiation between transmis-
sion and distribution lines, distinguishing them in terms of costs, grid requirement
per unit of installed power plant capacity and electricity losses, with regional dif-
ferentiation of these parameters.

• We distinguished between generation technologies requiring both transmission
and distribution capacity, and the ones requiring just one of the two types of line.

• We introduced the possibility, for the model, to invest in “grid smartening” op-
tions and international grid interconnections to pool VRE variability over large
areas and minimize the negative effects of increasing VRE shares on transmission
and distribution lines. These investments, proportional to regional VRE share
and grid investments, reduce the need for flexibility of wind and solar technolo-
gies, especially at high shares.

• Concerning storage, two main electricity storage types are modeled in our work:
short-term storage, aimed at dealing with the VRE supply-demand mismatch on a
hourly-to-daily scale, and seasonal storage, that leverages the mismatch between
yearly peaks in VRE supply and in electricity demand to store energy for long
time periods (months) and re-inject it into the grid when needed.

• Both the storage types are characterized in terms of efficiency, power and energy
capacity, energy-to-power ratio, full production hours and capability to provide
firm capacity and flexibility to the power system. Where reasonable, we also
introduced the opportunity for cost reduction through learning effect and different
cost options to represent the uncertainty about future commercial development
of storage technologies.
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• As regards the energy input to storage, short-term storage technologies can store
both energy coming from the short-term curtailment of excess VRE production
and a fraction of non-curtailed VRE generation, while seasonal storage can store
only electricity from seasonal VRE curtailment.

We are aware of the challenges introduced by the modeling of grid and storage invest-
ment choices in very aggregated IAMs, as these decisions normally require a detailed
representation of local and short-term dynamics. For this reason, as further develop-
ment of our work, we compared the results obtained from WITCH with other models,
belonging to two categories. First models that share similar scope and structure with
WITCH, to verify how our model behaves within its own framework, and then more ac-
curate, temporally refined and geographically restricted models, as a form of validation
of our results.

Results and conclusions

The three short-term storage technologies modeled are Pumped Hydro Energy Stor-
age (PHES), Adiabatic Compressed Air Storage (A-CAES) and Lithium-ion batteries.
They have been chosen based on these criteria: compatibility with the level of temporal
detail captured by WITCH, technological and commercial maturity of the technolo-
gies, potential for future development, ability to complement each other in terms of
performance and technology type. Moreover, the modeling of Li-ion batteries is very
flexible and can be potentially adapted to represent also other battery technologies.
As regards seasonal storage, the only technological solution modelled is the conversion
of seasonal curtailment into hydrogen via alkaline electrolyser and its subsequent re-
conversion into electricity via Polymeric Electrolyte Membrane Fuel Cells (PEMFCs).
The reasons for this choice are analogous to those presented for short-term storage.

Raising the value of a global carbon tax to achieve increasingly ambitious temperature
reduction targets has a positive effect both on the deployment of VRE technologies and
of electricity storage technologies if compared to the Business As Usual (BAU) scenario,
where no price on carbon emissions is set. As a matter of fact, while VRE technologies
represent in 2100 just 24% of global net generation in the BAU scenario, if the tax
is raised to achieve the 2°C target indicated by the Paris Agreement (CTAX2DEG),
VREs become the most widespread technology options, accounting for 51% of global
net electricity generation.
Yearly grid investments increase in time in all the scenarios from 2015 to 2100 and
grow with increasing value of carbon tax: investments in transmission grid decrease
from BAU to CTAX and CTAX2DEG, while investments in distribution, smartening
and pooling of the grid behave the other way around, more than compensating the
transmission reduction.
Concerning storage capacity, it grows with increasing carbon tax and with the share
of VRE generation. PHES is the dominant technology in the BAU scenario, while
the introduction of a carbon tax benefits CAES and batteries, that leverage on cost
reductions from learning effect to become the dominant technologies. Considering the
energy capacity, CAES is the dominant option in CTAX and CTAX2DEG, followed
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by batteries, while if we consider the power capacity, a proxy for the number of sin-
gle installation required, batteries are the most widespread technologies in both the
scenarios, due to their lower energy-to-power ratio. Overall, A-CAES is the preferred
short-term storage option in regions with very high VRE shares, due to its higher ca-
pability to provide firm capacity compared to batteries. Global yearly investments in
short-term storage experience a considerable growth in time, particularly in presence
of a carbon tax: at the end of the century investments they have the same order of
magnitude of investments in transmission plus grid smartening and pooling.
Seasonal storage deployment is almost an order of magnitude lower than short-term one
in the most favourable CTAX2DEG scenario (and so are yearly investments), slowed
mostly by the high costs of electrolysers and fuel cells.
Interestingly, the model is able to reach a 100% renewable scenario if no investments
towards nuclear and CCS are allowed (simulating social or political obstacles to the
adoption of these technologies) and a 2°C target via carbon tax is imposed. This sce-
nario entails a four-fold increase in installed CAES capacity, becoming the dominant
storage option and responding to the high firm capacity and flexibility requirements
of this electricity mix. The fully renewable scenario, however, requires higher expen-
ditures in the energy sector than the normal 2°C scenario and this reflects on global
economic growth, with an undiscounted GDP loss of 16 percentage points with respect
to BAU in 2100 (the loss for the same scenario is lower if CCS and nuclear are available,
around 10%).

WITCH results indicate that without the installation of storage capacity, it is not pos-
sible to reach high shares of VRE generation. In a counter-factual scenario in which
storage technologies are not present in the model, the role of VREs is considerably
undermined: world net VRE shares arrive at best just around 20% in 2100, even in
presence of a high carbon tax aimed at achieving the 2°C target. The model com-
pensates the limitation on VRE installing more biomass plants, CSP and CCS and
decreasing global generation. This, in turn, affects economic growth, entailing, for the
CTAX2DEG scenario, an additional 0.6% undiscounted GDP loss in 2100 with respect
to BAU, equivalent to 1.8 trillion $ of 2005. As regards the effect of grid, VRE plants
that are closer to load centers are favoured, as they only necessitate distribution line
investments and no transmission line. Concerning the requirements for VRE system
integration, it can be said that the need for firm capacity has more influence on VRE
and storage investment options than the flexibility requirement in the first years, while
increasing the carbon tax entails a growing influence of the flexibility requirement, also
in time.
As concerns the translation of storage and grid installation into integration costs, we
have investigated the effect on the LCOE of VREs technologies. Taking Europe as an
example, the impact becomes visible in 2050 with a LCOE increment of 1.5% for PV
and 4% for wind plants. In 2100 the increase is the largest: 7% for PV and 17% for wind
plants. Taking into account also the effect on LCOE of the shadow costs related to the
VRE additional flexibility and firm capacity requirement, their impact on integration
costs is much larger: LCOE of wind is increased by half in 2050 and almost tripled in
2100. Finally, results indicate that if a price on emissions is present, distribution grid
and short-term storage (especially CAES and Li-ion battery) complement each other
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from an economic point of view, meaning investments in both of them are necessary
to increase VRE generation.

The sensitivity analysis on grid cost and grid requirement per unit of generation ca-
pacity installed shows that these parameters hold a great influence on average grid
investments. However, they do not show a significant impact on the installed gener-
ation capacity. Concerning the pooling requirement coefficient, the analysis suggests
that the choice of its value, even if subject to uncertainty, does not affect results in a
relevant way.
As regards storage parameters, decreasing the capability of storage to provide flexi-
bility and firm capacity (through the correspondent coefficients) dramatically affects
both VRE share and storage investments. This confirms that, on the one hand, the
satisfaction of flexibility and firm capacity requirements plays a central role in the dif-
fusion of VRE technologies and, on the other hand, storage is instrumental in providing
this flexibility and firm capacity to the system, benefiting wind and solar installations.
The costs of short-term storage technologies, both the initial and the minimum one
(floor cost) they can achieve through learning-induced cost reduction, are other two
important drivers of VRE share growth and overall storage investments, while vary-
ing learning rate and storage efficiency (especially increasing them) does not influence
much these two global variables. Looking at the impact of storage parameters on
the single technologies, efficiency improvements may considerably enhance the diffu-
sion of CAES, and higher values of Full Production Hours for both CAES and batteries
technologies could play an important role as well, while their impact on PHES is minor.

The main effect of the more detailed representation of electric grid introduced in our
work is an overall increase in VRE generation with respect to the previous grid mod-
eling, across all policy scenarios. This is due to the fact that “near” VRE technologies
require only investments in distribution line, and this decreases their integration cost
with respect to the previous WITCH implementation. On the other side, the new
storage modeling has the opposite effect on VREs, whose global generation decrease in
all policy scenarios (while other technologies are not affected by these change). This is
mainly due to the fact that we introduced an efficiency loss due to storage, previously
absent, that penalizes net wind and solar generation. The combined effect of grid and
storage yields different results according to the policy scenario considered. Overall,
with the new formulation, the model is more responsive to price signals and technol-
ogy availability options.
If we compare our new WITCH version with the old MASTER version, featuring a less
detailed representation of system integration, grid and storage, it is clear that a better
modeling VRE system integration challenges, together with detailed electric grid and
storage formulations, compensates for the previous underestimation of VRE integra-
tion costs and entails a reduction of the global net VRE share of 4 percentage point in
the CTAX2DEG scenario.

Finally, WITCH results for VRE share, grid investments and storage capacity have un-
dergone comparison with other models. Within the ADVANCE IAM modeling frame-
work, a group of six models (including WITCH) that feature similar structure, level
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of aggregation and purpose, WITCH results for VRE share and storage installed ca-
pacity (all obtained under the same carbon tax policy scenario) place themselves near
the ones from POLES. This is the only other ADVANCE IAM to feature a detailed
technological representation of short-term and seasonal storage technologies, the same
technological choice for them and also a better representation of VRE supply-load
matching throughout the year, considered a very important piece of information for
representing the typical dynamics of VRE integration, grid and storage investments.
Moreover, storage results for the EU countries are analogous for the two models. Con-
sidering that investment and generation decisions for EU countries in POLES rely on
a temporally and spatially detailed unit commitment and dispatch model (EUCAD), a
matching between our and POLES results represents an important ex post validation
of our work. As regards global grid investments, not present in POLES, they are in
line with two out of the three IAMs considered in this comparison.
A further comparison has been performed with the SWITCH model application to the
Chinese power sector. Thanks to its higher temporal and spatial resolution, its pre-
diction about the development of the investment in grid projects can be considered a
reliable term of comparison. Comparing the high VREs penetration scenario with the
WITCH CTAX2DEG one, we found that the order of magnitude of the investments
is similar, even if higher in the WITCH scenario due to the more detailed distribution
lines and grid smartening-related investments. An additional result of the comparison
with the SWITCH model has been the validation of the formulation we introduced
regarding the storage capacity fed by non-curtailed VREs generation.
Possible future developments of our work include a more detailed representation of bat-
tery technology options, a possible learning spillover between utility-scale and automo-
tive Li-ion batteries, a more rigorous assessment of compressed air storage geographical
potential, the modeling of hydrogen as a secondary energy source that can affect also
the transportation and CHP sectors, explicit representations of Demand Response and
Vehicle-to-Grid options to complete the picture of VRE system integration.
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Chapter 1

Introduction and motivation

1.1 Climate change framework

Climate change is acknowledged as one of the major challenges mankind will have to
face in the 21st century, due to its potential e�ects on the delicate equilibrium of our
planet. In particular, the link between temperature increase and anthropogenic Green-
house Gas (GHG) emissions is broadly recognized as true by the scienti�c community
[1], [2]. Intergovernmental Panel on Climate Change declared that human activities,
driven by economic and population growth, are \extremely likely" [3] to be the cause
of this temperature increase since the mid twentieth century.
Human activities related to energy consumption and generation, such as transporta-
tion, industry, agriculture and power production release GHGs. Studies indicate that
this phenomenon may induce irreversible damages in terms of extreme weather events,
biodiversity loss, ocean acidi�cation, sea level rise and many more [2] (see �gure 1.1).
These phenomena may negatively a�ect ecosystems and people with increasing sever-
ity and irreversible e�ects. The two ways to reduce potential climate-change induced
damages are preventing climate change from worsening (de�ned as mitigation) or in-
troduce modi�cations in everyday life (for instance moving far from the seaside, use
air conditioning etc.) to minimize the negative e�ects of climate change (adaptation).

Worried by the costs (not only economic) of climate change, both governments and
public opinion are today advocating for countermeasures to reduce this risk, in terms of
mitigation and adaptation. The Paris Agreement, reached in 2015 during the Confer-
ence of Parties 21 (COP21), represented a turning point for international cooperation
aimed at �ghting climate change: 195 countries have formally declared their willingness
to pursue the ambitious target of keeping the temperature increase at the end of the
current century well below 2°C with respect to pre-industrial levels, staying as close as
possible to 1.5°C to limit damages. This agreement has been translated into Intended
Nationally Determined Contributions (INDCs), in which every country ratifying the
protocol (170 on 195 as of November 2017) speci�es which adaptation and mitigation
measures is going to implement to contribute to this global goal [4].
This target, however, is everything but easy to be reached, not only due to the amount
of international coordination it requires, but also because it entails both technologi-
cal and economical challenges. As a matter of fact, state-of-the-art technical energy
solutions with low or zero associated emissions require, overall, a higher expenditure



2 Chapter 1. Introduction and motivation

Figure 1.1: Correlation between temperature increase, sea level rise and GHG concentrations in the atmosphere since
1850. Source:[2]

.

with respect to the current energy system con�guration, therefore mitigation comes at
a higher present cost, even if it will reduce future cost of climate change [5]. Moreover
many studies con�rm that the best approach to deal with climate change mitigation
and emission reductions is a diversi�ed portfolio of low carbon technologies combined to
improvements in energy e�ciency to reduce �nal energy consumption and behavioural
changes, aimed at reducingper capita consumption. Finally, the heat and power,
agricultural, industrial, transportation and building sectors have a di�erent impact
on global GHG emissions and present di�erent potential for decarbonization, there-
fore mitigation policies should take into account these di�erences and de�ne coherent
instruments to meet the temperature target.

1.1.1 Bene�ts and challenges of Variable Renewable Energy sources

The electric power sector accounts for the relative majority of global GHG emissions:
25% in 2010 [3]. Electricity production still occurs mainly by burning fossil fuels,
with coal (the most carbon-intense fossil fuel) representing 40% of the total electric
energy production, and the �gure grows to almost two thirds (65%) if we include
also natural gas and oil. However, the power sector also presents high potential for a
deep decarbonization. Renewable energy technologies such as wind turbines and solar
photovoltaics (PV) are mainly present in the power sector as they normally produce
electricity, an energy carrier that can be easily transported and used over long dis-
tances. Therefore the power sector is expected not only to reduce its carbon intensity,
but also to play an important role in the decarbonisation of other carbon-intensive
sectors such as transportation (with the di�usion of plug-in hybrid and full electric
vehicles) and heating (though heat pumps) [6],[7], [8].
Nevertheless, even though solar cells and wind turbines have witnessed a steep capital
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cost decrease over the last decades, there are some techno-economical barriers that
limit their di�usion [9]. Besides occurring in direct capital and operational cost as the
other generation technologies do, wind turbines and solar PVs entail further expenses
so as to integrate them into the energy system, de�ned as \system integration costs",
\hidden costs" or \system-level cost". These costs stem from the characteristics that
distinguish wind and solar supply, as summarized by Hirt et al. [10]:

ˆ Variability: instantaneous supply depends on weather conditions and cannot be
regulated to balance energy demand, i.e. cannot be dispatched. For this reason,
wind and solar are often referred to as Variable Renewable Energy (VRE). This
entails costs, for instance in the form of investments in storage devices that can
shift the output of VRE in time, or to remunerate dispatchable power plants
that are ready to ramp up or down their production to balance this variability
(ancillary services), or the opportunity cost of the amount of VRE supply that
exceeds demand and, in absence of storage options, is just cut (curtailment).

ˆ Uncertainty: in the electricity market, equilibrium between supply and demand,
energy price, the consequent production and plant commitment decisions are
made before physical delivery, therefore any deviation from the forecast VRE
supply pro�le has to be balanced instantaneously, which entails further costs and
a�ects the composition of the generation 
eet.

ˆ Location-speci�city: for VRE, the primary energy carrier (solar radiation, wind)
is present only in a speci�c geographical area and cannot be transported like other
fuels. Areas with high density of renewable resources may be far from the load
centers, hence further investments in electricity transmission and distribution grid
are required.

The variable and uncertain nature of wind and solar supply, especially when it rep-
resents a high share in the electricity mix, introduces multiple challenges for modern
energy systems, such as the capability to deal with steep and possibly unexpected
ramp-ups and downs of the residual load (intended as the electricity demand that is
not covered by VREs) and the necessity to install expensive and underutilized 
exible
power plants to cover peak demand [9]. Moreover, also the number of transmission
and distribution grid bottlenecks is likely to increase, as they were not designed nei-
ther to transport peak VRE generation nor to deal with bi-directional energy 
uxes,
determined by the presence or absence of renewable generation [11]. Finally, decen-
tralized VRE generation technologies (e.g. o�-grid solar) are spreading, especially in
developing countries, where the grid infrastructure is often lacking, unreliable or too
expensive [12].

1.1.2 The role of electric grid and storage in VRE integration

Grid

Transmission and distribution electric grids are respectively the backbone and the ram-
i�cations of electric power systems, as they allow electricity to be transported from the
place where it is physically generated to the place where it is consumed for �nal use
[13].
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The existing electric grid infrastructure is likely to face multiple challenges in the
decades to come [14], for several reasons: the continuous growth in global and regional
electricity demand, due to increasing �nal consumption but also to the electri�cation
of other sectors, such as transportation and heating; the infrastructural aging, as trans-
mission grids are long-lived assets that were mostly built fourty or more years ago in
the developing countries; the increasing attention to energy security and a�ordability
and �nally climate change, requiring a deep decarbonization of the power sector [15].
This last trend in global power systems has promoted the di�usion of VRE technologies
in most of the world's regions, with the arousal of �rm capacity and 
exibility needs
this entails (see chapter 3). VRE integration is related to a number of di�erent tech-
nical issues, and traditional transmission and distribution grids may experience them
at di�erent levels: frequency and voltage regulation, thermal stress and management
of bi-directional 
ows on traditionally uni-directional lines, especially in the case of
decentralized VRE installations [16], are some examples. This may put the existing
infrastructure under considerable pressure and hinder further VRE expansion when
penetrations typically higher than 15-20% are reached [14]. This challenges can be
overcome with several measures aimed at increasing the grid 
exibility [16], such as:

ˆ Allowing bi-directional electricity 
ows, not only from producers to consumers but
also the other way around, given the growing interest towards small decentralized
generation (we talk about \prosumers") and the bene�ts this could potentially
introduce in terms of grid stability.

ˆ Establishing intelligent grid and demand-side management mechanisms, aimed at
increasing demand 
exibility while smoothing peak load.

ˆ Improving national and international grid interconnection, aimed at increasing

exibility, stability and security of energy supply.

In this context, smart grids are considered enablers of the transformation necessary to
accommodate larger shares of VRE generation in future electric power systems, [15]
[16]. IEA de�nes a smart grid as \an electricity network that uses digital and other
advanced technologies to monitor and manage the transport of electricity from all gen-
eration sources to meet the varying electricity demands of end-users" [15]. It is not
a single or well de�ned number of devices, but rather an evolving set of technologies
that will spread in di�erent times and modes all around the world, depending on the
economical, regulatory and technical context [14],[15] , in an evolutionary context. As
regards integration of VRE technologies, smart grids will likely have a central role in
dampening the challenges VRE di�usion entails, allowing a better management and
control of generation and demand side, ensuring power quality and grid stability.
Besides \smartening" and updating existing grids, also pooling VRE production over
large geographical areas can help mitigate their inherent variability, related to weather
conditions [17]. Grid pooling requires further investments for improving grid inter-
connections, at national and international level. This bene�ts the system stability,
smoothing VRE generation and reducing gradients in the residual load, so that less

exibility is needed from the non-VRE power 
eet. Pooling is in turn favoured by the
introduction of ICT and smart control systems at transmission and distribution level
[14], which may ease national and international cooperation in balancing operations
[17].
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Electricity storage

A growing number of studies and company reports ([18],[19], [20],[21],[22],[23], [24])
indicate that also storage is a valuable option to address the challenges introduced by
high VRE shares.
Due to its capability of accumulating energy, keeping it inside for a variable amount
of time (largely depending on the technology type) and then releasing it when needed,
electricity storage can help VRE integration bu�ering and optimizing the output from
VREs, mitigating short-term and seasonal output changes and �lling both temporal
and geographic gaps between supply and demand, to increase quality and value of the
resource.
Nevertheless, there is a number of caveats to consider when discussing the future dif-
fusion of electricity storage technologies, whose uncertainty depends on both techno-
economical and regulatory aspects.
As regards techno-economical issues, the main point of concern is the commercial ma-
turity of storage technologies, which is directly related to the technology cost and
performance, especially in terms of e�ciency and durability [19]. On the other hand,
regulatory concerns regard the general absence of an energy market regulation that:
acknowledges storage as a separate asset class and encourages investments; recognizes
that storing electricity is not equivalent to �nal consumption, so it should not be sub-
ject to �nal-consumption or discriminatory fees; de�nes conditions for the participation
of storage into ancillary service markets; clari�es to which extent TSOs and DSOs can
own and operate storage facilities or should rely on private services [22].

1.2 Main research questions and methodology

The tool we used in our research is the World Induced Technical Change Hybrid
(WITCH) model, which is an optimization Integrated Assessment Model (IAM) de-
signed to investigate climate change mitigation and adaptation policies and developed
by Fondazione ENI Enrico Mattei (FEEM) and Centro Euro-Mediterraneo per i Cam-
biamenti Climatici (CMCC) [25]. IAMs power relies on their ability to capture complex
dynamics, such as the relationship between climate, energy and economy, allowing to
derive a simple interpretation of multiple interdependent phenomena. To achieve this,
a high grade of simpli�cation and aggregation is needed. As regards the power sector,
this clashes with the high temporal and spatial dependence of VREs, thus inducing
di�culties in obtaining a reliable representation of their integration challenges. Being
electric storage and grid seen as possible solutions for the integration of VREs, a trust-
worthy representation in the IAMs is urged. On the other hand, being strictly related
with VREs and so dependent on temporal load pattern and geographical locations,
their modeling in this type of models presents signi�cant di�culties.

The overarching goal of our thesis is introducing a more accurate representation of the
electric grid and storage, and their role in VRE system integration, to improve the
accuracy and reliability of the scenarios produced by the WITCH IAM, whose �nal
objective is informing policy makers about cost-e�ective solutions to mitigate climate
change.
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Therefore, our research has proceeded along two interrelated directions. First, we car-
ried out the modeling of electric grid and storage in the WITCH IAM, aimed at getting
a reliable and technically consistent representation of their presence in the energy sys-
tem. Second, we evaluated how grid and storage in
uence the di�usion of VRE sources
and the e�ect this di�usion has on the system, in technological and economical terms.
More speci�cally, the research questions we want to address with our work are the
following ones:

1. Among the main electricity storage technologies, which ones are more suitable for
being included in long-term models?

2. What is the e�ect of di�erent climate policy scenarios on the di�usion of VRE
technologies and on grid and storage technologies?

3. How do grid and storage technologies a�ect the electricity generation mix? How
does this impact on economic growth and costs, in the context of VRE system
integration?

4. Which of their cost and performance parameters have the strongest impact on
VRE di�usion and on grid and storage investments?

5. What are the e�ects on results of the new, more accurate representation of grid
and storage if compared to previous versions of the model?

We are aware of the challenges introduced by the modeling of grid and storage invest-
ment choices in very aggregated IAMs, as these decisions normally require a detailed
representation of local and short-term dynamics, typical of short-term dispatching mod-
els. For this reason, as further development of our work, we compared the results ob-
tained from WITCH with other models, belonging to two categories. Firstly, models
that share similar scope and structure with WITCH, to verify how our model behaves
within its own framework.Secondly, more accurate, temporally re�ned and geographi-
cally restricted models: one featuring unit commitment and dispatch decisions in the
European Union, the other representing grid and power investments in China, as a
form of validation of our results.

1.2.1 Research Methodology

One of the major challenges encountered during our work concerned the lack of data in
literature about key aspects of our formulation. In particular, we found considerable
di�culties in assessing the projected future cost decrease of storage technologies and
their overall potential in the di�erent regions of the world. As regards the electric grid,
a scarcity of data about overall installed transmission and distribution capacity and
its future projections was encountered. During our research, we focused on the most
recent data, analyzing the latest technical publications, and when data were missing we
made our own assumptions, always verifying their technical consistence and coherence.
Another di�cult task, frequent in Integrated Assessment modelling, consisted in deter-
mining an acceptable trade-o� between technical details and simpli�ed representations
that could �t to the aggregated structure of the model.
The whole research work we conducted can be structured as follows:

1. Literature review: gathering and organization of information and data.



1.2 Main research questions and methodology 7

2. Design of model equations: raw data and concepts from literature are translated
into a mathematical structure. The modeling choices about the characterizing
costs and performance parameters have been performed.

3. Implementation in numerical form of the equations and translation in General
Algebraic Modeling System (GAMS) language, the programming language of
WITCH. This phase required particular attention, as our �nal implementation of
the electric storage and grid sections, after the supervision of other researchers,
are going to be used in the o�cial version of the WITCH model.

4. Robustness check of the results: sensitivity analysis in two stages, �rst with a
detailed analysis on all the possible variations of the key parameters values, then
through a comparison with the results of models representing electric storage or
grid in a more detailed way.

5. Analysis and discussion of the results.

1.2.2 Thesis structure

The sequence of chapters is organized as follows. In Chapter 2 we introduce WITCH
and we describe how the VRE system integration problem is faced in other Integrated
Assessment Models. Chapter 3 is intended to provide a detailed technical state of
the art review of the main electric grid and electric energy storage technologies, with
a particular focus on those implemented within the model. Technical information is
instrumental in explaining and justifying our modeling choices in terms of selected
technologies and their performance and cost parameters, which are therefore discussed
in this chapter. Chapter 4 starts presenting the VRE system integration features that
were already present in the WITCH model at the beginning of our work. After that,
we introduce our new interpretation of an already existing part of the model, related to
the VRE system integration. Then, the largest portion of the Chapter is devoted to the
equations and modeling assumptions behind the new formulation of storage and grid
we implemented in the model. Chapter 5 is dedicated to the results, with a particular
attention towards their consistency through sensitivity analysis and comparison with
results from other models. Finally, Chapter 6 summarizes the main conclusions and
major �ndings of our work, including some future developments.
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Chapter 2

Model description

In the previous Chapter, we clarify that the overarching goal of our work is contributing
a more accurate representation of electric grid, electricity storage and system integra-
tion dynamics of VRE technologies, whose large scale di�usion in the future is regarded
as a possible solution to cut GHG emissions and mitigate climate change [3]. Yet, cli-
mate change is a complex and multidimensional problem and reaching a deep level of
understanding about its dynamics requires a simultaneous analysis of three dimensions,
closely intertwined by non-linear positive and negative feedback loops: climate, energy
and economy. This purpose can be served with the help of Integrated Assessment Mod-
els (IAMs), that combine information from di�erent research �elds and translate them
into an analytic form. IAMs aim at approximating the mutual in
uences among �elds
and obtaining information about possible future scenarios by performing computer-
based numerical analyses[26]. In the following sections, �rst we brie
y describe the
main features of IAMs for climate change in general, then we focus on the model used
in our work, WITCH, and �nally we examine how VRE system integration is repre-
sented in the IAM modeling framework, with particular attention to what had been
implemented in WITCH before our work.

2.1 Integrated Assessment Models

Integrated Assessment is the process of using pieces of information from di�erent
branches of human knowledge and combining them to get meaningful insights on a
certain topic [26]. When applied to climate change, the main branches involved are po-
litical science, economics, climate science, biochemistry and engineering, combined to
understand how human activities (production of goods, consumption of energy, trans-
portation, investment choices etc.) a�ect GHG emissions and, ultimately, temperature
increase. The dynamics governing all the described phenomena and their interactions
are described in a mathematical form and are synthesized in a numerical model, typi-
cally computer-based.

Given their capability to synthesize and provide a considerable amount of information
about the problem as a whole, without focusing just on a narrow �eld of expertise,
IAMs are particularly suitable for policy design and assessment [27]: they provide
insights about the e�ects of policy measures on the entire economic system, reporting
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also the detailed consequences on the modeled sectors. In evaluating the link between
economic activity and GHG emissions, IAMs can follow two di�erent approaches [28]:
a top-down or aggregated approach, that represents reality starting from a low number
of variables summarizing the relationships between sectors in a very condensed way,
typical of macroeconomics and econometric studies (e.g. using a damage function
to quantify the impact of climate change on economy with only one parameter); a
bottom-up or dis-aggregated approach, that describes in detail the relevant sectors of
the economy, such as energy, agriculture, transportation and, given their con�guration,
builds up the e�ects on both economy and environment.

Despite being regarded as the main tool to analyze the investment e�orts required to
meet climate change mitigation targets [17], IAMs present a number of limitations in
predicting the exact in
uence of human activities on climate change, hereby summa-
rized:

ˆ Model uncertainty: there is a level of uncertainty associated to the response
of temperature increase to growing concentrations of GHG in the atmosphere,
represented by con�dence intervals around the climate module estimations.

ˆ Climate uncertainty: internal interactions among the main climate forcing ele-
ments (oceans, atmosphere, Earth's surface) inducing climate changes in hardly
predictable ways and timings (e.g. hurricanes, El Nino).

ˆ Parameter uncertainty: it is not possible to predict parameters such as the exact
prices of energy technologies in the long term, especially if the technology is
not commercially mature or it is just at an early stage of development. Some
assumptions must be introduced.

2.2 WITCH

Figure 2.1: Feedback loop between climate and energy-economy sections in WITCH Source:[25]

.

WITCH (World Induced Technical Change Hybrid) is an IAM developed by Fon-
dazione Eni Enrico Mattei (FEEM) and Centro Euro-Mediterraneo sui Cambiamenti
Climatici (CMCC). It is a regionally disaggregated hybrid global model with a neoclas-
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sical Ramsey-type optimal growth structure (top-down) and a detailed energy input
component (bottom-up) [29]. The energy sector is particularly detailed and hard-linked
with economy so energy investments and resources are chosen optimally considering
the trend of macroeconomic variables and policy-induced economical stimuli. Instead
land use mitigation and future climate are soft linked, so they are available through
GLOBIOM and MAGICC that are respectively a land use and forestry model and a
climate model. Technological change is accounted for endogenously, both via learning
curves that in
uence the investment cost of new vintages of capital and via R&D in-
vestments. The model features the main economic and environmental policies in each
world region as the outcome of a dynamic game. The reason why WITCH is an IAM
lies in the fact that there is a continuous feedback loop among the economic part,
generating GHG emissions a�ecting the climate module that, in turn, in
uences the
economic output through a climate damage function, as shown in �gure 2.1.

In its default con�guration, the model is divided into 13 regions (see �g. 2.2, whose
countries share similar economic situations, energy systems, climate policies and po-
litical strategies. It ranges a time frame going from 2005 to 2150. If regions are facing
a global policy target, they can either behave independently or form coalitions: in the
second case, coalitions of regions optimize their total welfare as a whole.

Figure 2.2: World divided into 13 regions in WITCH

2.2.1 Economy

In the model, a social planner (with perfect foresight) maximizes a utility function the
sum of regional discounted utility of each coalition. The regional utility function at any
point in time and each region is based on Constant Relative Risk Aversion (CRRA)
utility function derived from consumption per capita (and log-shaped). If no coalitions
are present, the model optimizes considering each region as a coalition.
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Consumption, the argument of the utility function, is given by the budget constraint
as the output of a single region, to which investments (in �nal good, energy and ex-
traction sector, R&D, grid and adaptation), operation and maintenance costs (O&M)
are subtracted, as they represent competing claims of the economy.
The economic output of each region is represented by a nested production function com-
bining labour, capital (these two aggregated in a Cobb-Douglas function) and energy
services in a Constant Elasticity of Substitution (CES) framework, plus the in
uence
of a climate damage function, cost of fossil fuels and GHG emissions mitigation, re-
ducing the ouput. All economic quantities are de�ned in 2005 United States Dollars.
A more detailed description of the economic module is provided in Appendix A. Since
the CES framework is particularly important to understand how investments in energy
technologies are done, the following subsection provides a brief explanation of what a
Constant Elasticity of Substitution function is and how it is applied to WITCH.

2.2.2 The CES framework

The Constant Elasticity of Substitution production function is a macroeconomic func-
tional form that sees the output as a function of a number of inputs (inputs are just
two in the original formulation [30]). The peculiarity of this function is that it accounts
for the extent to which one input (e.g. labour) can be substituted by another one (e.g.
capital) to produce tha �nal output, through the concept of elasticity of substitution.
Equation 2.1 represents a general two-variable CES production function.

Y = A[aX �
1 + (1 � a)X �

2 ]
1
� (2.1)

The output Y depends on the productivity A, on the two inputs X 1 and X 2, on a,
determining the optimal distribution of inputs, and on � , which is in turn a function
of � (the elasticity of substitution between the two outputs), as:

� =
1

1 � �
(2.2)

Therefore, if � approaches in�nity the CES function becomes linear and the two output
become perfect substitutes (the two inputs can be used equivalently to generate the
same output). The more� approaches zero, the more the two outputs become comple-
ments, so a certain amount of both should always be provided to obtain the output,
and the margin to substitute one source of input with another decreases [31]. Appendix
A provides further information on how the CES structure is applied to WITCH's pro-
duction function, especially for the energy sector [25].

2.2.3 Energy sector

Within the economic part of the model, the energy sector is the one described with the
highest level of detail. This feature represents an exception in the IAM �eld and it is
the origin of the \hybrid" nature of WITCH: on one hand, the economy is described in
a very aggregated way (top-down), while on the other hand the level of detail allows to
account for the di�erent technologies and their performance, primary fuel requirements
and pollutant emissions (bottom-up).
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Energy Services are provided either with investments in e�ciency improvements, that
are endogenously accounted for, or via actual energy consumption, that is in turn a
CES combination of electric and non-electric energy. The two sub-sectors are described
in detail and decomposed to the level of the single technology: the choice among dif-
ferent energy production options is determined by the utility maximization, where a
CES-tree structure (see Appendix A) determines substitutability and complementar-
ity between technologies, to avoid a so called \bang-bang solution", i.e. technological
choice is purely based on cost minimization and all the investments are shifted towards
the most economical option, without any inertia of the energy sector.
Electric sector includes both fossil-based plants, such as gas, coal and oil, and low
carbon options such as wind, solar, biomass, Carbon Capture and Storage (CCS) and
hydro, plus an electric backstop technology (representing a basket of promising tech-
nological options, far from commercialization). Non-electric demand regards trans-
portation, industrial, commercial and residential sectors. Cost of production includes
investments, O&M and fuel costs.

Investment costs in energy technologies are subject to two di�erent types of learning,
allowing for cost improvements in the future:

ˆ Learning by doing: investment costs decrease proportionally to cumulative in-
stalled capacity, therefore endogenously. Before our work, the technologies bene-
�ting from this type of learning were solar, wind and advanced biofuels. We also
added storage technologies.

ˆ Learning by researching: similarly to what is done for general energy intensity
of the economy, it is possible to invest money and accumulate an R&D capital
stock, whose growth determines a technology cost decrease. This is done for
the two backstop technologies (electric and non-electric) and for energy e�ciency
improvements, that decrease the total energy demand at same output level.

The existing capital of generation technologies and grid undergoes depreciation, mean-
ing that capital shrinks in time if no further investments are done. WITCH uses a
standard exponential depreciation rule: the depreciation rate is calibrated based on
a �nite useful life of each technology, with a linear depreciation rate of 1% per year
until the end of the lifetime and full depreciation thereafter. Based on realistic plant
lifetimes, the exponential depreciation rate is found equalizing the integral of both de-
preciation schedules. Further information about depreciation of capital are available
in Appendix A.
Operation and maintenance cost are constant in time for all the technologies, while the
price of fossil fuels and exhaustible resources (oil, gas, coal and uranium) is determined
by the marginal cost of extraction, which in turn depends on current and cumulative
extraction [25]. A regional mark-up is added to mimic di�erent regional costs including
transportation costs. The regional fuel consumption takes into account the domestic
extraction and fuel imports, to determine the fuel expenditure of each region.

The electric grid is schematically represented though dedicated capital stock invest-
ments and depreciation, see Section 4.1 for a better description of the grid implemen-
tation before our work. Finally, VRE system integration is accounted for with a number
of constraint that will be dealt with in subsection 2.4.
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2.2.4 Climate

GHG emissions are responsible for climate change, and can be generated by energy sec-
tor (power production, residential heating, transportation and industry) and land use.
Emissions include Carbon Dioxide (CO2), NitrousOxide (N2O), Methane (CH4) and
Fluorinated gases (targets of Kyoto Protocol). The estimates of agriculture, forestry
and bioenergy emissions are provided in input from Global Biosphere Management
Model (GLOBIOM), a land-use model soft-linked with WITCH. As regards the relation
between GHG concentration in the atmoshpere and temperature increase, WITCH can
internally convert regional emissions or can alternatively be soft-linked with a climate
model (as done in our work): Model for the Assessment of Greenhouse-gas Induced
Climate Change (MAGICC).

2.3 VRE system integration in IAMs

IAMs are useful instruments to understand the role of energy technologies in meeting
long-term climate policy targets [3]. Representing the dynamics that lie behind the
existence of VRE integration cost (see Chapter 1) is a challenge for IAMs, due to
their high level of spatial and temporal aggregation [32]. The models have a broad
scope, covering multiple sectors, embracing a centennial perspective to address a global
problem. From the energy system perspective, investment decisions are made every
5-10 years, representing the temporal resolution of the model, and the main quantities
(supply, demand, price, operating costs etc.) are present as annual averages. This
hinders an accurate representation of the main features of VRE generation (described
in Chapter 1), that can be captured just if the time resolution is re�ned to minutes -
even seconds: an accuracy these models cannot reach due to numerical and complexity
limits.

To compensate for this weakness, IAMs feature a stylized representation of these phe-
nomena, with di�erent levels of detail and accuracy [32]:

ˆ Upper bounds to maximum VRE generation share: it is a simple yet rigid mea-
sure, that neither speci�c literature nor real-word experience indicate as reliable.

ˆ Integration cost markups: often de�ned as a cost penalty per unit of VRE gen-
eration, growing with the VRE share. It is a less rigid approach but it does
not capture the in
uence of high VRE share on other power plants, in terms of
operation and installed capacity requirement.

ˆ Fixed investments in speci�c integration options: they rise with VRE share and
associate the di�usion of wind and solar with a change in the energy system mix
(e.g. �rm capacity from gas-�red power plants, electricity storage or transmission
infrastructure). Nevertheless, the mitigation option to invest in is often only one,
so the model is not left free to choose the most cost-e�ective integration option.
Moreover, VRE integration entails multiple challenges (see section 1.1.1), that
cannot be addressed by a single technical solution.

ˆ Time slices: some models di�erentiate energy demand in time [17], [33], represent-
ing characteristic situations in the power sector with di�erent and often co-existing
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levels of temporal detail (seasonal variability, day/night, weekday/holiday). The
goal is capturing demand variability with the lowest number of times slices pos-
sible, leveraging the regularity of load patterns in time, to minimize the model
complexity. However, this approach does not allow to capture the correlation
between load and solar/wind generation patterns, that requires a more accurate
spatial and temporal de�nition, increasing both model complexity and computa-
tional time, besides requiring extensive regional-based studies [34].

ˆ Flexibility and capacity constraints: some models [35],[36] try to incorporate the
concept of reliability of electricity supply in the modeling framework, elaborat-
ing on the concept of adequacy. This feature is intended both as the capability
of an electric power system (grid and generation 
eet) to satisfy the expected
peak demand, plus some extra reserves to face possible contingencies and outages
(capacity requirement), and as the possibility to adjust generation over di�erent
time scales in response to foreseen and unforeseen demand variations (
exibility
requirement). Both these requirements are accounted for in a stylized, parametric
way: a capacity constraint equation, representing the fact that technologies are
able to cover peak demand with di�erent degrees of reliability (depending mostly
on the availability of the primary resource); a 
exibility requirement, indicating if
each technology is capable of providing 
exibility to the system or requires addi-
tional 
exible generation and ultimately imposing a balance between 
exible and
non-
exible options. A more detailed description of the theoretical background
and the actual implementation of these two equations is provided in Section 2.4.

ˆ Application of RLDCs : this innovative approach stems from the model imple-
mentation of the so-called Residual Load Duration Curves (RLDCs) [32], [34],
[37]. RLDCs represent the duration of electricity demand non satis�ed by VRE
generation within a geographical area, which must be satis�ed by non-VRE power
sources. They can be used to estimate the capacity value of VRE technologies,
the fraction of VRE curtailment, and the impacts on capacity factors of non-VRE
technologies with an increasing share of renewables. They are built starting from
Load Duration Curves (LDCs), a representation of the instantaneous power de-
mand (and supply, since they have to be continuously balanced) a certain load
area experiences, ordered according to the number of hours this load condition is
veri�ed (see �gure 2.3).
The shape of RLDCs changes with the VRE share in the region of interest: the
higher the amount of VRE generation, the steeper the slope of the RLDC, that
can even assume negative values for a small amount of hours per year, meaning
that renewables production exceeds demand requirement, thus it is curtailed. The
advantage of RLDCs is that they allow to capture key features of VRE sources,
such as their low capacity credit, their e�ect on the reduced capacity factor of
dispatchable power plants and possible VRE over-production. Nevertheless, this
approach presents shortcomings as well: we lose information about the temporal
sequence of demand and supply, so it is not possible to represent accurately
features such as short-term storage or demand-side management, that are subject
to fast dynamics. The way RLDCs are applied in WITCH is discussed in section
4.1, while further information on their physical meaning is available in Appendix
C.
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Figure 2.3: The residual power supply time series over the year (left) is reshaped to represent the RLDC (right, solid
line). The dashed line represents the actual LDC. Source:[9]

2.3.1 The ADVANCE modeling framework

As said in subsection 2.3, several di�erent approaches are followed to represent VRE
system integration in IAMs. Therefore, it is useful to narrow the �eld of observation
on the models that, compared to WITCH, present similar time and space boundaries,
similar objective functions and consider the energy part of the economy with a similar
level of detail, in order to make meaningful comparison among the di�erent approaches
and gain a better understanding of the starting point of our work. The EU FP7 AD-
VANCE project [38] gathers six state-of-the-art IAMs (including WITCH) that share
the same characteristics (global models spanning the entire 21st century) and have
recently developed new representations of the VRE integration challenges. Pietzcker
et al. [17] o�er a thorough overview of how system integration is accounted for in
ADVANCE IAMs, providing, on the one hand, a framework of 18 features of the fun-
damental dynamics and drivers of VRE system integration, and on the other hand a
quantitative performance evaluation of the models, compared among themselves. The
18 features are clustered in 5 categories, listed in table 2.1. These categories are then
analyzed in the following section, with particular attention to the WITCH modeling
choices done, the starting point of our work.

2.4 VRE system integration in WITCH

In this section, we examine the dynamics and drivers of VRE system integration fea-
tured in WITCH before our thesis work [36], following the clusterization suggested by
Pietzcker et al. [17] and discussed above.

2.4.1 Investment dynamics

WITCH considers electricity as a homogeneous good, hence its value does not change
in time. Electricity demand and supply are not time-dependent: they are considered
only as annual averages.
To di�erentiate between baseload and peaking plants, the model introduces both a
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Investment dynamics Investment into dispatchable technologies
di�erentiated by load band
Investment into VRE
Expansion dynamics
Capital stock inertia and vintaging
Structural shift of generation capacity mix
Love of variety

Power system operation Dispatch
Flexibility and ramping
Capacity adequacy
Curtailment

Temporal matching of VRE and demand Wind/solar complementarity
Demand pro�le evolution

Storage Short-term storage
Seasonal storage
Demand response

Grid General transmission and distribution grid
Grid expansion linked to VRE
Pooling e�ect from grid expansion

Table 2.1: 18 features of the fundamental dynamics and drivers of VRE system integration in ADVANCE IAMs, divided
into 5 clusters. Source: [17]

capacity and a 
exibility constraint equation, representing the increasing 
exibility de-
mand and back-up �rm capacity required when VRE share increases. Their structure is
based on the methodology developed by of Sullivan et al. [35], implemented in WITCH
by Carrara et al. (2017) [36] and described in detail. A more recent implementation of

exibility and capacity constraints (especially as far as the coe�cients are concerned),
based on the RLDC approach, is available at chapter 4 and it constitutes the starting
point of our work. However, the description of the previous implementation as con-
ceived in [36] will facilitate the rest of the explanation, so it is provided in the following:

ˆ Capacity constraint: this equation ensures that su�cient �rm capacity is built to
cover peak demand and reliably face contingency events. The total �rm capacity
requirement is computed as approximately twice (the multiplying coe�cient is
f irm req(n)) the average annual load (Q EL TOT / yearly hours), and non-
VRE plants contribute with their full nameplate capacity K EL to cover it, while
storage contributes with 85% of it(see subsection 2.4.5). On the other hand, to
account for their variability and unpredictability, VRE capacities are multiplied
by their capacity factor CF (de�ned as the ratio between full production hours
of a power plant over the number of hours in a year, 8760) and their capacity
value CV: the latter represent the VRE capability of actually contributing to
�rm requirement and it decreases with the share of wind and solar penetration.
The equation is written as follows:
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X

jel jnon V RE

K EL (jel; t; n ) +
X

jel jV RE

K EL (jel; t; n ) � CF (jel; t; n )

� CV(jel; t; n ) + K EL storage (t; n) � CCstorage

� f irm req(n) �
Q EL TOT(t; n)

yearly hours
(2.3)

ˆ Flexibility constraint: this equations ensures operational reliability in each mod-
eled region, by assigning each generating technology a 
exibility coe�cientFC
(constant over time and across regions) between -1 and 1, that multiplies the
electricity generation of the speci�c technology (Q EL ). A positive 
exibility co-
e�cient means that speci�c technology is able to provide 
exibility to the energy
system (for instance rapidly ramping up or down its production to follow the
load), while a negative coe�cient stands for the 
exibility required by an addi-
tional unit of generation from that technology. Storage is assumed as a \dummy"
technology that provides energy at its nameplate capacity (K EL storage ) for 2000
hours a year (yearly storage hours).

X

jel

Q EL (jel; t; n ) � FC(jel ) + K EL storage (t; n) � yearly storage hours

� FC storage + FC load� Q EL TOT(t; n) � 0 (2.4)

The load has been assigned a negative coe�cient of -0.1 (FC load), to repre-
sent the fact that, even in absence of negative-FC technologies, some 
exibility is
still required to follow the load. All other coe�cients have been computed via a
unit-commitment model featuring a simpli�ed six-nodes grid [39] : a number of
scenarios with di�erent levels of wind capacity penetrations have been run and
the annual generation mix across scenarios compared, so as to extract a set of

exibility coe�cients that could better approximate the observed behaviour. Co-
e�cients of technologies that are not present in the model have been assumed
(nuclear and PV). Table 2.2 shows the 
exibility coe�cient of generation tech-
nologies in WITCH:

As regard VRE expansion dynamics, WITCH uses hard constraints in the form of mar-
ket growth rates, imposing an upper bound to the yearly growth of installed capacity
for renewable technologies; this upper bound becomes less and less rigid in time, yet
it is present until the �nal year of optimization. This representation also includes an
o�set to allow the installation of technologies with low-to-null initial installed capacity.
Table 2.3 provides the values of market growth rates for VRE technologies:
Capital stock vintaging is expressed through exponential depreciation of the installed
capacity each year, without keeping track of the building time. As regards the poten-
tial for a structural shift of the electric power system towards new generation technolo-
gies, the CES structureper semight represent an obstacle to technology substitution,
nevertheless a medium elasticity of substitution of 5 between fossils and renewables
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Technology Flexibility coe�cient
Load -0.1
Wind -0.08
PV -0.05
Nuclear 0
CSP 0
Coal ST 0.15
IGCC 0.15
Coal CCS 0.15
Oil 0.3
Biomass 0.3
Combined cycle 0.5
Gas CCS 0.5
hydroelectric 0.5
Storage 1

Table 2.2: Flexibility coe�cients in the �rst implementation of 
exibility and capacity contraints in WITCH [36]

Years Onshore wind O�shore wind Solar PV
2015-2020 0:03 0:01 0:15
2020-2030 0:06 0:06 0:15
2030-2050 0:15 0:15 0:15
2050 - onwards 0:20 0:20 0:20

Table 2.3: Market growth rates for wind and solar PV technologies

technologies (see Appendix A) leaves space to broad structural shifts [36]. This for-
mulation also encourages love for variety, together with the above-mentioned market
growth rates.

2.4.2 Power system operation

WITCH does not represent dispatch decisions, yet the 
exibility and capacity con-
straint may indirectly force a lower electricity generation from traditional power plants
as VRE share increases (see Appendix C) and represent the need for back-up and 
ex-
ible capacity.
Curtailment, which is the need to cut VRE supply when it exceeds demand and cannot
be stored, is only implicitly represented in WITCH: the introduction of a new VRE
generation technology induces a less-than-linear increase of the production function
with VRE output, without accounting for regional di�erences or demand-supply cor-
relation.
A more recent implementation of WITCH features both short-term and seasonal VRE
curtailment, as illustrated in chapter 4, and it constitutes the starting point of our
work.
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2.4.3 Temporal matching of VRE and demand

The model does not take into account the typical anti-correlation between wind and
solar production (as wind typically blows stronger in the early and late hours of the
day, while sun shines in the central hours), yet the CES structure promotes competition
between solar and wind, as they belong to a CES branch with an elasticity of 2 (see
Appendix A). On the other hand, the demand pro�le does not change in time, neither
does the �rm requirement (i.e. peak demand).
A more recent implementation of WITCH includes a time-dependent �rm requirement
coe�cient, which progressively decreases after year 2015 , as illustrated in chapter 4:
it constitutes the starting point of our work.

2.4.4 Grid

WITCH represents the electricity transmission and distribution grid as a homogeneous,
generic capital (no technological distinction) undergoing depreciation, featuring the
same cost all over the world and no associated electricity losses. Installed grid capacity
is linearly proportional to the installed generation capacity, plus some cost markups
for wind and solar PVs, depending on their distance from the load center (they are
classi�ed as \far", \intermediate" and \near" with respect to the load centers). A
simple representation of the grid pooling e�ect, that is the tendency to improve the
grid connection over large areas to smooth VRE variability by means of long-distance
high voltage (DC or AC) lines or smart controls, is included through a formulation
taken from another IAM, REMIND [40].

2.4.5 Storage

Investments in a single type of short-term storage (the one that can deal with intra-
day VRE output variability) are endogenously accounted for in WITCH, nevertheless
storage is not an actual electricity technology, but more a \dummy" technology the
model can invest on since it positively contributes to capacity and 
exibility equation,
without actually entering the CES or and being associated to any economic value in
the production function.
Seasonal storage, that could smooth anti-correlations between supply and demand on
a seasonal basis [32], is not represented in WITCH, neither demand response.



Chapter 3

Grid and Storage Technologies:
State of the Art

In this chapter, we �rst provide a review of electric grid types, their features, cost and
role in accommodating VRE generation. Second, we provide an overview of the main
electricity storage technologies, starting from their working principles, performance
and cost, moving on to some consideration about their commercial maturity and to
the motivations lying behind our modeling choices. This is repeated for both short-
term and seasonal storage.
All the data used in the modeling activity are summed up in tables at the end of each
section.

3.1 Grid

This section provides a brief description of the electric grid. The �rst part is devoted
to the description of the two types of electric grid that are traditionally distinguished:
transmission and distribution grids. The second part deals with the challenges to the
grid infrastructure introduced by increasing VRE shares, and the possible ways to
overcome them. The �nal part deals with the choice of typical cost and performance
parameters for the technologies we model in this work, and the reasons behind these
modeling choices.

3.1.1 Transmission and Distribution grid

Transmission and distribution electric grids are respectively the backbone and the ram-
i�cations of electric power systems. Figure 3.1 provides a simpli�ed representation of
an energy system where electricity is produced in a centralized way, far from the load
centres. After generation, it is transported by the transmission line to a transmission
substation, and then it may follow two di�erent paths: either its voltage is stepped
down and it directly satis�es industrial demand (typically requiring higher voltage),
or it is transported by a lower voltage distribution line serving load centres such as
urban areas, where it is consumed for residential or commercial purposes. To get a
better understanding of the roles of transmission and distribution system in electric
power systems, they will be described separately in the following, highlighting the main
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Figure 3.1: Transmission and distribution grid in the energy system. Source: [15]

technical di�erences between them.
Transmission systems are aimed at carrying electric power over long distances, from
power plants to the connection with the distribution system. They are made of power
lines, normally attached to high towers or, more rarely, buried underground or below
the sea surface, and stations or substations. These latter contain switchgear (circuit
breakers and switchs to disconnect the line in case of need), measurement instrumen-
tation, communication equipment for metering and remote controlling purposes, and
transformers, machines that scale up or down the voltage of the transmitted power
[14]. Since power has to be transported over long distances, voltage is kept at very
high levels (commonly ranging from 100 kV up to 800 kV, with peaks of 1000 kV in
China) This is done because high voltages, at same transmitted power, entail lower
current, hence lower Joule losses (proportional to squared current) and smaller diame-
ters for cables, meaning lower costs. High voltage entails also safety hazards, that are
prevented through appropriate cable insulation and large clearance from the ground,
which in turn a�ect costs.
Most transmission lines are three-phase alternate current (AC), yet in recent years High
Voltage Direct Current (HVDC) lines are becoming an attractive alternative over long
distances (more than 600-800 km) because of their lower average losses for long lines
and lower right-of-way requirements. As a matter of fact, they need just two cables, yet
material savings are counterbalanced by higher initial investment costs, related to the
AC-DC conversion equipment. Transformers are used in substations to scale down the
voltage and connect transmission network to subtransmission (to connect transmission
and distribution, typically shorter and in the order of 100 kV) or directly to distribution
lines. From the topologic point of view, transmission lines have a mesh con�guration,
meaning that there is more than one line connecting two nodes (buses) of the grid, in
order to ensure redundancy and satisfy the load even in case of contingency (a power
plant or a line goes o�ine). This con�guration, however, makes it di�cult to compute
exact power 
ows, increases their interdependency and leads to 
ows on undesirable
paths.
Limits to power 
ow on a transmission line may be due to three reasons: thermal
stability, voltage stability or transient stability. Thermal stability limit is related to
thermal operating constraints of power cables: high currents induce heat production
(Joule e�ect) that, in turn, increases the temperature and the resistance losses up to
unacceptable limits, that may entail excessive cable dilatation and lack of clearance
from the ground. Voltage stability limit depends on the reactance of the line, which
induces a voltage drop at the extreme below the security level (typically 95% of the
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Figure 3.2: European high voltage (220 kV and above) transmission grid. Higher voltage lines in blue, lower voltage
lines in red. Source: ENTSO-E

nominal voltage) when power 
ow trespasses a certain threshold.
The transient stability constraint, �nally, is related to steep power 
ow ramp-ups or
downs, causing the generators to fall out of synchronism. Thermal stability limit is
usually binding on short lines, while the other two limits impose the maximum power

ow. When one or more of these constraints prevent the excess capacity in the lowest-
cost generating units from supplying the load a congestion occurs, which may impose
stress on the entire grid and obviously entails extra costs for the system.

The purpose of the distribution network, instead, is carrying power from transmission
or subtransmission to �nal users, even though some large industrial consumers di-
rectly withdraw electricity from the transmission line and have their own transformers.
Distribution cables are either carried on poles or buried underground (the preferred
con�guration for urban areas). They are di�erent from transmission lines because of
their lower voltage level (typically lower than 35 kV), which requires lower ground
clearance, and are connected to transmission lines by distribution substations, where
a transformer steps down the voltage to the typical primary distribution range of few
kV to few tens of kV. They are less automated than transmission lines, hence a lower
level of monitoring and control is achievable, to the detriment of line reliability. The
lines leaving the substation are called \feeders" and carry three AC phases, that are
then divided to supply di�erent load areas in a urban area. Distribution grids are
characterized by a radial topology, with only one line connecting the substation and
the load. Sometimes the topology in ring-shaped, with two lines linking the same load
to the substation, yet one of the two is kept open by a circuit breaker and closed only
in case of problems on the other path. Even though distribution networks are designed
under the assumption of uni-directional power 
ows, current spreading in distributed
generation technologies is putting pressure on the existing infrastructure and entailed
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a re-thinking of existing design practices[15]. Primary distribution transports electric-
ity until the last few hundreds of meters on single phases, then a local transformer,
mounted on a pole or buried, steps down the voltage to the secondary distribution level
(few hundreds of volts) for general consumption, serving one or multiple customers.

3.1.2 Smart Grids

IEA de�nes a smart grid as \an electricity network that uses digital and other advanced
technologies to monitor and manage the transport of electricity from all generation
sources to meet the varying electricity demands of end-users" [15]. It is not a single
or well de�ned number of devices, but rather an evolving set of technologies that will
spread in di�erent times and modes all around the world, depending on the economical,
regulatory and technical context [15] [14], in an evolutionary context.
Technical solutions encompass di�erent technology areas (from material science to ICT)
and act at di�erent steps of the electricity supply chain [15], listed in the following:

ˆ Wide-area monitoring and control: it allows to keep power system operation
and performance over large areas and in sensitive spots such as interconnections,
through Phasor measurement units (PMU) and other sensors. They help optimize
power system coordination and behaviour to avoid blackouts and integrate VRE
sources through the use of data from system analytics and control technologies.
They inform decision making and increase the level of automation in mitigating
disturbances.

ˆ ICT integration: the importance of the communication infrastructure, either pri-
vately owned by utilities or provided by public carriers, is a powerful instrument
to close the time gap in data transmission for real-time operation, especially dur-
ing outages. Computing power, planning and control software enable two-side
information exchange along the electricity supply chain, promoting e�ciency and
safety at all levels.

ˆ VRE and distributed generation integration: automation and control can help
storage management at di�erent levels of the grid (for centralized and decentral-
ized generation) or also avoid disconnection of inverter-based distributed gener-
ation in case of sudden 
uctuations of voltage or frequency level, which is what
would normally happen in traditional grids. This would be particularly dangerous
at high shares of distributed VRE generation, and to prevent this from happening
Fault-Ride Through (FRT) capability [16] i.e. their ability to remain connected
to the grid also in case of 
uctuations, is implemented to preserve the grid stabil-
ity. Moreover, also new relays and protection system algorithms are developed,
to allow correct grid management also in presence of distributed generation and
bi-directional 
ows [16].

ˆ Transmission enhancement applications: a number of di�erent applications can
improve transmission performance. First there are Flexible AC transmission sys-
tems (FACTS) that use power electronics in transmission lines to maximize power
transfer capability and defer further infrastructure investment[16]. Then Dynamic
Line Rating (DLR), using sensors to monitor the real time carrying capability of
a transmission line helps maximize the use of existing capacity without overload
risk [15]. Finally, High-temperature Superconductors (HTS) help reduce trans-
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mission losses and increase the capacity of existing cables without the necessity
to build more [14], even though their market readiness is questionable.

ˆ Distribution grid management: increasing the level of automation where it lacks
the most today is instrumental to a more e�cient and economic management of
distribution grids. Smart sensors, switchers, capacitors and meters at local level
can detect outages, automatically recon�gure feeders, optimize reactive power,
help preventive maintenance and defer investment decisions.

ˆ Advanced Metering Infrastructure (AMI): smart meters allow bi-directional 
ow
of information between customer and energy provider, in a way that bene�ts both
the parts. On the one hand, the customer can receive more re�ned price signals
and modify its consumption behaviour according to them, detect sources of losses
or improve its energy management. The retail energy service, on the other hand,
can retrieve more accurate and re�ned data on energy consumption, monitor
power quality, react in real time in case of outages or thefts and manage its
revenues through more e�ective consumption accounting and debt management
[15].

Besides \smartening" and updating existing grids, also pooling VRE production over
large geographical areas can help mitigate their inherent variability, related to weather
conditions [17]. Grid pooling requires further investments for improving grid inter-
connections, at national and international level. This bene�ts the system stability,
smoothing VRE generation and reducing gradients in the residual load, so that less

exibility is needed from the non-VRE power 
eet. Pooling is in turn favoured by the
introduction of ICT and smart control systems at transmission and distribution level
[14], which may ease national and international cooperation in balancing operations
[17].

3.1.3 Choice of cost and performance parameters for grid

The aim of this subsection is presenting the reasons behind our modeling choices for
the grid and describing how the characteristic cost and performance parameters imple-
mented in WITCH have been derived. Firstly, we decided to di�erentiate the installed
grid capacity between transmission and distribution lines. The distinction is very gen-
eral because the high spatial aggregation of the WITCH model makes impossible to
describe in more detail the grid structure in terms of load locations and connections
with generation plants. Thus, all the results concerning capacity have to be intended
just an approximation of the actual values that are useful to understand the order of
magnitude of the needed investments.
Required grid capacity is considered linearly proportional to the installed generation
capacity, as it was previously done in WITCH and it is done in other IAMs (see Section
2.4.4). Since in the associated literature, grid capacity is usually expressed in terms of
kilometers of lines (together with the line voltages and the MVA capacities of transfor-
mation), we decided to adopt this unit of measure. Thus, a �rst important parameter
characterizing the grid and di�erentiating between transmission and distribution is the
constant of proportionality that links the installed grid capacity in km and the in-
stalled generation capacity inTW. We called it \grid requirement" and it represents
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the numbers of kilometers that have to be installed on average for each TW of genera-
tion capacity. Values for the overall installed km of transmission and distribution lines
for some regions have been derived from di�erent literature sources:china [41] (in 2013
9.8 mln km of distribution and 700'000 km of trasmission);neweuro[42] (in 2013 1.6
mln km of distribution and 50'000 km of trasmission);oldeuro [42] (in 2014 7.4 mln
km of distribution and 230'000 km of trasmission);te [41], [43] (approximated with
Russian Federation: in 2015 2.2 mln km of distribution and 140'000 km of trasmission);
usa [13], [41] (in 2014 11.4 mln km of distribution and 650'000 km of trasmission). The
installed total generation capacity for these regions (in the respective years) have been
derived from the IEA Database [44]. From these data, the transmission and distribu-
tion \grid requirement" for these regions have been calculated. For the other regions,
due to a lack of data about the installed grid capacity, the \grid requirement" has been
assumed equal to one of the known regions on the basis of geographical con�guration
and load centers distribution similarities. In table 3.1 the values for all the di�erent
WITCH regions can be found. In absence of information about a foreseeable future
pattern, we considered the \grid requirement" value constant over time.

Grid Requirement [km/TW]

Transmission Distribution
cajaz 604'017 10'626'365
china 700'000 9'800'000
easia 604'017 9'800'000
india 604'017 9'800'000
kosau 604'017 10'626'365
laca 604'017 10'626'365
mena 604'017 10'626'365
neweuro 433'629 14'020'658
oldeuro 295'870 9'566'466
sasia 604'017 9'800'000
ssa 700'000 9'800'000
te 257'432 4'057'249
usa 604'017 10'626'365

Table 3.1: Grid requirement values for all the WITCH regions. It stands for the km of transmission or distribution lines
required per 1 TW on installed generation capacity on average.

The other relevant parameter distinguishing between the two types of grid is the instal-
lation capital cost of the grid lines. It is expressed in $=km and it has been assumed
uniform among the regions, due to lack of data and to the fact that it is already an
average value due to high actual dependence of the grid installation costs on the single
project characteristics. For the transmission lines the capital costs has been calculated
as the sum of two components: the building cost of installation per km of lines and the
capital cost of the associated substation per MVA. The values found in the literature
have been converted in $=km.
In particular, the average building cost of 1 km of transmission line (629'020 $=km) has
been derived from costs values for lines with voltages between 220kV and 400 kV [45].
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The cost of each substation (35'950 $=MV A), instead, has been considered has the
median cost of an AC onshore substation [45]. From data about the italian grid [46],
we derived the average MVA of substation capacity installed per 1 km of transmission
lines (2.181 MVA/km), thus calculating the average costs for substations per 1 km of
line. The overall installation capital cost for 1 km of transmission line results to be
707'420 $=km.
As regards distribution lines, the average installation capital cost for 1 km of line has
been derived from the literature and it is equal to 25'000 $=km [47].

Concerning the thermal losses on grid lines, we represented them as average overall
losses on the whole electric system without di�erentiating among the grid types. We
did so for modeling reasons in order to de�ne the losses just as a reduction of the
electricity generation actually entering in the calculation of the monetary value of
energy and contributing to the creation of the economic output. This results in the
di�erentiation between the electricity generated and the one that is actually consumed
(after the losses) and so can participate in the production function.
The regions have been divided in three di�erent clusters with distinct average grid losses
according to the World Bank DataBank: developed, developing and under-developed
regions. Developed regions present average losses on the grid network equal to the 6%
of the overall electricity generation, while developing and under-developed regions 9%
and 12%, respectively. [48]. A linear decrease of the losses values over time has been
assumed from their observed historical path [13]. For the di�erent group of regions, we
assumed distinct reduction paths. In particular, for developed regions losses decrease
to the 4% of generation in 2050 and then remains constant. For developing regions
they lower to 6% (initial level of developed ones) in 2050 and then keep constant.
While under-developed regions losses reach the 6% of generation just in 2100. Table
3.2 summarizes all this information.

Grid Losses [% Tot Generation]

2015 2050 2100
Developed : cajaz, china, 6% 4% 4%
kosau, oldeuro, usa
Developing : easia, laca, 9% 6% 6%
mena, neweuro, te
Under-developed : india, 12% 9.5% 6%
sasia, ssa

Table 3.2: Grid thermal losses as percentage of the overall electricity generation in the di�erent WITCH regions.

Finally, as regards grid \smartening" and upgrades for VRE integration, together with
further interconnections to promote VRE pooling, they have all been represented in
the model as additional needed investments in grid. No associated installed capacity
is de�ned. In Section 4.3.3 a detailed description of how we modeled this aspect can
be found.



28 Chapter 3. Grid and Storage Technologies: State of the Art

3.2 Storage technologies

This section contains an overview of the main electricity storage technologies, that an-
ticipates the motivations of our technology choices while modeling storage in WITCH.
The section follows the same subdivision [49] adopted in the IAM we used: on one
side we present short-term storage, de�ned as the technologies that store the energy
excess resulting from a demand-supply mismatch on a minute-to-daily scale (e.g. elec-
trochemical batteries for relieving T&D congestions in critical buses) and the same
time scale applies to the average amount of time they keep this energy stored before
discharge; on the other side, seasonal storage deals with demand-supply mismatch on
a seasonal scale (e.g. power-to-gas conversion of excess wind generation during winter,
to use the stored fuel during summer when, in some regions, demand is higher).

3.2.1 Fuctioning principle and applications

Before any further discussion is started, though, it is useful to describe the main com-
ponents of a general storage device ad its working principle [50]. A storage device is
made up of:

ˆ Storage medium: this is a means or system through which energy is stored.
ˆ Charging: this unit permits the 
ow of energy from the electrical network to the

storage medium.
ˆ Discharging: it ensures the delivery of the stored energy when demanded.
ˆ Control: it governs the entire storage system. Figure 3.3 illustrates the architec-

ture of a generic storage device.

Figure 3.3: Components of an energy storage system. Source: [50]

Due to its capability of accumulating energy, keeping it inside for a variable amount
of time (largely depending on the technology type) and then releasing it when needed,
storage is suitable for many di�erent applications, other than the already mentioned
role in VRE integration (see Chapter 1). Many of these applications can be provided at
the same time by a single storage utility. The non-exhaustive list that follows does not
include thermal energy storage applications, whose discussion lies beyond the scopes
of our work:

ˆ Arbitrage: storing energy at times of low demand (and price) and selling it when
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pro�table, typically at time of high demand, in two di�erent energy markets
(when this happens in the same energy market, it is referred to as storage trade)

ˆ Frequency regulation: ensure the instantaneous balance between energy demand
and supply, whose variation induces oscillations in the AC frequency, that must
be kept within a security range. It requires a response time of seconds to minute.

ˆ Load following: ensuring the demand-supply balance in normal operating condi-
tions, balancing 
uctuations on a time basis of 15 minutes to 24 hours.

ˆ Voltage support: injecting or absorbing reactive power to maintain safe voltage
conditions in the electricity grid.

ˆ Black start: helping the electric power system to recover after a black out, by
providing the power necessary to restart the traditional units in absence of any
other ancillary service available.

ˆ Transmission and distribution (T&D) congestion relief or investment deferral:
shifting in time or space an excess of generation (typically by VREs) to avoid
congestions in the T&D infrastructure or to defer in time very expensive invest-
ments in long-lived assets

ˆ Demand shifting ad peak reduction: accumulating energy when actual demand is
low or when VRE generation is not fully exploited and releasing it when needed
helps shaving the peaks in the residual load curve

ˆ O�-grid applications: storage can support the di�usion of decentralized VRE in-
stallations by storing overproduction and reducing or avoiding withdrawals from
the grid. This is particularly valuable in islands or areas that lack a grid infras-
tructure, as storage can ensure their independence from imports of fossil fuels.

ˆ Spinning and non-spinning reserve: compensating for the reserve capacity that
is in charge of compensating for rapid and unexpected contingency events (e.g.
plant outages, line outages) that may jeopardize the system security. The response
time after the outage is the metric to distinguish between spinning (less than 15
minutes) and non-spinning reserves (more than 15 minutes).

These possible applications may pave the way to a potentially pro�table use of storage
utilities in spot and ancillary services markets [19], and the growing interest towards
the introduction of capacity markets in many countries is a further source of optimism
[24].

3.2.2 Short-term storage

In answer to our �rst research question about which storage technologies are more suit-
able for being included in long-term models, we start providing an overview of the main
Short-Term Storage Energy Technologies (STESTs). The aim is better understanding
and justifying our modeling choices that will be introduced later.
There are several ways to classify STESTs, from physical working principle [21] (me-
chanical, electro-chemical, chemical storage etc.) to level of commercial maturity (com-
mercialization, demonstration, resource and development) [20].
We choose to classify them according to the category of applications they belong to,
that largely depends on the discharge time of the technology, de�ned as the amount of
time a storage device can continuously provide its rated power to a load, starting from
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a full charge condition [19]. The three categories are: power quality, bridging power,
energy management. These are the subjects of discussion in the following.

Power quality

It is the necessity to provide sinusoidal power with acceptable voltage and frequency, so
as to guarantee a safe operation of the loads and the devices along the entire electricity
supply chain [51]. These applications requires a fast response (in terms of milliseconds)
and a discharge time in the order of seconds to minutes [23]. The most suitable tech-
nologies for this application are listed below.
- Capacitor : it o�ers a direct storage of electricity through two parallel plates sep-
arated by a dielectric material. They store electricity at a very fast rate, possessing
several thousand charge/discharge cycles without material degradation compared to
batteries, and their typical power rating is less than 1 MW. Their main shortcoming
is the low energy density, which has enhanced research on a new technology, that of
Supercapacitors: they store energy over larger surface areas through an electrolytic
solution between two plates, reaching higher values of energy density. The high self-
disharge losses, however, limit them to short-time applications [23].
- Flywheel : it is an electro-mechanical device where a revertible electric engine con-
verts electrical energy it into kinetic energy of a cylinder, rotating on magnetic bearings
in vacuum, to minimize friction losses. It reaches a very high e�ciency (90-95%) and a
lifetime in the order of several thousands of cycles. This notwithstanding, self-discharge
and losses are very high, and limit its applications to short-time and power intensive
ones [23].
- Superconducting Magnetic Energy Storage (SMES) : an innovative technol-
ogy that converts electrical energy allowing a DC current through a superconducting
coil (kept at � 269 °C), which induces a magnetic �eld. This entails extremely high
e�ciency (up to 98%), just a few milliseconds to switch from discharge to charge and
long lifetime ( > 20 years), yet concerns related to short discharge time, costs and safety
still limit its di�usion [23].

Bridging Power

These applications include providing contingency reserves, load following, and other
reserves for issues that require fast response and a maximum discharge time in the or-
der of one or few hours, while the typical power rating is 0:01� 10 MW. Many battery
technologies are suitable for these applications, even though the high frequency cycling
it requires may reduce their performance and lifetime (and this prevents them from
being used in Power Quality applications).
The general working principle of a battery is illustrated in �gure 3.4: it is an electro-
chemical device made of a number of cells connected in series. Each cell is composed
of four main parts: the two electrodes (negative and positive) are separated by an elec-
trolyte and connected through an external circuit. During discharge, the compound
that forms the negative electrode undergoes an oxydation reaction (i.e. loses electrons)
and generates positive ions. The positive ions travel through the electrolyte and reach
the positive electrode, where they undergo a reduction reaction, acquiring an electron
(that has travelled through the external circuit) and forming new compounds at the
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positive electrode. During discharge, the inverse reaction occurs. This phenomenon
induces an electric �eld in the order of few Volts, and stacking the single cells allows to
have battery packs ranging from tens to tens of thousands of Volts. Battery types di�er
in electrode and electrolyte types and materials, which in turn in
uences their perfor-
mance and durability. Some key parameters that characterize battery performance are:

Figure 3.4: Working principle of a battery technology in discharge phase.

round trip e�ciency (RTE), state of charge (SOC, the ratio between available battery
capacity and nominal battery capacity); nominal voltage between the electrodes at full
SOC; lifetime in number of charge-discharge cycles the device can stand; power and
energy density inW

kg and W h
kg ; energy-to-power ratio, intended as the amount of energy

that can be stored by the device per unit of nominal power capacity.
The most widespread technologies for bridging power applications are:
-Lead-acid batteries : they are the oldest and most widespread battery type, ad-
vantaged by their low cost. During charge, the electrodes are made of lead (Pb) and
lead oxyde (PbO2), while the electrolyte is sulphuric acid (H2SO4); during discharge,
lead sulphate (PbSO4) is produced both at anode and cathode, while the electrolyte
is water. Lead acid batteries have a good round trip e�ciency (70-90%), yet they are
limited by low nominal voltage (about 2V), low cycle lifetime (around 2000), toxic
sub-products and very low speci�c power and energy.
-Ni-Cd batteries : the most popular utility-scale nickel-electrode technology, presents
drawbacks as regards cycle lifetime (2000-2500), energy density and environmental haz-
ard, due to toxic cadmium-based materials.
-Metal-air batteries : batteries with an open con�guration, made of alkali metal an-
ode, aqueous or organic electrolyte, separator (allowing ion reactions) and air cathode.
Most of these batteries feature high energy density and are environmentally friendly,
but so far they have very low round-trip e�ciency and poor recharging capacity [52].
-Lithium-ion batteries (LiB) : it is a relatively old technology that has widespread
applications in electronics (laptops, tablets, smartphones), Plug-In Hybrid and Full-
Electric Vehicles and power grid applications. The negative electrode is made of highly-
conductive graphite plates and lithiated carbon (depending on the battery State of
Charge), the positive electrode is made of a lithiated metal oxyde (such as Manganese,
Cobalt or Nickel) and the electrolyte is a lithium salt dissolved in an \organic carbon-
ate" solvent (see �gure 3.5). They are closed systems (no external 
ow or reactants
or products) with �xed energy-to-power ratio. The key features of Li-ion batteries,



32 Chapter 3. Grid and Storage Technologies: State of the Art

that distinguish them from the above-mentioned technologies, are higher RTE (about
85%), considerable nominal cell voltage (up to 4.2 V), higher energy and power density
(120-160W h

kg , 200-300W
kg ) and fairly good cycle lifetime (up to 5000-10000 cycles). On

the other hand, the main concerns (especially in power grid applications) regard costs
and safety, as internal failures may trigger steep temperature increase and the related
�re hazards [53].

Figure 3.5: Main components of a Li-ion battery. Source: [54]

Energy Management

Storage technologies for energy management should be able to shift power over longer
time scales, to provide services such as load leveling or T&D investment deferral. This
requires discharge times of several hours and typical applications have a rated power
ranging from tens of MW to 1 GW, depending on the technology. The main ones are:
-High energy batteries : this is the de�nition for a broad class of batteries that can
reach a high energy-to-power ratio, hence the possibility to discharge several hours
at their nominal power. On one hand we have high temperature batteries such as
Sodium-sulphur batteries (NaS) and sodium-nickel cloride (or ZEBRA) batteries. The
�rst one is a very high power and energy technology, featuring respectively molten
sulphur and sodium at the electrodes, separated by a ceramic electrolyte. Ensuring
optimal operation requires an external heat source, to keep the battery around 300-350
°C and discharge losses are considerable (around 20% per day). ZEBRA batteries have
a similar heat requirement, even though they can operate also at ambient temperature.
On the other hand we have Redox Flow Batteries, mainly processing a vanadium-based
ionic solution.
Redox Flow Batteries (RFB) have no external heat requirement, moreover energy and
power rates can be designed separately, since the ionic vanadium solutions at the
electrodes are stored in separate tanks (whose capacity determines the energy char-
acteristics of the battery), while power depends on the number of stacked cell in the
\reactor", the actual device where electro-chemical reactions occur. This requires a
pumping system connecting tanks to reactor (which may limit reliability) and requires
large volumes, decreasing the energy density of the battery. Moreover, RFB batteries
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have not reached considerable commercial application so far [20],[55].
-Lique�ed Air Energy Storage (LAES) : electricity is used to liquefy air in a cryo-
genic process; liquid air is then stored in a tank, and brought back to a gaseous state
(by exposure to ambient air or with waste heat from an industrial process) and 
ows
through a turbine to produce electricity. LAES systems feature o�-the-shelf compo-
nents with long lifetimes (30 years or more), entailing low technology risk. The main
concerns regard the e�ciency (about 60%) and the response time (5 minutes from
shutdown), lower if compared to batteries, and the current technology maturity level
[52].
- Compressed Air Energy Storage (CAES) : it is a mechanical storage technology
that works converting electricity into air high pressure through a compressor, storing
the air in a reservoir (most commonly an underground cavern) and then heating up
the air and expanding it in a turbine to generate electricity when needed [23]. There
are various plant con�gurations to realize this seemingly simple process [56]: CAES is
classi�ed as diabatic, adiabatic or isothermal, depending on how compression heat is
treated and how air is treated before being expanded.
In the diabatic CAES (D-CAES) con�guration, air at ambient conditions goes through
one or more compression stages (usually intercooled), it is re-cooled before leaving the
last compression stage and stored in an underground cavern. In the discharge phase,
compressed air is �rst throttled at a �xed pressure, then it enters a high pressure
combustion chamber, where natural gas or oil are burnt to heat it up. Heated air is
expanded in a high pressure turbine, then reheated in a second combustion chamber
and further expanded in a low pressure turbine. There are two existing and operating
D-CAES plants in the world: the �rst and oldest is in Huntorf (Germany, active since
1978, retro-�tted in 2006) [57], the second in McIntosh/Alabama (USA, active since
1991) [58]. The main technical di�erence between the two is the exhaust-heat recuper-

Figure 3.6: Temperature-entropy diagram for the two D-CAES plant: Huntorf (grey) and McIntosh (black). Starting
point: air leaving the storage cavern. Source:[59]

ator present only in the American plant (see �g. 3.7), thanks to which the exhausts
leaving the low pressure turbine pre-heat the high pressure air before it enters the �rst
combustion chamber, saving fuel. Another clear di�erence regards the applications
of the two plants, as suggested by the two di�erent discharge times: Huntorf has a
full-load discharge time of 2 hours and was conceived for reserve power and black-start
services, while McIntosh can provide full power for 24 hours at full charge and is mainly
designed for load-shifting on a weekly basis. Figure 3.7 illustrates the plant scheme of
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McIntosh D-CAES facility. The main disadvantages of the D-CAES con�guration are:

Figure 3.7: Plant scheme of the McIntosh D-CAES facility (1991). Source:[59]

the necessity of an external fuel supply, de�ning them as a hybrid storage-generation
technology, the e�ciency penalties this con�guration entails and the climate concerns
regarding the necessity to emit greenhouse gases in order to power a technology that
should help the transition towards cleaner energy solutions.
This concerns fostered research and development activities towards Adiabatic CAES
(A-CAES), where the combustion chamber is replaced by a thermal energy storage
section using the heat of compression to heat up compressed air before expansion,
eliminating the need for fuel supply. We can distinguish between A-CAES without or
with energy storage: the former version can be realized just at laboratory scale, due
to the fact that even low compression ratios would entail very high air temperatures
(about 277°C if air is reversibly compressed at just 10 bar) that salt caverns or similar
air storage reservoirs could not withstand. Most of the research is therefore focused
on A-CAES with thermal energy storage (TES), even though the storage medium and
the proposed plant con�gurations strongly depend on the maximum air temperature
at the compressor outlet.
A more detailed investigation of these technical aspects would be outside the scopes
of this work and has already been carried out by Budt et al. ([56]): it highlights pros
and cons of high, medium and low temperature applications and concludes that the
medium-temperature con�guration is the most interesting one at the moment.
Too high temperatures (above 400 degrees Celsius) would in fact require special stress-
resistant materials, a complex system engineering and a lot of research to design an
electrically-driven compressor, while low temperatures (below 200 degrees) would re-
quire an extremely complex plant design with heat exchangers between each of the
many compression and expansion stages. Medium-temperature A-CAES appears as
good compromise since it can use o�-the-shelf compressors and TES media already
adopted in other applications, such as molten salt or thermal oil, and even though no
commercial applications are available, most of the current research is focused on this
alternative [59],[60].
The plant scheme of this con�guration (see �gure 3.8) shows that during charge air
undergoes two (intercooled) compression stages, then is cooled down in the �rst TES,
undergoes a third compression stage, heats up a second TES and is �nally stored in the
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reservoir. During discharge, compressed air exchanges heat with the two TES systems
and is �nally expanded in the turbine.

Figure 3.8: Plant scheme of a medium-temperature Adiabatic CAES con�guration. Source:[59]

Finally, Isothermal CAES (I-CAES) would require both compression and expansion
to be realized at constant (ambient) temperature [61], thus continuously subtracting
heat from the former phase (to reduce compression work) and providing the same heat
to the latter. Nevertheless, at the moment there is no available machinery able to
perform such an operation with acceptable performance, and much of the research in
this �eld is focused on piston machinery (performing a slower compression/expansion,
more suitable for heat exchange) and suitable heat exchange processes, though there
are only concepts or laboratory-scale applications [62].
As regards the compressed air storage facility. the dominant technology is salt cav-
erns, whose behaviour is known for decades from the storage of natural gas and whose
construction is a state-of-the art procedure [56]. Large-scale storage alternatives are
aquifers and high pressure tanks, that are not location-dependent [63].
- Pumped Hydro Energy Storage (PHES) : PHES is the only commercially-proven
large-scale storage technology, with more than 300 plants and almost
100 GW of installed capacity worldwide [64]. Its rise started during the early seventies,
when the need for 
exible generation to counterbalance base load nuclear power plants
or for providing ancillary services drove installations is the United States, Europe and
Japan above all. Nevertheless, today a renewed interest in PHES is driven by security-
of-supply reasons, by the necessity of more peaking plants in liberalized energy markets
and, even more, by the increasing shares of VRE generation [65],[64] and their e�ects
on energy systems, discussed in Chapter 2.
The working principle of this technology is very simple, as it stores electrical energy in
the form of hydraulic potential energy, pumping water from lower to higher reservoirs,
thus increasing its geodetic height [23] (see �g 3.9). The reservoirs can be upper and
lower basins connected by a steep duct, a river interrupted by dams or even a reservoir
connected with the sea [66].
As regards the pump-turbine machinery, in the past a �x-speed pump-turbine was the

most widespread (e.g. the Francis type connected to a synchronous motor-generator),
whereas today variable-speed machinery with asynchronous generator are considered
the most appealing technology (�g. 3.10). As a matter of fact, they improve the oper-
ating pump-turbine e�ciency at many di�erent load levels, the achievable low-regime
functioning helps avoid start-and-stops and, in pumping mode, these plants are also
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Figure 3.9: PHES plant layout. Source: Tennesse Valley Authority

suitable for frequency and voltage regulation [67].
Despite being a very mature storage technology with high RTE (varying between 70

Figure 3.10: Variable speed pump-turbine section 3D rendering. Source: GE Renewable Energy

and 85% [64]), often the largest potential in terms of rated power and storable energy
and lower average capital and O&M costs with respect to other storage technologies,
a number of drawbacks will probably limit its future application. First and foremost,
PHES is limited by a geographical resource availability constraint [68], as natural basins
and sites for new, arti�cial ones are becoming scarce in most of the regions; then high
geographical and project-speci�city of each installation, whose cost and construction
time may strongly vary depending on the single project; �nally, land-use and biodiver-
sity concerns limit it environmentally-friendliness and social acceptance [69].

3.2.3 Choice of cost and performance parameters for short-term storage

This subsection brings about the motivations behind our choice to represent three
short-term electricity storage technologies: PHES, A-CAES and Li-ion Batteries. Af-
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ter this explanation, cost, performance and market-constraint choices for the selected
technologies are introduced, motivated and presented in two tables (3.3, 3.4).
The �rst criterion for the technology choice is the compatibility with WITCH level
of temporal detail and stylized representation of complex phenomena. WITCH has a
temporal resolution of one year and 5-year time steps, and the level of time detail is im-
proved by equations that represent short-term dynamics derived from hourly-resolved
models (
exibility and capacity coe�cient, see sections 2.4 and 4.1). Therefore it is
however characterized by the impossibility to capture the second-to-minute dynamics
that regulate power quality applications (see 3.2). For this reason, it does not make
sense to model technologies such as 
ywheels, capacitors or SMES.
As regards technologies used in bridging power applications, their characteristic dynam-
ics can be more easily represented, especially for those technologies and uses that entail
discharge times close to one hour, such as the provision of power to allow smoother
ramp-ups of 
exible thermal plants in response to steep residual load variations. Fi-
nally, technologies for energy management contribute to satisfy �rm capacity require-
ments, load shifting over periods of several hours and their dynamics can be captured
in a schematic way by WITCH, especially with the formulation detailed in section 4.1.
Among the storage technologies for bridging power and energy management, the chosen
ones have been Li-ion batteries, adiabatic CAES and PHES for a number of reasons
here listed:

ˆ Commercial maturity: �gure 3.11 represents the level of maturity and associated
capital risk of many storage technologies. As visible, PHES is a very mature and
low-risk technology, while LiB have witnessed the �rst commercial large-scale util-
ity applications[70]. Adiabatic CAES is at a less advanced stage, but the growing
interest towards CAES (that enjoys the second largest installed capacity among
e-storage technologies [20]) and the level of maturity of the \mother" technology
(diabatic CAES, described in the previous section) may facilitate its deployment.
Moreover, some demonstrations of the A-CAES technology are already in place
[23] and are regarded as one of the preferable options in a high VRE energy system
[71].

ˆ Future perspectives: as said in the previous section, both PHES and D-CAES
are limited in their development mostly by resource availability (the �rst) and
environmental concerns (the second), therefore research is focusing on a-CAES
as a potential low-carbon alternative for large scale storage option, especially in
view of the increasing share of VRE generation in many regions [23],[22]. Also
Lithium-ion batteries enjoy some competitive advantage over other batteries due
to their higher e�ciency, low-temperature functioning, energy and power density.
Moreover, their costs and lifetime concerns are being faced by targeted R&D
programmes [72] and may bene�t from mass production of EV power units.

ˆ Completeness in storage representation: as visible in �gure 3.12, representing LiB,
CAES and PHES allows to cover a wide band of energy capacity and discharge
time, providing a satisfactory representation of energy storage applications in
general. CAES bridges the gap between PHES and LiB in terms of discharge time,
scalability and dependence on resource availability (constrained by the availability
of salt caverns if large-scale solutions are chosen [56]).

ˆ Analogy with other IAMs: the only other ADVANCE IAM (see section 2.3.1)
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Figure 3.11: Capital x technology risk vs level of commercial maturity for many storage technologies. Source:[20]

that features a detailed short-term storage technology implementation, POLES
[24], [33], shows exactly the same technological di�erentiation, asserting similar
motivations for the choice. Moreover, by varying the key performance parameters

Figure 3.12: Mapping storage technologies according to discharge time at rated power and energy capacity. Source:PwC,
(2015), following Sterner et al. (2014)

of Lithium-ion batteries (e�ciency, cost, energy-to-power ratio etc.) it is possible
to schematically represent other battery technologies such as NaS or RFB.

Given this technological choice, the following step is gathering data about costs and
performance parameters to feed as initial parameters in WITCH.
Regional installed capacity (in GW) at year 2005, 2010 and 2015 come from IRENA
2017 Renewable Capacity Statistics report for Pumped Hydro [73], while data for CAES
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and batteries come from DOE Global Energy Storage web Database [74]. All of them
are reported in Appendix E. As regard costs, we relied on the extensive literature review
provided by Zakery et al. (2015) [75], that presents capital cost divided into energy
and power part of each energy storage technology, plus �xed (depending on installed
capacity) and variable (depending on stored energy) Operation and Maintenance costs.
Each of these cost are organized in ranges: for capital costs we used the median value as
medium cost assumption (mid), the value on the �rst quartile as minimum cost (min),
and the value on the third quartile as maximum; this is done to avoid outliers and have
a variable yet reliable representation of the cost range. The mid cost is used as default
value, while min and max values are used in the sensitivity analisis described in Section
5.3. As regards O&M costs, we chose just the median value to represent them, given
the small variability within the range and their lower weight with respect to capital
costs. Table 3.3 summarizes all cost assumptions for short-term storage technologies.
Costs have been converted to 2005 US Dollars, the money unit in WITCH.

Technology Energy cost $05
kW h Power cost $05

kW O&M cost
min mid max min mid max var $05

kW h �x $05
kW

PHES 41.51 68.85 116.44 424.26 534.63 837.38 0.00032 4.66
CAES 30.38 40.50 47.59 704.74 853.58 939.65 0.0045 3.95
LiB 684.49 804.98 1158.36 403.00 461.81 536.65 0.0030 6.99

Table 3.3: Cost data for short-term storage technologies. Variable O&M costs are intended per unit of energy, while �x
ones are per unit of power.

The choice of reliable values for performance parameters stems from an extensive lit-
erature review and, in absence of reasonable sources or where considered appropriate,
from personal assumptions of the authors. Table 3.4 lists all the performance param-
eters used for modeling short-term storage. Some of them will be subject of speci�c
sensitivity analyses in Section 5.3.

The �rst key parameter is the Round Trip E�ciency RTE, de�ned as the ratio be-

Technology RTE Lifetime (yrs) Lifetime (cyc) Cycle disch. time
PHES 0.775 55 30000 -
CAES 0.54 35 20000 2.6
LiB 0.85 12.5 3000-6500 2

Full prod h E2P ratio FlexC CapC
PHES 457-1202 9.8 0.75 1
CAES 1486 7.8 0.75 1
LiB 480-1040 2 1 0.8

Learning rate Floor cost
PHES 0 -
CAES 5% half initial cost
LiB 12% half initial cost

Table 3.4: Short-term storage technologies:values of the parameters implemented in WITCH.

tween the energy discharged over the energy charged by the speci�c storage technology
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during a charge-discharge cycle, at the end of which the state of charge of the device
must be equal to the initial one. The speci�c literature provides values between 0.7
and 0.85 for PHES, hence an intermediate value of 0.775 has been chosen [24], [75].
The same worked for Li-ion batteries, whose RTE range is between 0.8 and 0.9, hence
the choice of 0.85 [22],[23]. As regards A-CAES, the choice of a value has been com-
plicated by the absence of real commercially-proven data, yet the value of 0.54 has
been chosen for two reasons: �rst, it represents the lower bound of the e�ciency range
for medium-temperature adiabatic CAES plants, estimated by the literature review in
Budt et al. ([56]) and shown in �gure 3.13.

Figure 3.13: Mapping storage technologies according to discharge time at rated power and energy capacity. Source:PwC,
(2015), following Sterner et al. (2014)

Second, it is McIntosh plant's e�ciency [58] and, even though it is a D-CAES con-
�guration, represents today's highest e�ciency of a commercial CAES facility, so it
appears a conservative assumption. A sensitivity analysis with di�erent values of the
RTEs is performed in section 5.3.
Then comes the lifetime, expressed both in number of years and number of cycles.
The former is more relevant for PHES and CAES, as mechanical storage technologies
can easily withstand several tens of thousands of cycles (30000 and 20000 cycles re-
spectively), and a useful life of 55 and 35 years, respectively, has been assumed for
the two technologies [22],[24]. The latter is particularly relevant for batteries, whose
performance is a�ected severely by the number and severity of charge-discharge cycles,
due to its electro-chemical working principle [76]: a value that starts from 3000 cycles
and grows linearly to 6500 cycles has been chosen to represent technological progress
in this �eld [22], with a useful life of 12.5 years. To de�ne the hours of full power
production (Full prod. h) for CAES and batteries, we used an equivalent metric (see
eq. 3.1, de�ned as the product of the average \Cycle discharge time" times the number
of cycles a storage technology can perform in one year, obtained dividing the lifetime
in cycles by the lifetime in years (and assuming a constant number of cycles per year).

Full prod hoursstor (t) =
lifetime cyclesstor (t)

lifetime yearsstor
� Cycle disch time stor (3.1)
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Where the average \Cycle discharge time" values are 2.6 hours for CAES and 2 hours
for batteries, from [24].
Full production hours for PHES, instead, are derived from the IRENA 2017 Renewable
Capacity Statistics report for Pumped Hydro [73], reported in Appendix E . The avail-
able data are the values of installed PHES capacity in MW and the electricity generated
by PHES in GWh for the years between 2005 and 2016 in all the countries where this
technology is present. From these data, we calculated the annual full production hours
dividing the electricity generated by the installed capacity. The found national values
have then been averaged (among the countries belonging to the same WITCH region)
to compute the regional values for the WITCH 13 regions. After that, we selected
the average, the minimum and the maximum values, with the aim of carrying out a
sensitivity analysis on this parameter. Note that, within the model, this parameter is
maintained constant along the years as an assumption.
Another important parameter is the average energy-to-power ratio, the ratio between
energy and power-based installed capacity for each storage technology: it is kept con-
stant as a simplifying assumption, even though it is highly variable for those technolo-
gies in which the energy and power capacity can be designed separately according to
the expected utilization pattern or the available reservoir (PHES, CAES, RFB etc.),
while it is just slightly variable for closed systems such as Li-ion batteries, due to tech-
nical reasons. After considering data from existing plants we decided to assume values
of 9.8, 7.8 and 2 respectively for PHES, CAES and battery.

The average energy-to-power ratio is used to calculate the initial overall capital costs
in terms of $05=kW from the distinct capital costs for the energy and power parts of
each short-term storage technology (Table 3.3) as follows:

Costtech(t0) = Power Costtech(t0) + Energy Costtech(t0) � avg EtoP ratio tech (3.2)

As regards the capacity and 
exibility coe�cients used (see section 2.4.1), since no
speci�c values for the di�erent technologies were available in previous studies, a qual-
itative reasoning has been necessary. We assume that the two functions that storage
can provide in this stylized representation peak load supply (represented by the ca-
pacity equation) and 
exibility supply (represented by the 
exibility equation) are
complementary just up to a certain point and then become substitute i.e. they are in
competition. We can explain this assuming that storage can supply 
exibility and this

exibility requirement can partially coexist with the need of supplying the peak load.
But after a certain point, the need to maintain the storage capacity fully charged of
energy to cover the peak load can be in contrast with the need of supplying 
exibility
and vice versa. To di�erentiate among the di�erent storage technologies, we consider
that PHES and CAES are more prone to supplying peak load while batteries are more
prone to supplying 
exibility. For this reason batteries have a higher 
exibility coe�-
cient (1 vs. 0.75 for PHES and CAES), while the other two technologies have a higher
capacity coe�cient (1 vs. 0.8 for battery). These values will be subject to a sensitivity
analysis in section 5.3.
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While PHES is considered a mature technology that is going to experience minor-to-
none cost reductions in the future [22] (or even cost increases, due to the progressive
scarcity of geographical resources [77]), CAES and above all batteries are expected to
face considerable cost reductions in the years to come [23], [75]. To capture this trend
we decided to use learning curves [78] [79], a schematized representation of technolog-
ical learning: the more a certain technology is produced, the more the manufacturer
acquires experience, improves its technique and reduced production times, all result-
ing in a higher e�ciency and, ultimately, lower cost per production units. Learning
curves are a very simple modeling tool that relate the cost of a technology with its
cumulative produced (or, as in this case, installed) capacity and typically extrapolate
from historical data the exponent that explains this relationship, as seen in equation
3.3 (also called Wright's law):

Costtech(t) = Costtech(t0) �
X

t

�
CumulativeInstalledCapacity tech(t)
CumulativeInstalledCapacity tech(t0)

� � b

(3.3)

Where t0 is the initial year, the initial cost is the initial overall capital cost of the
technology (in terms of $05=kW) and the exponentb (speci�c for each technology)
can be used to compute the learning rate. The latter is de�ned as the cost reduction
provoked by a doubling of the installed capacity, and calculated as:

Learningrate = 1 � 2� b (3.4)

Values for the learning rate are respectively 5% for CAES [24] and 12% for utility-scale
Li-ion batteries [77]. As a conservative assumption, we set the maximum decrease for
the capital costs of LiB and CAES to half the initial cost by de�ning an associated

oor cost. A sensitivity analysis has been carried out to understand the potential of a
further lowering of the capital cost.
The last part of this subsection is dedicated to the discussion of the implemented
exogenous constraints to investments of short-term storage technologies. As regards
CAES and batteries, we implemented market constraints in analogy with what has
been done for VRE technologies (see 2.4.1): A-CAES has a maximum annual growth
rate of 7.5% (constant in time), while batteries, given their more advanced degree of
commercial maturity, can grow of an annual 15% until 2050 and 20% afterwards. The
rationale for this numbers is: batteries have the same market growth rates of solar PV,
a technology that can be coupled with batteries and will likely foster its development
[19] , while A-CAES, a less mature technology, is allowed to experience just half this
market growth.

Moreover, large scale CAES plants require large compressed air storage, especially un-
derground salt caverns, and this represents a geographical constraint and a potential
upper bound to a-CAES installed capacity [56]. Even if some studies assess the po-
tential for salt caverns in speci�c regions (e.g. [68]), no comprehensive study considers
the global potential to our knowledge, thus some qualitative considerations have been
done. We started by �nding an empirical relation between energy capacity of a CAES
plant and volume of the salt cavern. The �gures are approximately 283.000m3 for



3.2 Storage technologies 43

2.86 GWh of storage for McIntosh plant [58], while 310.000m3 of salt caverns store
0.64 GWh in Huntorf power plant [57]: this results in an average \energy density\ 6.08
kWh of stored energy per cubic meter of cavern used for existing D-CAES plants.
We then compared this �gure to the total amount of global underground natural gas
storage capacity expected by a CEDIGAZ study [80], which is approximately 550 bil-
lion cubic meters. Of these, based on EIA data for working gas storage facilities in the
US [81], we estimated 10% are provided by salt caverns, hence an overall available stor-
age volume for CAES of 55 billion cubic meters worldwide, equivalent to 113.3 TWh
of CAES. The regional CAES potential has been found as the weighted average of the
global value over the surface areas of the 13 WITCH reasons, that gives a potential
ranging from 1.20 TWh forneweuroto 20.3 TWh for ssa. This �gure is intended just
as a conservative order of magnitude of the upper bound for A-CAES installed capacity
as it clearly comes from strong and rough assumptions: the �rst regards the storage
requirement for A-CAES plants (here assumed equal to the one of D-CAES), a�ecting
their \energy density"; the second regards available storage capacity of salt caverns,
that is strongly region-dependent and should be the subject of a more detailed study;
the third, and broader, regards the storage means, as not only salt caverns but also de-
pleted gas �elds, mine shafts and large-scale tanks could potentially store compressed
air [56]. We anticipate that this upper bound has never been reached in any of the runs
presented in this work, for any region and time step, therefore it has not in
uenced the
results.

Finally, the assessment of market growth potential for PHES has been supported by
a larger amount of data available, hence its higher level of detail. As regards PHES
potential before 2050 forchina, usa and oldeuro regions, IEA Technology Roadmap
for Hydropower (2012) provides upper bounds for PHES power capacity potential in
China (200 GW), U.S. (139 GW) and Europe (188 GW) in a high-renewables scenario
[82].
For all other regions, the upper bound is on the ratio of PHES installed capacity over
total hydroelectric capacity (PHES plus traditional hydroelectric), that cannot exceed
30% at each time step. This �gure comes from historical data on PHES and hydropower
installed capacity worldwide [73], that we have aggregated in regions following WITCH
division and analyzed (see Appendix E). It appears that thekosauregion has by far the
highest ratio (around 30%), that has then been chosen as an upper bound. Finally, to
avoid unrealistic increases of this PHES-to-total-hydropower ratio in time, this �gure
can increase at best 30% every time step for all regions that already have considerable
amounts of installed PHES capacity (see Appendix E), and at best 1000% for regions
with initially negligible amounts of PHES (ssa, sasia).

3.2.4 Seasonal storage

In answer to our �rst research question about which storage technologies are more
suitable for being included in long-term models, we start providing an overview of the
main seasonal electricity storage technologies (SESTs). The aim is better understand-
ing and justifying our modeling choices that will be introduced later.
Seasonal storage originates from the mismatch between seasonal VRE supply and de-
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mand pattern [83] that may occur when VRE production is particularly high in a
season while yearly load peaks in another one: �gure 3.14 represents the (normalised)
hourly load throughout a year in the U.S. (black), plotted with the hourly wind (blue)
and solar (yellow) production, coming from an hourly dispatching model, as described
in [34].

Figure 3.14: Annual time series of weekly averages that illustrate the seasonal correlation of load, wind and solar for
U.S.A. Source: [34]

As visible, during winter and early spring (hours 0-3000) wind production is higher
than load, while demand peaks during summer (hours 4000-6000), when corresponding
wind generation is lower. This entails the opportunity to store the energy excess dur-
ing winter for a long period of time (months) and re-injecting the stored energy into
the grid during summer, to satisfy the peak in yearly demand. This requires storage
technologies able to store large amounts of energy with minimum self-discharge (or
leakage) rate. For these reasons, the main options for this kind of long-term storage
are Pumped Hydro, Compressed Air Energy Storage and conversion to hydrogen, that
allow for storage in water basins (PHES), salt caverns and other forms of gas storage
(the other two technologies).
PHES and CAES technologies have been widely discussed in section 3.2, while hydro-
gen production from VRE excess generation and its re-conversion to other energy forms
is discussed in the following. In particular, as our work is focused on power-to-power
(P2P) storage technologies for VRE integration, we will focus on the possible paths
hydrogen can follow to be re-converted into electricity for �nal use, and not other hy-
drogen applications such as its use in the transport sector, in industrial processes or in
co-generation and tri-generations discussed in the literature [84], [85].

Electrolyser

Hydrogen is produced from excess VRE generation via electrolysis, a process that
consists in splitting water molecules through the passage of direct current in an ap-
propriate electrolyte, driving the thermodynamically non-spontaneous decomposition
of water into its constituent elements: hydrogen and oxygen [86]. The technology
performing this transformation is called electrolyser, where the overall water splitting
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reaction occurs:
H2O ! H2 +

1
2

O2 (3.5)

An electrolyser is made up of several cells, assembled in a stack, plus auxiliaries such as
a current recti�er, a water demineralization unit, a water pump and a cooling system,
a hydrogen puri�cation unit, and instrumentation. Each cell contains two electrodes,
where the redox reactions of water splitting and product formation occur, plus an elec-
trolyte that allows the transport of ions from one electrode to the other, separated by
a membrane or a diaphragm. Hydrogen and oxygen are produced separately in the
two distinct electrodes of the electrolysis cell, the cathode and the anode respectively.
The size of a cell is limited by the capacity of the membrane or the diaphragm to
withstand the electric current [87]. Cells are therefore stacked to increase hydrogen
production. Three water electrolysis technologies can be considered for hydrogen pro-
duction: Alkaline Electrolysis Cells (AEC), Proton Exchange Membrane Electrolysis
Cells (PEM-EC) and Solid Oxide Electrolysis Cells (SOEC).

ˆ Alkaline electrolyser : it is the state of the art technology developed for water
electrolysis, and currently the only commercially available power-to-gas applica-
tion [87]. It uses an alkaline solution as electrolyte to transfer hydroxide ions
(OH � ) from cathode to anode, in the following reactions:

Cathode(red) : 2H2O + 2e� ! H2 + 2OH �

Anode(ox) : 2OH � ! H2O +
1
2

O2 + 2e� (3.6)

The reactions are enhanced by catalysts at the electrodes, respectively made of
Nickel-Carbon and Nickel-Cobalt-Iron for cathode and anode, presenting the ad-
vantage of being cheap and active in this non-acidic environment. The main issue
about AEC is the formation of gas product bubbles at both the electrodes, hinder-
ing the electrode activity, and hydrogen's tendency to migrate towards the anode
(called crossover), where a dangerous contact with oxygen may occur [88]. Two
di�erent cell structures are used to address this problem: the �rst and oldest fea-
tures two �xed, solid metallic bars constituting the electrodes, divided by a large
space (called inter-electrode gap) to discourage hydrogen migration and separated
by a diaphragm. This is a cellulose or polymer-made separator with holes allow-
ing the passage ofOH � ions. The second con�guration is calledzero-gapsince
electrodes, porous in this case, are much closer to each other and separated just
by a thin membrane, called Anion Exchange Membrane (AEM), that minimizes
hydrogen crossover [88]. This innovative con�guration helps reduce gas mixing
and ion transport losses as the inter-electrode gap is reduced, yet AEM stability
issues still limit its application. Figure 3.15 provides a schematic representation
of the two AEM con�gurations.
Overall, AEC technology features high e�ciency (55-65% with still some margins
for improvement), cheap materials and long lifetime, yet issues related to gas
crossover limit their performance in terms of hydrogen purity, maximum allowed
current density and pressurized operation [89].
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Figure 3.15: Traditional (left) and zero-gap (right) con�gurations for alkaline electrolyser. Source: [88]

ˆ PEM electrolyser : it is a more recent technology that is currently in demonstra-
tion phase for large scales (up to 2 MWel per electrolyzer). This technology uses
proton transfer polymer membranes simultaneously as electrolyte and separation
material between the electrodes [87], in which the following reactions occur:

Cathode(red) : 2H + + 2e� ! H2

Anode(ox) : H2O ! 2H + +
1
2

O2 + 2e� (3.7)

Since protons are transported in the electrolyte, the cells operates in an acidic
environment. This requires the adoption of more expensive catalysts such as irid-
ium oxyde on a titanium support for the anode, while Platinum is used at the
cathode [90]. Titanium, which is very stable also in acidic environment, is used
also for other parts of the cell. Therefore, PEM EC does not show the typical
crossover limits of AEC and can potentially achieve higher e�ciency, but this
comes at higher costs and lifetime is reduced by the adverse working conditions
[89], that still limit its deployment and are the current focus of R&D activities [85].

ˆ Solid Oxyde electrolyser : this technology operates at high temperature (700-
800 � C) to minimize the demand for electricity. The necessity for materials to
withstand high temperatures led to the use of ceramic materials for electrolyte
(solid Yttrium-stabilized Zirconia forming a lattice structure) and electrode ma-
terials [87]. Oxide ions are transferred through the electrolyte and the following
reactions occur:

Cathode(red) : H2O + 2e� ! H2 + O2�

Anode(ox) : O2� !
1
2

O2 + 2e� (3.8)

The advantages presented by these technologies are: the possibility to reach higher
e�ciency (up to 90%) exploiting residual heat from other processes, cost reduc-
tions and the possibility to perform aCO2-based electrolysis to produce syngas
[91] or to use solid oxyde fuel cells in reverse operation [92]. Nevertheless, this
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technology is still at an early stage of development and high uncertainty is still
present as regards cost and key performance parameters for large-scale applica-
tions [87].

Once hydrogen has been produced, it can follow di�erent paths towards re-conversion
to electricity, as illustrated by �gure 3.16:

Figure 3.16: Main potential hydrogen storage paths in the energy sector. Source: [68]

As a �rst option, it can be stored in large natural storage facilities such as salt cav-
erns, that are considered the most suitable geological formation for hydrogen storage
from the point of view of safety, technical and economical feasibility [84], and then
re-converted to electricity by fuel cells. Other options for hydrogen storage include
pressurised tanks, cryogenic vessels or metal hydrides structures [84], [68].
The second option is blending hydrogen with natural gas, therefore using the existing
natural gas T&D infrastructure to store the blend, converting it to electricity by means
of a gas turbine. This option would certainly decrease storage cost, as natural gas
transport and storage infrastructure is already widespread in most developed countries
[84],[81], yet IEA mentions gas turbines, compressing stations and compressed-natural-
gas storage tanks as the weak points of this supply chain, as they are particularly
sensitive to high hydrogen shares [84].
The third option implies a further conversion step for hydrogen: it reacts with car-
bon monoxide or dioxide in a highly exotermic, catalytic reaction whose products are
methane and steam, referred to as methanation [87] and summarised by the reaction:

4H2 + CO2 ! CH4 + 2H2O(g) (3.9)

There are two main kinds of methanation research is currently focusing on, as pointed
out by [93]: �rst is catalytic methanation, a well known industrial process with high ef-
�ciency (up to 80%) dating back to 1902 and currently performed in high temperature
and pressure adiabatic, �xed-bed reactors [87] that operate continuously. Nevertheless,
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P2G applications for VRE integration would require smaller plants and intermittent
operation, thus new reactors are under study, such as isothermal and 
uidised-bed
ones: the main issues for research are temperature control and 
exible operation. On
the other hand there is biological methanation, where methanogenic microorganisms
operate as bio-catalysts [87]. It can occur at low pressure and temperature conditions
and the reactor designed would be much simpler, yet issues related to kinetics and
volume requirement limit its development [93]. As regards the applications, biological
methanation is a better option for small plants and is less sensitive to gas impurities,
while catalytic methanation is more e�cient and suitable for large scale applications,
even though major 
exibility issues have to be overcome [93]. After methane produc-
tion, the following step is burning it in a gas turbine: this introduces a further e�ciency
loss that penalises this option with respect to the other two.

Fuel cell

The last part of this section is devoted to a deeper discussion of fuel cells, considering
their working principle and the main technological options available today. Fuel cells
are electrochemical devices that directly convert chemical energy of a fuel (typically,
but not only, hydrogen) into electrical energy (and in some cases also heat), without
the need for combustion and the negative externalities it entails: pollutant production,
dangerous temperatures, GHG emissions. The working principle is the same for all fuel
cells, and so is the structure: each cell is made of two electrodes (positive and negative)
where redox reactions occur, and they are are separated by an electrolyte, that allows
ion transport from one electrode to the other. Gas reaches the chemically reactive area
(the interface between electrolyte, conductive material and catalyst) by crossing �rst
the 
ow�eld channels and then the gas di�usion layer, with a gasket between them
to increase mechanical stability. Figure 3.17 gives a stylized representation of the fuel
cell structure: cells are then stacked and connected in series to sum their voltage and
provide non-negligible power output [89].

Fuel cells are typically classi�ed based on the electrolyte material: the most relevant
ones are Alkaline (AFC), Phosphoric Acid (PAFC), Direct Methanol (DMFC), Molten
Carbonate (MCFC), Polymer Electrolyte Membrane (PEMFC) and Solid Oxyde fuel
cells (SOFC). In the following we choose to discuss just the last two technologies
because they have the highest number of installed applications [94], and they seem
particularly suitable for VRE integration applications [84]. Moreover, a comprehensive
overview of fuel cell technologies is limited by the space constraints this work is subject
to and does not represent its central purpose.

ˆ PEM Fuel cell : it is the most widespread fuel cell technology by units shipped
and installed capacity [94], so the most commercially mature and technologically
advanced. It is characterized by a polymeric electrolyser made out of Na�on,
which requires water humidi�cation for proper ion transport, and two electrodes
where the catalyst particles (Platinum) lay on a carbon support. The working
principle is illustrated in �gure 3.18: hydrogen reaches the chemically active sites
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Figure 3.17: Components of a generic fuel cell. Source: [89]

at the negative electrode through the 
ow�eld and the gas di�usion layer, where
it oxidises in a catalytic reaction enhanced by Pt particles. HenceH + ions are
formed and they cross the electrolytic membrane towards the positive electrode,
where they react with oxygen from the incoming air 
ow and electrons that have
travelled through the external circuit to produce water in the reduction half-
reaction. The characteristic chemical reactions are:

Anode(ox) : H2 ! 2H + 2e� (3.10)

Cathode(red) : 2H + + 2e� +
1
2

O2 ! H2 =

PEM fuel cells work at low temperature, which allow them to perform fast cold
start-ups and ramp-ups. They also have high power density (up to 3 kW per
cubic decimeter [94]) and their only sub-product is water, which makes them
an environmentally-friendly technology [84]. The two main weaknesses of this
technology are duration, related to several degradation mechanisms that occur in
the cell [95], and its cost, which is in
uenced by high Pt catalyst loading, and
by another aspect that distinguishes Fuel Cells from all the energy technologies
based on thermodynamic cycles. As a matter of fact, if Carnot e�ciency shows
that thermodynamic cycles perform better if they work at higher enthalpy drops,
so at higher maximum temperature, which entails higher power produced, for fuel
cells the situation is the opposite: the higher the current density in the cell, the
higher the voltage losses due to kinetics, ion and electron mass transport [89].
This means that the closer we get to nominal power operation, the lower will be
the e�ciency, or in other words if high e�ciency levels are the goal, the fuel cell
must run at partial load, so speci�c costs per unit of power produced grow, as
shown in �gure 3.19.
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Figure 3.18: Scheme of a PEM fuel cell. Source: [89]

Figure 3.19: PEMFC e�ciency as a function of normalized operating power (left). Speci�c cost per unit of useful power
as a function of fuel cell e�ciency. Source: [89]

ˆ SO Fuel Cell : it is a high temperature fuel cell, particularly suitable for station-
ary applications and combined heat and power (CHP) production. The structure
and materials used have already been described when considering Solid Oxyde
Electrolysers (and so have the characteristic reactions, where products and reac-
tants should be inverted from the electrolyser to the fuel cell con�guration). The
main di�erence between the two is the possibility, for SOFC, to perform internal
reforming of natural gas or syngas within the system, favoured by high temper-
atures [96]. For this reason a section of the anode, called \anode support", is
devoted to reforming, while just a smaller layer of anode is the actual active area
for oxidation, as visible in �gure 3.20. The main advantages of SOCF with respect
to PEMFC are the higher kinetics of reaction (enhanced by high temperatures),
hence the possibility to use cheaper catalyst, the 
exibility with respect to fuel,
the combined heat and power or the hybrid con�gurations [96] that increase the
total system e�ciency, the fuel 
exibility which may exclude the need for electrol-
ysis and the possibility to operate at high pressure. On the other hand, a number
of disadvantages are still subject of R&D e�orts and limit their di�usion, such as
high costs, durability issues (degradation is faster at high temperature and pres-
sure), operational 
exibility, which is limited by material dilatation issues, and
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sensitivity to carbon formation and sulphur poisoning [97]. However, the recent
inclusion of SOFC in the largest deployment program for residential CHP fuel
cells, the Japanese ENE-Farm [94], highlights the growing interest towards this
technology and the existing opportunities to reduce costs with mass-production.

Figure 3.20: Typical components of a SOFC and main reactions occurring in each layer. Source: [96]

3.2.5 Choice of cost and performance parameters for seasonal storage

This subsection illustrates the motivations behind our choice to represent the combi-
nation of alkaline electrolyzers and PEMFC as P2P seasonal storage technology. Af-
ter this explanation, cost, performance and market-constraint choices for the selected
technologies are introduced, motivated and presented in three tables. As regards the
technology selection, while PHES and CAES are presented as a more favourable option
for short-term storage, entailing a high number of charge-discharge cycles, the situation
changes for seasonal storage, that requires just a few cycles per year. This low level of
cycling makes it more di�cult to repay high �xed cost for seasonal storage technolo-
gies, typically related to the volume that storing a unit of energy requires [49], [68].
This volume requirement per energy unit stored is roughly calculated in [49], assuming
compressed air and hydrogen are stored in underground facilities at typical pressures
for the two technologies and water is stored in two equally-sized basins at di�erent
heights. It results that the volume requirement for hydrogen storage is 10 times lower
compared to compressed air and up to 350 times lower compared to Pumped Hydro.
This, combined with the cost decrease that electrolyzer and fuel cell technologies are
expected to enjoy in the next decades [77],[84], makes hydrogen production and storage
one of the most promising technologies for seasonal storage [68],[49], as suggested by
the number of P2G projects launched worldwide and shown in �gure 3.21: most of
them regard hydrogen applications rather than methanation.

Concerning the choice of the electrolyser, to date the alkaline electrolyser technology is
the only commercially mature and the cheapest, while the PEM electrolyser presents
the highest margins for cost reduction and also easier operation, yet concerns about
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Figure 3.21: Number of pilot and demonstration projects of power-to-gas launched worldwide in the past decade.
Source: [87]

its low lifetime and few commercial applications still limit its potential, and SOEC
electrolysis is still at an early stage of development [87]. Finally, high-temperature
electrolysers are an attractive technology for low-carbon applications given their po-
tentially higher e�ciency and the possibility to convert CO2, nevertheless they are at
an early development stage and considerable research e�ort will be required to make
them competitive [98]. Given this brief overview, we decided to model the electrolyser
technology based on typical performance of the alkaline type.

Among the various conversion paths hydrogen can follow after electrolysis, summed up
in �gure 3.16, our choice has been direct conversion of hydrogen gas in PEMFC for
these reasons: �rst, it is indicated by IEA Hydrogen Roadmap [84] as the conversion
path with the highest power-to-power e�ciency if compared with natural gas blending
or methanation with subsequent conversion with a gas turbine. Second, electricity from
both natural gas blending and methanation entails a higher amount of associatedCO2

emissions: these come from the �nal combustion in a gas turbine and, unless suitable
CCS technologies are deployed to avoid these emissions, represent a clear obstacle if
the deployment of seasonal storage is aimed at decarbonizing the power sector and
fostering the di�usion of VRE technologies. On the other end, operation of PEMFC
entails no carbon emissions as the only byproducts of this device are water and heat,
besides a small fraction of unreacted input. Since our goal is understanding to what
extent storage may help the di�usion of carbon-free VRE, representing storage tech-
nologies that entail GHG emissions during their operation may limit their di�usion in
scenarios where limits or prices on emissions are imposed. This could possibly hinder,
in turn, the di�usion of VRE, in a dynamic that is exactly the opposite of what we
want to investigate. Finally, the technological choice re
ects what has been done in
POLES by D�espres et al. [33], in analogy with the modeling of short-term storage.

Among all the available technological options for fuel cells, Polymeric Electrolyte fuel
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cells are the most commercially mature ones and the most widespread in stationary
applications [84]. Their low operating temperature (around 80°C) does not require
additional heat sources as for SOFCs and MCFCs, which would have required a more
complex modeling, as WITCH does not allow an easy representation of cogeneration
technologies.
Furthermore, our modeling paves the way to the implementation of other technologies
in the module dedicated to seasonal storage. In fact other types of electrolysers and
fuel cells can be easily modeled by changing the characteristic parameters of fuel cells,
and hydrogen could be additionally converted into natural gas with a modest modeling
e�ort.

Having discussed the reasons behind the technology choice, we now deal with the
selected cost and performance parameters for alkaline electrolyser and PEMFC. We
opted for representing capital cost for the two technologies as power-speci�c (i.e. in
$05
kW ) plus a markup for hydrogen storage and transportation, that depends on the actual
amount of hydrogen produced via electrolysis. For electrolyser we chose today's cost
for a large-scale (10 MW) alkaline electrolyser as reported by Enea Consulting 2016
report on Power to Gas technologies [87], i.e. 1000e 2015 per kW. For fuel cell, we
relied on Zakeri's literature review [75], even though making an assumption has been
necessary: since Zakeri's costs for fuel cells (in 2015e per kW) include also electrolyser
technology, we have to subtract the electrolyser cost to the three cost values we pick
(min, mid and max) to get capital costs for PEM fuel cell. Finally, the markup for
hydrogen storage (the storage means being solution-mined salt caverns) and O&M cost
both come from [75], and are expressed ine /kWh. All the costs are then converted in
$05 per kW or kWh, as summarised by table 3.5.

Technology Capital cost $05
kW year O&M cost $05

kW Storage cost $05
kW h

min mid max
Electrolyser - 997.2 - - -
PEM Fuel Cell 625.5 1454.3 2862.9 24.81 -
H2 - - - - 0.0338

Table 3.5: Cost data for seasonal storage technologies.

The performance parameters for alkaline electrolyser come from [87] (e�ciency and
lifetime) and [77] (learning rate, same for both the technologies). As far as lifetime is
concerned, it is a weighted average on capital cost between the cell stack, accounting
for 30% of the total capital cost and having a lifetime of 60000 hours, and the rest of
the system, accounting for 70% of the capital cost with a lifetime of 20 years. The
equation used to compute the electrolyser lifetime is then:

lifetime electr = 0:7 � lifetime system + 0:3 �
lifetime stack

fullproductionh electr
(3.11)

resulting approximately in 21 years of lifetime for the electrolyser. As regards PEM Fuel
Cells, 50% e�ciency is assumed coming from 2020 U.S. Department of Energy (DOE)
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targets for stationary Fuel Cells [85] (where \more of 45%" is speci�ed). Lifetime
is computed dividing the expected life hours (60000 h, from the same source) by the
yearly full production hours (2465 h derived from [75]), yielding approximately 24 years.
Capacity and 
exibility coe�cient, respectively 1 and 0.9, comes from our assumptions,
and so do 
oor costs, assumed as half the initial cost for both technologies. Table 3.6
summarizes all the parameters discussed above.

Technology E�ciency Lifetime (yrs) Full prod h
Electrolyser 0.70 21 (see Section 4.4.2)
PEM Fuel Cell 0.50 24 2465

FlexC CapC Learning rate Floor cost
Electrolyser - - 18% half initial cost
PEM Fuel Cell 0.9 1 18% half initial cost

Table 3.6: Seasonal storage technologies:values of the parameters implemented in WITCH.



Chapter 4

WITCH Model Advancement

This chapter aims at explaining the advancement in the representation of VRE tech-
nologies integration within the WITCH model reached through our contribution. The
chapter is structured as follows. Firstly, the pre-existing VRE integration formulation
in WITCH is described, since it constituted the starting point of our work. Then,
our new interpretation of the 
exibility coe�cient curves of VRE technologies is intro-
duced. After that, our new formulation of the electric grid in WITCH is described.
Finally, our new formulation of short-term and seasonal electricity storage in WITCH
is presented.

4.1 Pre-existing VRE integration modelling

Within the general e�ort of the IAMs development teams towards a complete modelling
of the VRE integration characteristics, also in the WITCH model some pre-existing,
already implemented features have been encountered at the beginning of our work.

In particular, the pre-existing WITCH model advancements can be divided in two
subsequent development steps:

ˆ The �rst one belonged to the �rst wave of IAMs models improvements and in-
cluded the implementation of the system integration features already described
in Chapter 2 [36].

ˆ The second one, which coincided with the starting point of our work, has been
carried out by Samuel Carrara, the co-supervisor of our thesis, in the �rst months
of 2017, within his Marie Sklodowska-Curie grant-awarded research activity. It
followed the latest progress in the VRE system integration modelling, allowed
by the development of the RLDCs and presented in [37]. Modi�cations have
been implemented along three main directions, aimes at improving the features
described in Section 2.4: the capacity constraint equation, the de�nition of the
VRE curtailment concept and the 
exibility constraint equation.

In the following Sections, the outcomes of the above mentioned second step of devel-
opment are explained in detail. The reason for this explanation is that having a clear
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understanding of the pre-existing formulations is necessary to comprehend how they
interact with and compare to the model advancements we introduced.

4.1.1 Capacity Constraint Equation

Starting from the capacity constraint equation in the form of eq. 2.3, some updates
have been implemented from the �ndings of RLDCs-based work described in [37]. As
regards this study, it is based on the previous development of the RLDCs. In par-
ticular, typical RLDCs have been derived for each region and for di�erent shares of
VRE generation (and for each share RLDCs for di�erent mix of PV and wind plants)
[32]. From the speci�c RLDCs, some parameters have been calculated in order to char-
acterize the peculiarities of each region in terms of coupling between potential VREs
generation and local load. These parameters are described in the following.

First of all, as regards the �rm capacity requirement, which represents the capacity
required to meet the peak load as a multiple of the annual average load, it is expected
that it will vary across regions and over time as electricity demand changes with devel-
opment. The evolution of �rm capacity requirement over time for the di�erent regions
is calculated using a method proposed by [99]: approximating the ratio between the
annual peak load and the annual average load from the projected shares of residential
and industrial electricity demands and adding a margin of 20% to cover contingency
events. So, with this new formulation,f irm req has become a function of regions and
time (values for the di�erent WITCH regions can be seen in Appendix D).

Moreover, the RLDCs for the di�erent regions have been used to quantify how the
Capacity Values (CVs) of PV and wind power plants change with increasing genera-
tion shares of these technologies [37]. The capacity value of a technology is de�ned as
its contribution to the �rm capacity requirement and so its ability to cover the peak
load. The capacity value of the single VRE technology is calculated as the fraction
of the technology capacity that contributes to covering peak load. To express CV as
a function of VRE share, it has been derived from several di�erent RLDCs, featuring
an increasing VRE share. The overall analytic formulation of the capacity constraint
equation (eq. 4.1) is the same as the previous one (eq. 2.3), with the di�erence that
the updated implementation identi�es unique capacity values for the single VRE tech-
nology (jel jV RE) in the di�erent regions as a function of its generation share (before
considering curtailment): CV(jel jV RE; t; n) = f (SHARE EL BC(jel jV RE; t; n)).
Therefore, the main improvement with respect to the previous implementation is the
complete di�erentiation across regions, based on the regional RLDCs.

X

jel jnon V RE

K EL (jel; t; n ) +
X

jel jV RE

K EL (jel; t; n ) � CF (jel; t; n )

� CV(jel; t; n ) + K EL storage (t; n) � CCstorage

� f irm req(n) �
Q EL TOT(t; n)

yearly hours
(4.1)
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In Fig.4.1 it is visible how the capacity value of wind and PV technologies decreases
with an increasing generation share of these technologies. It is worth highlighting how
the capacity value of PV technology starts at a much higher level than the wind one at
low generation shares, but then it presents a much steeper decrease. This is due to the
fact that solar PV generation is well-aligned with peak load at low VRE deployment,
but provides very little capacity alue beyond a 30% share, while the behaviour of wind
plants is more uniform.

Figure 4.1: Average capacity value of VRE technologies as a function of their generation share before curtailment for
the case of USA [37].

4.1.2 VRE Curtailment

Since VRE generation is intermittent and non-dispatchable, a wide deployment of
these energy sources may mean a signi�cant curtailment, especially when coupled with
in
exible base load generation. Curtailment represents potentially useful electricity
produced by VRE technologies that is actually wasted, because this generation would
occur in period of not high enough load.
One important feature of the RLDCs is the ability to represent the curtailed generation
at the di�erent shares of generation by VRE technologies. Curtailment can be de�ned
as the amount of negative residual load, or VRE oversupply, in a given RLDC (Fig.
2.3). A negative residual load indicates that VRE generation alone exceeds electricity
demand. The average total curtailment is split into two di�erent components:

ˆ SHORT-TERM CURTAILMENT: the portion that can be addressed with short-
term (< 24 h) storage and is due to the daily mismatch between VRE production
and electricity demand.

ˆ SEASONAL CURTAILMENT: the portion that can be handled with seasonal
storage and is caused by the seasonal mismatch of high VRE production and
high electric load. The portion of seasonal curtailment has been calculated in [37]
in the following way. The authors used two estimates of curtailment (developed
by Denholm & Hand [100]), respectively with no storage and with 24 hours of
storage for the Electricity Reliability Council of Texas (ERCOT) region, in the
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USA. Starting from these estimates, they quanti�ed the seasonal fraction of total
curtailment for each VRE share as the fraction of total curtailment that is still
present in the Denholm & Hand system with 24 hours of storage. Therefore, in
this perspective, seasonal curtailment is de�ned simply as the fraction that cannot
be handled with short-term storage. A limitation of this formulation is that, for
lack of regional data, the split between short-term and seasonal curtailments,
found by Denholm & Hand speci�cally for the ERCOT region and for a 70/30
wind/solar mix, has been applied for all the world regions and for all the possible
wind/solar mixes.
The resulting seasonal fraction of total curtailment for all the regions increases
from 15% at 50% VRE share to 35% at 100% VRE share.

In the MESSAGE model, total curtailment is de�ned from the regional RLDCs as a
function of the VRE generation share before curtailment in that region. It is modeled
equal to zero until a certain VRE share around 40-50 % (speci�c of the region) and
then increases with the generation share [37]. In Fig.4.2 the behaviour of the total
curtailment (sum of short-term and seasonal) is shown for the USA case. In MESSAGE
this curve is approximated with a stepwise function presenting growing uniform values
in 10% wide VREs shares bins [37].

Figure 4.2: Average total curtailment as a function of the VRE share before curtailment in MESSAGE, for the USA
case [37].

In the WITCH model, a similar representation of curtailment has been implemented,
with the di�erence of using a second degree function, starting from VRE share equal to
zero. The reason behind this choice is twofold: the �rst one is the numerical structure
of the model, which does not allow an easy representation of discontinuous functions or
functions with discontinuous �rst derivative, as the one used in MESSAGE; the second
one is related to the fact that considering curtailment equal to zero up to VRE shares
around 40-50% appears unrealistic and not able to represent what is actually happening
is systems with lower VRE shares [101]. In Fig.4.3 the behaviour of WITCH short-
term and seasonal curtailment is shown for the USA case. In Appendix D the WITCH
values of short-term and seasonal curtailment as a percentage of VRE generation before
curtailment could be seen for all regions.
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Figure 4.3: Short-term and seasonal curtailment representation in WITCH as a function of the VRE share before
curtailment for the USA.

VREs generation Q EL after considering curtailment is calculated in the WITCH
model as the di�erence between production before curtailmentQ EL BC and the
curtailed fraction of generationQ EL CURT (de�ned for all j vre technology).:

Q EL (j vre; t; n) = Q EL BC(j vre; t; n)

�
X

curt type

Q EL CURT(j vre; curt type; t; n) (4.2)

Where Q EL CURT are the curtailed fractions (short-term and seasonal).

4.1.3 Flexibility Constraint Equation

As regards the 
exibility constraint equation, the development of the WITCH model
has followed three main guidelines set by the recent improvements in the MESSAGE
model [37]:

ˆ The di�erentiation of the load 
exibility coe�cient among the di�erent regions
ˆ Improved representation of 
exible operation in thermo-electric power plants
ˆ Better de�nition of 
exibility coe�cients for VRE technologies

Flexibility Coe�cient of Load

The 
exibility coe�cient of load represents the 
exible fraction of total generation that
must be supplied to meet 
uctuations and uncertainty in demand. It is derived, for
each region, from the load duration curve with no VRE deployment and so, not being
in
uenced by the supply system structure, it represents the need for 
exibility proper
of the load [37]. Table 4.1 provides the values of the 
exibility coe�cient of load for
the 13 regions of the WITCH model. In particular, for all the regions exceptindia and
sasia, its absolute value has increased with respect to the previous formulation (it was
-0.1 for all the regions).
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cajaz china easia india kosau laca mena
FC load -0.17 -0.13 -0.13 -0.05 -0.17 -0.18 -0.18

neweuro oldeuro sasia ssa te usa
FC load -0.20 -0.20 -0.05 -0.12 -0.20 -0.19

Table 4.1: Flexibility coe�cient of load for the 13 regions of the WITCH model [37].

Flexible Operation of Thermolelectric Power Plants

Most thermo-electric power plant technologies can be managed to provide some op-
erating reserve to the system. However, entering a 
exible operation mode can cause
signi�cant impacts on O&M costs, e�ciency and capacity factor [102],[103]. In the
MESSAGE model the representation of thermo-electric power plants has been updated
to take into account two di�erent modes of operation: baseload and 
exible [37]. In
this formulation the 
exible operation provides a fraction of generation as operating
reserve, but comes with penalization in terms of higher O&M costs, lower e�ciency
and lower capacity factor.

Since in WITCH, due to its numerical structure, a continuous representation is needed,
the MESSAGE approach has been partially modi�ed to be integrated within the model.
In WITCH, the annual generation of a particular technologyjel is de�ned by the fol-
lowing equation:

Q EL (jel; t; n ) � K EL (jel; t; n ) � CF (jel ) � yearly hours (4.3)

Where K EL is the installed full nameplate capacity of the technology in that year.
The capacity factor used in equation 4.3 is de�ned as the typical maximum achievable
capacity factor for each technology. Thus, the model is able to optimize the actual
generation between zero and the maximum possible value, given the installed capac-
ity. The representation of the 
exible operation of thermo-electric power plants is
introduced adding the following equation:

Q EL (jel; t; n ) = K EL (jel; t; n ) � CF REAL (jel ) � yearly hours (4.4)

Where CF REAL (jel ) is de�ned as the actual capacity factor of the particular tech-
nology jel at the period t, resulting from the optimized solution. Starting from the
de�nition of this new variable, the ratio betweenCF REAL (jel ) and the maximum
achievable capacity factorCF(jel ) is used to derive the impacts of the operation mode
on O&M costs, thermal e�ciency and 
exibility coe�cient of the thermoelectric power
plants.

The implemented formulation is the following. The 40% of the maximum achievable
capacity factor CF(jel ) is set as the minimum load at which usually thermoelectric
power plants are able to work [102]. In WITCH there is a further approximation
of reality, because the model considers the overall installed capacity of a particular
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technology in each region, and there is not a representation of each single power plant.
At the minimum load, the increase of O&M costs is derived from [37] and the thermal
e�ciency reduction is determined from [102]. Besides introducing the latter two forms
of penalization, the 
exible operation mode has the positive e�ect of increasing the
Flexibility Coe�cient (FC) of the technology. The FC increment for the di�erent
thermo-electric technologies derived from [37] is set in correspondence of the minimum
load. Then, the actual variation of these three parameters (O&M increase, e�ciency
reduction and FC increment) is described as a linear function of the ratio between
CF REAL (jel ) and the maximum achievable capacity factorCF(jel ). In particular,
the variation are set equal to zero whenCF REAL (jel ) = CF(jel ) and so their ratio
is 1 and equal to the above mentioned values (derived from literature) when the ratio
is equal to 40%1.

We analyzed the impact of this new formulation and we got some interesting insights.
Without the de�nition of CF REAL , the optimization results were such that in some
time steps some installed capacity of non-VRE technologies was not producing at full
capacity factor, or even not producing at all. This could be explained by the fact that
the optimal solution included installing some non-VRE capacity at a certain point to
meet the demand or satisfy the capacity or 
exibility constraint equations and then,
when more favourable ways of meeting the objective were reached, the capacity was
just exploited less, because there were not associated penalties.
With the new formulation, including CF REAL , the results are di�erent to what may
be expected. The model never exploits non-VRE capacity at lower capacity factor
than the maximum possible one, because it appears that the higher O&M costs, lower
e�ciency and lost production are not economically justi�ed by the possible higher

exibility coe�cient 2. This behaviour is explicable through its perfect foresight char-
acteristics, so that the model is able to optimize the amount of non-VRE installed
capacity to avoid that in the subsequent time steps is used at lower capacity factor
than the maximum possible. The general impact on the energy system is a moderate
change in the overall generation of non-VRE technologies, together with a decrease in
their installed capacity with respect to the case with the old formulation, because the
installed capacity is used always at the highest capacity factor.

VRE Flexibility Coe�cient

In the last updates of MESSAGE model, a series of RLDCs for the di�erent regions
with increasing VRE shares has been used to estimate how the 
exible fraction of
non-VRE generation varies with increasing VRE deployment [37]. The 
exibility coef-
�cient of VRE technologies is de�ned as the additional amount of generation by 
exible

1Since in WITCH a continuous formulation is needed, for values below the de�ned minimum load
CF REAL (jel ) = 40% � CF (jel ), the variations of the parameters listed above continue increasing linearly
till CF REAL (jel ) = 0.

2As it will better discussed in the results section, this is related to the fact that the capacity constraint
equation in
uences the optimization solution more than the 
exibility constraint one, especially in the �rst
half of the century and in non-strict climate policy scenarios. Therefore it is easier to satisfy the 
exibility
constraint equation and it is not required to make the non-VRE technologies work with higher 
exibility
coe�cient
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non-VRE technologies (in kWh) required for 1 additional kWh produced by VRE rep-
resents. This formulation is used in the 
exibility constraint equation. It stands for
the supplementary 
exibility required by the system due to an extra kWh of VRE
production.
In MESSAGE it is de�ned the marginal variation of the VRE 
exibility coe�cients
(Marginal 
exibility coe�cients MFCs) that assumes di�erent values in three di�erent
ranges of VRE generation shares. In table 4.2 the values employed in MESSAGE for
the USA are shown. In table D.3 in appendix D the values adapted to all the 13 regions
of WITCH are listed.

VRE share BC Marginal VRE FC
0 - 15% -0.03

15 - 50% -0.39
> 50% 0.29

Table 4.2: Marginal Flexibility Coe�cients of VRE technologies for di�erent ranges of VRE shares before curtailment
for USA [37].

These values have been implemented in WITCH by our co-supervisor Samuel Carrara,
with a continuous formulation in full coherence with the MESSAGE formulation. In
particular, the VRE 
exibility coe�cient corresponding to a particular share of VRE
has been de�ned as the weighted mean of the marginal VRE 
exibility coe�cients
derived from [37]. The following example aims at clarifying the formulation.

Let's consider USA VRE MFCs from table 4.2 and an overall generation of 100 TWh.
With a VRE share before curtailment of 10%, the VRE 
exibility coe�cient to be used
in the 
exibility constraint equation is just equal to:

10%� 100TWh � (� 0:03)
10%� 100TWh

= � 0:03

In correspondence of a VRE share of 30%, instead, it is equal to:

(15%� (� 0:03) + 15%� (� 0:39)) � 100TWh
30%� 100TWh

= � 0:204

This negative value means that, with a VRE share of 30%, for each TWh produced
by VRE technologies there is the need for 0.204 TWh generated by non-VRE 
exible
power plants.
Finally, with a 100% VRE share, instead, it is:

(15%� (� 0:03) + 35%� (� 0:39) + 50%� (0:29)(� 100TWh
100%� 100TWh

= 0:003

This operation has been repeated for all VRE shares between 0 and 120% and the
resulting values have been then interpolated with a 3rd degree polynomial curve, en-
suring compatibility with the numerical structure of the WITCH model. Increasing the
polynomial degree of the �tting function would increase both �t accuracy and model
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complexity. Given this trade-o�, a third-order polynomial has been considered a good
choice3. In the graph of Fig. 4.4 the two curves for the USA case can be seen: the
dotted one representing the original values calculated from the MFC values and the
solid one being the derived 3rd degree polynomial curve.

Figure 4.4: VRE Flexibility Coe�cient curve derived from marginal VRE 
exibility coe�cient values in [37] for the
USA case.

Our work started from these 
exibility coe�cient curves and we tried to give them a
more technical interpretation to explain the obtained behaviour. The results of our
analysis and the consequent e�ect on the curves implementation within the WITCH
model are explained in detail in the following Section 4.2.

To conclude, the formulation of the 
exibility constraint equation resulting from the
updates described in this section is the following:

X

jel jnon V RE

Q EL (jel; t; n ) � FC non V RE(jel )+

X

jel jV RE

Q EL (jel; t; n ) � FC V RE(jel )+

K EL storage (t; n) � CF storage� yearly hours � FC storage

+ FC load(n) � Q EL TOT(t; n) � 0 (4.5)

Where, with respect to equation 2.4,FC load is now di�erent across regions;
FC non V RE is a function of the actual capacity factor of the non-VRE technology
jel : FC non V RE(jel jnon V RE) = f (CF REAL (jel ));
FC V RE is a function of the VRE share before curtailment
FC V RE(jel jV RE) = f (SHARE EL V RE BC(t; n)), as shown in Fig.4.4.

3The �tting curve for all the WITCH regions presents a coe�cient of determination R 2 higher than 0.88
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4.1.4 Pre-existing Electric Grid Formulation

As it has already been introduced in section 2.4.4, in its pre-existing WITCH formu-
lation electric grid capacity K EL GRID was expressed inTW � equivalent and was
linearly proportional to the installed generation capacity. Moreover, the equation to
calculate the installed electric grid capacity featured two additional grid stock require-
ments, speci�cally de�ned for VRE technologies. The �rst one represents the additional
grid required to connect solar and wind plants located far from load centers or shores.
In this sense, it should be remembered that, in WITCH, solar and wind plants are
di�erentiated by distance from load centers ("near", "intermediate" and "far" plants)
with additional transmission coststransm cost (equation 4.6) de�ned accordingly. The
second one represented an early attempt to take into consideration the grid pooling
e�ect, by considering the necessity of building a wider grid interconnection for the
integration of VREs (curtailment reduction, dispatchability increase, etc.) [36]. The
latter term was de�ned for each VRE technology and increased exponentially with the
generation shareSHARE EL of the single VRE with an exponentb equal to 1.55
[40]. Therefore, the equation to calculate the installed grid capacity from installed
generation capacity had the following shape:

K EL GRID (t; n) =
X

jel jnon V RE

K EL (jel; t; n )

+
X

jel jV RE

X

distance

K EL D(jel; t; n; distance ) �
transm cost(jel; distance)

grid cost

+
X

jel jV RE

K EL (jel; t; n ) � (1 + SHARE EL (jel; t; n )b) (4.6)

Where K EL (jel; t; n ) =
P

distance K EL D(jel; t; n; distance ) 8jel jV RE.
The adopted grid investment costgrid cost was equal to 400$05/kW and had been
obtained averaging costs over lengths and capacities of transmission lines[36].

The second equation modeling the electric grid was the capital stock equation. This
equation, for every region and time step, accounted for the aging and the consequent
retirement of the existing grid capacity and the capacity addition due to the yearly
investments in grid.

The main weaknesses of this formulation were the lack of a distinction between trans-
mission and distribution lines, the absence of a representation of thermal losses on the
lines and the coarse description of the grid pooling e�ect. Our work has been directed
towards solving these issues.

4.1.5 Pre-existing Electric Storage Formulation

As anticipated in section 2.4.5, in its pre-existing formulation, electric storage was not
an actual generation technology, but more a \dummy" technology the model can invest
on since it positively contributes to capacity and 
exibility equation. Storage had no
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associated input and output electricity and so it was not characterized by a round-
trip e�ciency. Storage stood just as an alternative way of providing the capacity and

exibility needed by the power system. Its investment cost was characterized by an
exponential decay between 6000$05/kW in 2005 and 550$05/kW:

inv coststorage = max(inv coststorage (t = 1) � t � 0:8; 550) (4.7)

With t representing a �ve years timestep andt = 1 set at 2005. The associated O&M
costs were null.

The installed storage capacity was able to provide a contribution within the capacity
constraint equation 2.3 through a Capacity Coe�cient (CC) equal to 0.85. Moreover, it
was involved in 
exibility constraint equation 4.5 assuming 2000 yearly full production
hours, to obtain the �ctitious TWh generated by the storage, with a 
exibility coef-
�cient FC equal to 1. Thus, investing in storage capacity represented just a measure
to install high capacities of VRE, characterized by a low contribution to meeting the
peak load and by a negative 
exibility coe�cient.

However, this previous formulation had some clear limitations due to the insu�cient
description of the operation of storage technologies. In particular, the absence of an
electricity input from the other generation technologies and of an electricity output to
the grid, associated to an e�ciency loss, represented the main weakness. The devel-
opment of a more detailed formulation of electric storage in WITCH has been at the
core of our work and it will be described in section 4.4.

4.2 New Interpretation of VRE Flexibility Coe�cient

Our analysis of 
exibility coe�cient for VRE technologies started from the curves de-
scribed in section 4.1.3. The shape of these curve led us to make some re
ection upon
the technical and physical meaning behind them. Our investigation has been focused
on two particular aspects:

ˆ First of all, looking at the MFC values from [37] and available in table D.3 in
appendix D, it could be noticed that for some regions the value in the �rst VRE
shares range is positive4, apparently meaning that VRE could provide 
exibil-
ity. The involved regions aremena, neweuro, oldeuro and ssa. Looking at the
data about the electricity generation mix between 2005 and 2015 for these re-
gions from IEA Statistics [44], it has been possible to highlight that these regions
are currently characterized by a high share of generation provided by non-VRE

exible generation. This in contrast with other regions, whose electricity mix is
dominated by baseload technologies. Thus, since the RLDCs from which these
values have been derived are built for the current electricity mix of the di�erent

4Here we are referring just to the signs of the MFC values in table D.3 in appendix D, not to the fact that,
interpolating the original values, for example in the USA case in Fig.4.4, the resulting curve assumes positive
values at very low VRE shares. We accepted this approximation as a consequence of the needed interpolation
because, happening just at very low VRE shares, its impact is negligible.
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regions, it could be concluded that the positive value of the coe�cient at low VRE
shares (0-15%) comes from the higher available 
exibility of the power system.
Therefore this means that it is or has been possible to install low shares of VRE
without increasing the production from non-VRE 
exible power plants. To allow
a better understanding of this statement, it is reminded that the VRE 
exibility
coe�cient represents the additional required non-VRE 
exible technologies gen-
eration for each extra TWh of VRE production.

ˆ The second point is linked to the fact that, for all the regions, the marginal

exibility coe�cient for VRE becomes positive in the third VRE deployment bin.
This leads to an increase in the VRE 
exibility coe�cient that starts becoming
less negative from the beginning of the third bin (corresponding to a VRE share
of 50%) and going on with increasing VRE share, as it could be clearly seen in
Fig.4.4. This behaviour is the result of how the VRE MFCs have been calculated
in [37]. We had the possibility, thanks of a direct contact with the authors of this
study, to analyze in detail the calculations behind those values and this allowed
us to reach a broader understanding of this issue.

4.2.1 Behind the Calculation of VRE Marginal Flexibility Coe�cients

The VRE MFC in a certain range of VRE shares has been calculated as the average
marginal increase of non-VRE 
exible generators production per 1 kWh growth in
VRE generation. Thus, what happens is that through the �rst and the second bins
the growth of VRE production goes together with a higher generation from non-VRE

exible power plants, to the detriment of baseload plants generation. But with the
beginning of the third VRE shares bin, a further increase in VRE production must
imply also an absolute decrease of non-VRE 
exibile generation. This simply because
the sum of the production shares of all the technologies is 100% and to have a further
increase of VRE share, the share of 
exible generators have to decrease too. Nonethe-
less, this should not mean that the VRE, alone, are capable of requiring less 
exibility,
because the need for 
exibility is intrinsically dependent on the nature of the VRE
technologies and on their reliance on an intermittent natural energy source. To con-
clude, we think that the shape of the curve resulting from VRE MFCs (Fig. 4.4) could
not represent the 
exibility coe�cients of VRE technologies alone, but there should
be another contribution that allows the VRE technologies to ask for less 
exibility at
high shares. A personal communication with Nils Johnson, the corresponding author
of [37], clari�ed that, in the MESSAGE model, the contribution of grid upgrades to the
integration of VREs is not explicitly modeled, but it is intrinsically included in the ex-
isting formulation. Thus, we concluded that a contribution related to the \smartening"
and pooling of the grid is the one that allows the VREs to require less 
exibility per
unit of electricity generated, i.e. their 
exibility coe�cient becomes less negative. This
contribution becomes signi�cant at VREs shares higher than 50% (that corresponds
to the third MESSAGE deployment bin) because higher VREs shares are not likely to
be achieved without the above mentioned interventions on the grid.
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4.2.2 Flexibility Coe�cient Curve as Sum of Two Contributions

Our solution to this issue is that the VRE 
exibility coe�cients curve in Fig. 4.4 is
the results of the sum of two di�erent contributions:

ˆ A curve representing the 
exibility coe�cient proper of VRE technologies, as they
are installed and interact with the rest of the power system. This contribution
has been modeled as a 3rd degree polynomial curve function of the VRE share
before curtailment5 that behaves as the overall FC curve in the �rst two VRE
shares bins and then remains constant at the value assumed in correspondence of
the beginning of the third bin.

ˆ A curve representing the contribution of grid pooling, that stands for the whole
set of technology options (described in Section 3.1.2) into which investments could
be made in order to increase the electric grid connection and reliability and allow
high shares of VRE generation. This contribution has been modeled as a 2rd

degree positive polynomial curve function of the VRE share before curtailment,
starting from a value of 0 with a null VRE share and then increase reaching
signi�cant values at the beginning of the third VRE shares bin. To �nd this
curve, a di�erence between the curve interpolated from the original MFCs values
and the curve of VRE alone FC above mentioned has been performed. Then,
the obtained values have been interpolated with a 2rd degree positive polynomial
curve, starting from the origin and reaching the actual value for a VRE share of
100%. The e�ect of grid pooling is represented with the grid pooling coe�cient
POOLING that assumes the values of the curve and whose meaning and use will
be explained in section 4.3.

In Fig. 4.5 the curves representing the two di�erent contributions and the overall
resulting FC curve could be seen for the USA case.
In Fig. 4.6, instead, it could be seen a comparison between the 3rd degree polynomial
curve of the overall VRE FC that we implemented in WITCH and that results from
the sum of the two above mentioned contributions, and the VRE FC 3rd degree poly-
nomial curve derived from the original MFCs values and also visible in Fig. 4.4. The
comparison highlights that the implemented curves constitute a good approximation
of the originally interpolated ones. In appendix D the polynomial coe�cients used in
the WITCH model for representing the di�erent curves described in this section can
be found.

4.3 New Electric Grid Modeling

Our work on the electric grid modeling in WITCH has proceeded along four directions:

ˆ Better de�nition of installed grid capacity.

5Here it is intended the share of electricity generation of all the VRE technologies as a whole, considered
before taking into account the short-term and seasonal curtailment
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Figure 4.5: VRE alone FC 3 rd degree polynomial curve, grid pooling coe�cient 2 rd degree polynomial curve and overall
VRE FC curve resulting from the sum of the other two curves, all function of the VRE share before curtailment, for
the USA case.

Figure 4.6: Comparison between the overall VRE FC 3 rd degree polynomial curve implemented in WITCH and 3 rd

degree polynomial curve interpolated from the original MFCs values taken from Johnson et al. [37].

ˆ Distinction between two di�erent types of electric grid: transmission and distri-
bution lines, characterized by di�erent extensions and investment costs.

ˆ Re�nement of the grid pooling modeling.

ˆ Introduction of losses on electric grid lines to di�erentiate between electricity in-
put to the the grid and the output to the demand.

4.3.1 Better De�nition of Installed Grid Capacity

Installed grid capacity is still considered linearly proportional to the installed gener-
ation capacity. Nevertheless, we introduced the conversion factor grid requirement
grid req expressed as km of installed grid per TeraWatt (TW) of installed generation
capacity, to translate the installed grid capacity intokm, instead of TW. The reason
behind this choice is that thekm are a measurement unit we found broadly used in
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the related literature and with respect to which it is much easier to derive literature
data on the grid investment costs.

4.3.2 Distinction between Transmission and Distribution Lines

We decided to introduce just a general distinction among transmission and distribu-
tion lines, because a more detailed di�erentiation, based on the di�erent lines voltages,
would have been outside the scope of an IAM as the WITCH model. Moreover, the
representation of grid has to be based on strong approximations in a model without a
detailed geographical representation of load locations and grid extensions.

The distinction among transmission and distribution lines pursues the objective of
highlighting the speci�c investments required in the two di�erent types of grid, based
on the fact that di�erent types of VRE technologies (depending on the distance from
load centers) and of storage technologies ask for di�erent types of grid. Moreover, as it
has already been introduced in Section 3.1.1, the di�erentiation between the two type
of lines has been implemented through some speci�c parameters, assuming di�erent
values for transmission and distribution lines. The di�erences, already motivated in
Chapter 3, can be summed up as in the following:

ˆ Di�erent lifetime: 60 years for transmission and 50 years for distribution lines.
This corresponds in WITCH to a yearly depreciation rate� grid (see Chapter 2)
of 0.024 for transmission and 0.027 for distribution lines.

ˆ Distinct grid requirement : di�erent values have been used for di�erent region,
as it is explained in Section 3.1.1. For transmission lines, the ranges of values is
between around 2000000 and 7000000 km=TW. While for distribution lines the
ranges of values is between around 4mln and 14mln km=TW . The higher values
for distribution lines are due to the fact that these are usually much shorter than
transmission line, but the distribution grid is much more widespread.

ˆ Di�erent grid investment costs: around 7000000 $2005=km for transmission lines
and 250000 $2005=km for distribution lines.

ˆ All non-VRE generation technologies requires both transmission and distribution
lines, while for VRE technologies we applied some distinctions based on distance
from load centers. Solar and wind capacity withintermediate or far distance
necessitates both transmission and distribution since the electricity they produce
need to be �rstly transmitted to the load centers and then distributed. Besides,
for far VRE plants markup is set by multiplying the transmission grid requirement
by a factor of 4 (assumed as the ratio between mean distance of \far" VRE plants
and \average" VRE plants), to consider the additional grid needed to connect
solar and wind plants very far from the load centers, often characterized by geo-
graphical obstacles and di�culties. On the other hand, solar and wind capacity
characterized bynear distance (< 50 km) requires just distribution line because
they are close to the electricity consumption points and they can also represent
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VRE capacity at the residential level.

ˆ About storage capacity, we assumed that PHES and CAES technologies just
require transmission lines because they are usually used as centralized electric
storage systems connected to the high voltage lines. Conversely we assumed
that batteries and fuel cells only need distribution lines because they are widely
thought as distributed electric storage systems.

As a result, we wrote the following equations describing the electric grid. The capital
stock equation eq. 4.8 has the same shape as in the pre-existing formulation but now
it is di�erentiated for the two grid types (the exponent 5 is related to the WITCH time
steps length that is 5 years). Eq. 4.9 represents the de�nition of installed transmission
grid capacity from installed generation and storage capacity, while eq. 4.10 is the
analogous for distribution grid capacity. In eq. 4.9 and eq. 4.10 the new formulation of
the installed capacitiesK STOR and K FUEL CELL of electric storage technologies
(in TW) is introduced, please refer to Section 4.4 to fully understand its meaning.

K EL GRID (grid type; t + 1; n) = K EL GRID (grid type; t; n)

� (1 � � grid)5 + 5 �
I GRID (grid type; t; n)
grid inv cost(grid type)

(4.8)

K EL GRID transmission (t; n) = grid reqtrasmission �
� X

jel jnon V RE

K EL (jel; t; n )

+
X

jel jV RE intermediate

K EL (jel; t; n ) + 4 �
X

jel jV RE far

K EL (jel; t; n )

+ K STORphes(t; n) + K STORcaes(t; n)
�

(4.9)

K EL GRID distribution (t; n) = grid reqdistribution �
� X

jel jnon V RE

K EL (jel; t; n )

+
X

jel jV RE near

K EL (jel; t; n; ) + K STORbatteries (t; n)

+ K FUEL CELL (; t; n)
�

(4.10)

4.3.3 Re�nement of the Grid Pooling modeling

In introducing a way to represent the concept of grid smartening and pooling (for
simplicity, in the following it wiil be referred to as just "pooling"), our objective has
not been to represent it in a detailed way: we are aware that developing the grid in
order to reach a higher integration of VRE technologies, by reducing volatility and
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increasing dispatchability, requires a wide set of solutions. After having investigated
these solutions from a technical view-point in Section 3.1.2, here we aim at explain-
ing how this has been translated into the WITCH model. First of all, it should be
pointed out that we decided to represent grid pooling as additional investments, that
are required to upgrade the existing grid or build more connections. Therefore, there
is not an installed capacity associated to pooling. Because of the variegate nature of
the actual grid smartening and pooling solutions, in our view, representing only its
economic values is a good approximation in a model like the WITCH one.

This additional amount of investments that need to be performed in order to implement
grid pooling and integrate VRE into the grid has been considered proportional to the
sum of the investmentsI GRID in transmission and distribution lines. The rationale
behind it is that the more transmission and distribution lines are built, the more
investments will be require to smarten and connect them at international level. So,
it works as an investments markup. In particular, the factor of proportionality is the
variable POOLING that is represented by the 2nd degree positive polynomial curve
function of the VRE share before curtailment introduced in Section 4.2.2. Thus, the
variable POOLING grows quadratically with the VRE share before curtailment (Fig.
4.7 for the USA case). In table 4.3 the values assumed for the di�erent regions in
correspondence of VRE shares before curtailment equal to 30%, 50% and 100% could
be seen.

Figure 4.7: POOLING quadratic behaviour as a function of SHARE EL V RE BC for the USA case.

Therefore, the investments in pooling are de�ned as follows:

I GRID POOLING (t; n) = pooling req � POOLING (t; n) �
X

grid type

I GRID (t; n)

(4.11)
Where POOLING = f (SHARE EL V RE BC(t; n)) and the \pooling requirement"
coe�cient pooling req has a default value of 1. It has been de�ned to perform a sensi-
tivity analysis on the link between investments in pooling and the overall investments
in grid (see Section 5.3).
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POOLING

Polynom coe�cient cajaz china easia india kosau laca mena
30% 0.042 0.033 0.032 0.046 0.042 0.033 0.010
50% 0.117 0.093 0.088 0.127 0.117 0.092 0.028

100% 0.467 0.372 0.353 0.509 0.467 0.369 0.111

neweuro oldeuro sasia ssa te usa
30% 0.029 0.015 0.046 0.014 0.015 0.026
50% 0.080 0.043 0.127 0.038 0.040 0.071

100% 0.322 0.171 0.509 0.151 0.162 0.285

Table 4.3: POOLING values in correspondence of three di�erent VRE share BC for all the WITCH regions.

4.3.4 Grid Losses

The lack of a description of thermal losses on electric lines can be considered a weakness
of the previous formulation of the electric grid, because these losses constitute a non-
negligible fraction of the electricity generation all around the world [48]. Introducing
them allows to add the distinction between the electricity generated that is the input
into the electric grid and the electricity that can actually be consumed.
To understand our modeling choice, it is useful to recall the broader scope of the
WITCH model, that is to get the overall generation by the energy sector and convert
it into its economic value, that will enter the utility function together with capital and
labour (see 2.2). This conversion is done through the energy factor productivity, a
parameter that translates the TWh of electricity produced into its monetary value in
$05. Therefore, we decided to represent the grid thermal losses just as a portion of
the economic value of electricity that is lost. This is done by subtracting the portion
transm distrib loss � Q EL , that is lost on the grid lines, from the calculation of the
monetary value of electricityQ .

As it has already been introduced in Section 3.1.1, the parametertransm distrib loss
has distinct values for developed, developing and underdeveloped regions and decreases
linearly over time (Table 3.2).

4.4 New Electric Storage Formulation

Our objective, in modeling electric storage in the WITCH model, has been introducing
a new formulation that allows to represent the general operation of storage, in terms
of input (charge) and output (discharge) electricity and related losses, due to non-
unitary round-trip e�ciency. However, we are aware that this formulation must include
some strong assumptions and approximations, due to the impossibility of representing
the actual charge-discharge cycles and geographical locations of storage technologies,
because of the high temporal and geographical aggregation of WITCH. Thus, in doing
the needed assumptions, we always tried to rely on our engineering and technical
background, along with solid literature references, in order to guarantee the technical
consistence of the model formulation and of the consequent results.
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More precisely, about our electric storage modeling choices, we decided to model two
di�erent types of storage with di�erent input sources and uses, as it has been described
in Chapter 3:

ˆ Short-Term Storage: it represents the storage technologies used for daily shifting
of electricity generation to meet peak load, that does not happen in coincidence
with high VRE production, or to exploit daily di�erences in electricity prices.
In our formulation it can receive electricity input from three di�erent types of
sources: non-VRE power plants, VRE short-term curtailment (described in Sec-
tion 4.1.2) and non-curtailed VRE generation.

ˆ Seasonal Storage: it stands for the set of technologies used to implement a shifting
of generation between di�erent seasons. It could be particularly exploited in
regions where there is a decoupling of high electricity demand and high VRE
generation among di�erent seasons. In our formulation, it can receive input from
just one source: VRE seasonal curtailment (again described in Section 4.1.2).

4.4.1 Short-Term Storage

In Section 3.2.3, the choices we made in terms of short-term storage technologies to be
modeled are presented. In particular, we selected Li-ion batteries, adiabatic CAES and
PHES for several reasons, among which commercial maturity and future perspectives
of these technologies. These technologies have been introduced in the WITCH model
through some characteristic parameters, whose values are listed in table 3.4.

As regards the installed capacity, the storage technologies have been considered from
both the dimensions that characterize storage: the power conversion system and the
energy reservoir. Accordingly, two di�erent capacities have been de�ned for short-
term storage technologies:K STOR that is the installed power capacity (in TW) and
K STOR RES that is the installed energy capacity (in TWh). For each technology,
we considered an investment cost per unit of TW installed for the power conversion
system and an investment cost per unit of TWh installed for the energy reservoir.
Thus, the overall investment cost in short-term storageI STOR includes both the
investment in power and energy capacities.

Lacking the possibility to model the ratio installed storage TWh/TW as based on op-
timization of charge-discharge cycles (due to temporal and geographical aggregation of
the WITCH model), we �xed the ratio between installedK STORand K STOR RES
of each technology through the parameteravg EtoP ratio (average energy-to-power ra-
tio). The value chosen for this parameter is based on historical data for PHES, while
it has been derived from the assumedavg disch hcycle(average discharging hours per
cycle) for CAES and LiB (as it has been described in Section 3.2.3). The following
equation de�nes the link between the two installed capacities of storage technologies:

K STOR RES(j stor; t; n ) = avg EtoP ratio (j stor)� K STOR(j stor; t; n ) (4.12)
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Regarding the overall investment cost,as it is explained in Section 3.2.3 , it has been
derived through the sum of the two distinct cost components, for the power and en-
ergy capacity of the technology. It has been expressed in terms of installed power by
converting the cost in TWh through the avg EtoP ratio speci�c of each technology.
Moreover, for LiB and CAES, the overall capital cost decreases with growing cumula-
tive installed power capacity, through Learning by Doing, and therefore it is a function
of time.

Consequently, for each short-term storage technologyj stor, a capital stock equation
has been de�ned:

K STOR(j stor; t + 1; n) = K STOR(j stor; t; n ) � (1 � � stor(j stor))5

+ 5 �
I STOR(j stor; t; n )

INV COST STOR(j stor; t )
(4.13)

The short-term storage technologies can receive electricity as input from three di�er-
ent sources: non-VRE thermal power plants, VRE short-term curtailment and non-
curtailed VRE generation. The �rst two ones can supply a fraction of installed storage
capacity calledK STOR CURT6, while the latter can supply the second fraction of
storage capacity calledK STOR PEAK . Thus, the overall installed capacity of each
short-term storage technologyj stor and the overall yearly investments in it are de�ned
as follows:

K STOR(j stor; t; n ) = K STOR CURT(j stor; t; n )

+ K STOR PEAK (j stor; t; n ) (4.14)

I STOR(j stor; t; n ) = I STOR CURT(j stor; t; n )

+ I STOR PEAK (j stor; t; n ) (4.15)

Non-VRE Technologies Input to Storage

All non-VRE plants can feed electricity into short-term storageK STOR CURT ca-
pacity, except for the hydro and CSP7. Our research objective was to study the e�ect of
storage technologies on VRE integration, so the contribution of non-VRE technologies

6This name has been chosen because the aim of our research is highlighting the interaction between storage
technologies and VRE integration, as it will be clari�ed in the following paragraph, when talking about the
contribution of non-VRE power plants to storage input.

7CSP is modeled in WITCH as already provided with its own storage capacity, that is not explicitily
represented. In fact it is a dispatchable technology, participating in the capacity constraint equation with its
whole installed capacity
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could have represented an interference with what we aimed at observing. Thus, we de-
cided to �x the contribution of non-VRE technologies to storage to the initial starting
level. For PHES, we did so by �xing the share of non-VRE plants generation that feeds
PHES to the initial 2015 value. While for CAES and LiB, we �xed the upper bound
of the input to the initial 2015 value (the small initial installed capacity of CAES and
LiB has been modeled as fed just by non-VRE power plants, for simplicity).

Despite the fact we considered the non-VRE power plants contribution just as an in-
terference and we decided to apply the above mentioned restrictions, we decided to
model their role mainly for two reasons:

ˆ To de�ne the electricity input to the initial installed capacity of PHES in the years
between 2005 and 2015. We thought that considering the initial PHES capacity
just fed by non-VRE generation plants represents a conservative and realistic
assumption (in the perspective of considering the e�ect of storage on VRE inte-
gration) because what happens in the real electric systems is that PHES plants
usually store electricity when its price is low and this is usually related to base-
load plants production during hours of low demand, and they resell it when price
rises. Moreover, also the initial installed capacities of CAES and LiB are consid-
ered just to be fed by non-VRE power plants. However, these initial capacities
are much smaller than the PHES one, so this assumption has a negligible impact
on the results.

ˆ To allow a possible future study of the potential impact of deploying storage tech-
nologies for non-VRE power plants, by letting them free to feed their production
to storage.

The input electricity to storage from the jel non-VRE technologiesQ EL STORED
has been de�ned by dividing the overall generationQ EL of the jel technology in a
stored and a non-stored fractions:

Q EL non � V RE (jel; t; n ) =
X

j stor

Q EL STORED(jel; j stor; t; n )

+ Q EL NON STORED(jel; t; n ) (4.16)

The losses in storage technologies related to non-VRE input are considered by subtract-
ing the value of losses from the non-VRE jel technologies overall generation entering
in the calculation of the monetary value of energy.

Short-Term VRE Curtailment Input to Storage

The energy input to storage technologies from short-term VRE curtailment has been
de�ned through the following equation that, instead of the input, involves the output
from storage:
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X

j stor

Q OUT STOR CURT(j vre; j stor; t; n )
� stor (j stor)

� Q EL CURTshort � term (j vre; t; n) (4.17)

This equation is de�ned for each VRE technologyj vre. Q OUT STOR CURT is the
output electricity from the single storage technology that derives from short-term VRE
curtailment. It is divided by the round-trip e�ciency of each storage technology� stor

to obtain the electricity input. Then, the sum of the inputs in each storage technology
from a particular VRE technology has to be lower or equal than the short-term curtailed
fraction of generation of VRE technology .

Finally equation 4.18 links eachj stor technology electricity output with its installed
capacityK STOR CURT. This relationship is ruled by the parameterfull prod hours
that stands for the annual full production hours during which thej stor technology
can produce. Using the equal sign, we assume that the storage is always used at its
full potential. In our view, since there is not the possibility to model the optimiza-
tion of actual charging-discharging cycles, this represents a good approximation. In
the equation the two sources of electricity for theK STOR CURT capacity can be
seen in terms of electricity outputs: the non-VRE stored productionQ EL STORED,
translated into the output from the j stor technology through its round-trip e�ciency,
and the Q OUT STOR CURT.

X

j el

Q EL STORED(jel; j stor; t; n ) � � stor (j stor)

+
X

j vre

Q OUT STOR CURT(j vre; j stor; t; n ) =

K STOR CURT(j stor; t; n ) � full prod hours(j stor; t; n ) (4.18)

Non-Curtailed VRE Generation Input to Storage

The development of the model has proceeded step by step. First of all, we implemented
the input to storage from VREs short-term curtailment and we had a look at the results.
Keeping in mind that curtailment is a quadratic function of the VRE share BC (Section
4.1.2) and that the capacity value CV of wind and solar plants decreases with the VRE
share BC (Fig. 4.1), we found out that considering just the short-term curtailment
as input to storage hinders the installation of VREs. This because meeting the �rm
capacity and 
exibility requirements turn out to be the most binding constraint in
VREs integration in the WITCH model. Nevertheless, the storage capacity that can
be installed just using as input the short-term curtailment results to be insu�cient to
balance the need for 
exibility and capacity , due to a higher overall generation8 or to

8 It is worth recalling that the peak load used in the capacity constraint equation is proportional to the
average annual load, so to the annual generation through the �rm requirement parameter
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a reduction of non-VRE 
exible power plants production.

As a consequence, to allow the VREs to exploit more the storage technologies and
so foster their integration, counterbalancing their low capacity value, we decided to
model a second source of electricity input to storage. This is de�ned as a frac-
tion of the non-curtailed VREs generation going as input to the storage capacity
K STOR PEAK . An upper bound on the exploitable portion is set through the
parameter f raction vre stored, and the default value we chose for this parameter is
20%. The reason for this choice lies in the temporally and spatially re�ned model for
the scheduling and operation of a wind farm with storage in a market con�guration,
presented in [104]. This model can also be applied to di�erent regions, VRE and stor-
age technologies [104]. The simulations conducted with the model show that, using
real data from the Norwegian region, about 18% of wind generation is stored and then
discharged to follow the market scheduling and ensure reliable supply. The �gure has
then been rounded to 20% for simplicity. The limitations of the research from which
we derived this assumption impose further analyses to understand its impact and its
robustness. We therefore performed a broad sensitivity analysis on its value to get in-
sights on its in
uence on the installation of storage capacity and on VREs generation.
The results of this analysis can be seen in Section 5.3.4.
Because of how the VREs generation is de�ned in the model (distinction between cur-
tailed and non-curtailed fractions), in order to de�ne properly this electricity input to
storage and its contribution to the overall VREs production, entering in the calculation
of the monetary value of energy, we had to de�ne a proper short-term storage capac-
ity K STOR PEAK . The following equation de�nes the link between this storage
capacity and the fraction of non-curtailed VRE generation that could be fed into it.

X

j stor

K STOR PEAK (j stor; j vre; t; n) � full prod hours(j stor; t; n )
� stor (j stor)

� f raction vre stored � (Q EN BC(j vre; t; n)

�
X

curt type

Q EN C(j vre; curt type; t; n)) (4.19)

4.4.2 Seasonal Storage

Seasonal storage can receive electricity input just from one source: seasonal curtailment
of VRE generation (see Section 4.1.2). In particular, it is worth recalling that seasonal
curtailment is a quadratic function of VRE share BC (see table D.2 in Appendix D for
the fraction of curtailment values at di�erent VRE shares).

As introduced in Section 3.2.5, we have modeled seasonal storage with the production
and further consumption of hydrogen. The reason behind this choice is that hydrogen
can be considered a good solution in terms of long-term storable and dispatchable en-
ergy carrier and because the implemented technologies are already in their commercial
phase. In particular, hydrogen is produced through a generic electrolyzer technology
that is fed by the electricity input from seasonal VRE curtailment. Then, hydrogen
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is stored and transported and we considered the economic impact of this operations
through an overall storage and transport cost per unit of kWh of hydrogen produced.
Finally, hydrogen represents the fuel input into a generic fuel cell technology modeled
as a Polymeric Electrolyte Membrane Fuel Cell (PEMFC).

Hydrogen Production

First of all, the maximum hydrogen productionQ ELH 2 in terms of TWh in each time
step and in each region is de�ned by the seasonal curtailed fraction of VREs generation9

reduced through the assumed e�ciency of the electrolyzer technology (refer to Section
3.2.5 for the values used for the di�erent parameters characterizing seasonal storage
technologies).

Q ELH 2(j vre; t; n) � Q EN Cseasonal (j vre; t; n) � � electrolyzer (4.20)

After that, in equation 4.21 the hydrogen production is linked to the installed elec-
trolyzer capacity K ELH 2 (in TW). In particular, the hydrogen production has to
be lower than the product between the electrolyzer installed capacity and an average
number of annual operating hours, that is directly related to an average number of full
production hours (avg CF(j vre) � yearly hours) of the single j vre. In particular, the
annual operating hours that the electrolyzer can dedicate to the input from a particular
j vre is derived from the average number of full production hours of this jvre multi-
plied by the share of the overall VREs seasonal curtailment represented by this speci�c
j vre technology. We are aware that this is an approximation, but in our opinion it is a
consistent way to de�ne the real annual operating hours of the electrolyzer technology
and from it derive the installed capacityK ELH 2 through the hydrogen production
Q ELH 2(j vre; t; n) (which derives from equation 4.20). The reason behind this mod-
eling choice is that the installed electrolyzer capacity should not be derived from its
hydrogen production through some annual operating hours de�neda priori . On the
contrary, the electrolyzer can work just in the hours when there is available electricity
from VREs seasonal curtailment.

Q ELH 2(j vre; t; n) � K ELH 2(t; n) � avg full prod hoursV RE (j vre; n)

�
Q EN Cseasonal (j vre; t; n)

P
j vre Q EN Cseasonal (j vre; t; n)

(4.21)

The last equation is the capital stock equation that links installed capacity and
investments for the electrolyzer technology:

K ELH 2(t + 1; n) = K ELH 2(t; n) � (1 � � electrolyzer)5

+ 5 �
I ELH 2(t; n)

INV COST ELH 2
(4.22)

9 Note that in our formulation Q ELH 2 is also a function of the VRE technology j vre since in equation
4.21 the operating hours of the electrolyzer are de�ned through an average capacity factor of VRE technologies.
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Fuel Cells Capacity and Generation

The �rst equation modeling the fuel cell technology links its electricity generation
Q FUEL CELL 10 to the available amount of exploitable energy in terms of TWh of
hydrogenQ ELH 2 through the e�ciency of the fuel cell.

Q FUEL CELL (j vre; t; n) = Q ELH 2(j vre; t; n) � � fuel cell (4.23)

The second equation expresses the relationship between the fuel cell technology an-
nual generationQ FUEL CELL and its installed capacityK FUEL CELL 11 in TW,
through the parameter full prod hoursfuel cell indicating the annual full production
hours that characterize fuel cell technology operation.

Q FUEL CELL (j vre; t; n) � K FUEL CELL (t; n) � full prod hoursfuel cell

(4.24)
Finally, the last equation is the capital stock equation for the fuel cell technology

in the usual form.

K FUEL CELL (t + 1; n) = K FUEL CELL (t; n) � (1 � � fuel cell)5

+ 5 �
I FUEL CELL (t; n)

INV COST FUEL CELL
(4.25)

4.4.3 E�ect of New Formulation on Pre-Existing Equations

The e�ects of the new formulation of electric storage is particularly visible on three
pre-existing equations in WITCH:

ˆ The de�nition of VREs generation Q EL after considering curtailment

ˆ The capacity constraint equation

ˆ The 
exibility constraint equation

De�nition of VREs Generation After Curtailment

The VREs generation after considering curtailment,Q EL , is the one that enters in
the calculation of the monetary value of energy, to consider its e�ect on the utility
function. Thus, the positive e�ect of the additional contributions of short-term and

10 Since, as explained in note 9,Q ELH 2 is a function of the VRE technology j vre whose seasonal curtail-
ment is feeded to the electrolyzer, also Q F UEL CELL has to be a function of j vre in the model.

11 In the model code we called the capacity of the seasonal storage related generation capacity
K ST OR SEASONAL , function of the j stor seasonal technology to allow the possibility of adding easily an
alternative solution. Here, since we implemented just the fuel cell technology, we call it K F UEL CELL .
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seasonal curtailment fractions that are stored and then produced have to be taken
into consideration12. Along with the negative e�ect of the losses related to the non-
curtailed portion of VRE generation that is stored. The resulting equation has the
following aspect (de�ned8 j vre technology):

Q EL (j vre; t; n) = Q EL BC(j vre; t; n)

�
X

curt type

Q EL CURT(j vre; curt type; t; n)

+
X

j stor

Q OUT STOR CURT(j vre; j stor; t; n )

�
X

j stor

K STOR PEAK (j vre; j stor; t; n )

� full prod hours(j stor; t; n ) � (
1

� stor (j stor)
� 1)

+ Q FUEL CELL (j vre; t; n)
(4.26)

Capacity Constraint Equation

As compared to equation 4.1, the new formulation of the capacity constraint equation
presents di�erences in the de�nition of termes referring to capacities of storage tech-
nologies. First of all, there is the contribution of installed capacity of every short-term
storage technologyK STOR, each multiplied by its capacity coe�cient CCstor (j stor)
(1 for PHES and CAES, 0.8 for LiB). Then, the component related to the installed
fuel cell technology capacityK FUEL CELL is visible with a capacity coe�cient
CCfuel cell of 1. Again, the positive contributions of generation plants and storage
technologies have to be greater or equal than the product of �rm requirement and
annual average load for each time step and region.

X

jel jnon V RE

K EL (jel; t; n ) +
X

jel jV RE

K EL (jel; t; n ) � CF (jel; t; n ) � CV(jel; t; n )

+
X

j stor

K STOR(j stor; t; n ) � CCstor (j stor)

+ K FUEL CELL (t; n) � CCfuel cell

� f irm req(n) �
Q EL TOT(t; n) � LOSS(t; n)

yearly hours
(4.27)

Where:

12 These contributions are taken into account as output from the storage technologies so that the entailed
losses are already accounted
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LOSS(t; n) =
X

jel jnon � V RE

X

j stor

Q EL STORED(jel; j stor; t; n ) � (1 � � stor (j stor))

The LOSS is subtracted from the overall electricity generationQ EL TOT(t; n) to
consider the losses in storage related to input from non-VRE technologies.

Flexibility Constraint Equation

The 
exibility equation is the one that presents the addition of the highest number of
terms (compare with equation 4.5). Firstly, we can focus on the �rst term between
square brackets, that is multiplied byFC V RE (second, third and fourth rows of equa-
tion 4.28). Here, the overall generation of a single VRE technology after considering
curtailment Q EL has to be reduced by the fractions that are actually produced by
short-term storage technologies, the �rst and second term, and by fuel cell technology,
the third one. This because in the calculation of theQ EL of the j vre technology, these
terms were included (equation 4.26) to have the right value entering the calculation of
the monetary value of energy.

Then, the second term between square brackets, that is all multiplied byFCstor (�fth,
sixth and seventh rows of equation 4.28) represents the contribution of short-term
storage technologies. For each shor-term storage technologyj stor, all the three storage
outputs (each one related to a di�erent input source) are multiplied by the proper

exibility coe�cient FCstor (0.75 for PHES and CAES, 1 for LiB). The last new term
is the one related to the fuel cell technology: its annual generation multiplied by a

exibility coe�cient FCfuel cell equal to 0.9. Finally, the term related to the 
exibility
requirement of load appears.
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X

jel jnon V RE

Q EL NON STORED(jel; t; n ) � FC non V RE(jel )

+
X

jel jV RE

"

Q EL (jel; t; n ) �
X

j stor

�
Q OUT STOR CURT(j vre; j stor; t; n )

�
K STOR PEAK (j stor; t; n ) � full prod hours(j stor; t; n )

� stor (j stor)

�

� Q FUEL CELL (j vre; t; n)

#

� FC V RE(jel )

+
X

j stor

"
X

j vre

�
Q OUT STOR CURT(j vre; j stor; t; n )

+ K STOR PEAK (j vre; j stor; t; n )

� full prod hours(j stor; t; n )
�

+
X

jel jnon � V RE

Q EL STORED(jel; j stor; t; n )

#

� FCstor (j stor)

+ Q FUEL CELL (j vre; t; n) � FCfuel cell

+ FC load(n) �
�

Q EL TOT(t; n) � LOSS(t; n)
�

� 0
(4.28)



Chapter 5

Results and robustness analysis

In this chapter the results of our analysis will be presented. Firstly, a policy analysis
is carried out to see the role of VREs together with the one of electric storage and grid
in di�erent climate change mitigation policies. In particular, some scenarios with a
signi�cant push towards VREs installation are assessed to study the impact of electric
storage and grid in this sense. Then, a comparison of WITCH results with the old edi-
tions of the model is performed to understand better the e�ect of our new formulation
on the WITCH model itself. After that, a deeper look at the impact of storage and
grid modeling on VRE system integration is taken. Then, several sensitivity analyses
are carried out to identify the main parameters that drive the installation of storage
and grid. Finally, a comparison of the WITCH results with the ones of other IAMs
and other more detailed models is presented.

5.1 Policy analysis

In this chapter, we present the results of model runs with the new features discussed
in chapter 4, under di�erent climate policy assumptions. These results should not be
seen as an attempt to predict accurately transformations and con�gurations of future
energy systems. As a matter of fact, they come from an optimization process, whose
outcome is the welfare-maximizing organization of the energy sector, in
uenced by the
external economic stimuli we select in the form of policy scenarios. Therefore, they
should be rather seen as an economically-optimal scenario that can be used to inform
policy-makers on how to allocate resources and stimulate the di�usion of low-carbon
energy technologies if emission targets are to be met.

As regards the climate policies represented in the results, we investigate three scenarios:
ˆ Business as usual (BAU): no e�ort is put in place to mitigate climate change, so

no carbon mitigation policy is implemented.
ˆ Carbon Tax (CTAX): there is a global e�ort to mitigate climate change, yet there

is no precise target about the maximum end-of-the-century temperature increase
allowed. A carbon tax onCO2 emissions is established, starting in 2020 from
30 $

tonCO 2

1 and growing as shown in �gure 5.1 reaching a value of around 460

1 It should be recalled that all the monetary values in WITCH are expressed in $2005. From now on, in
this chapter the speci�cation of the year will be omitted.
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Figure 5.1: Carbon tax and carbon tax for 2 degrees: growth in time.

$=tonCO2 in 2100.
ˆ Carbon Tax for meeting the 2 degrees objective (CTAX2DEG): not only is a global

price on emissions set, but it is also designed (see �g. 5.1) to limit the temperature
increase with respect to pre-industrial era to 2°C by the end of the 21st century.
This is the minimum objective set by the Paris Agreement, even though the aim
is staying \well below" this threshold, keeping temperature increase as close as
possible to 1.5°C [4].

5.1.1 Policy impact on Electricity Generation

As we can see in �gure 5.2, representing global electricity generation over time by
technology class, the policy scenario adopted has a strong impact on the global energy
mix. For the sake of clarity, this graph represents VRE electricity supply after it
has been stored, so a fraction of the VRE generation (both the curtailed part that
is recovered via storage and the non-curtailed part that is stored at moments of low
demand) has been lost due to the non-unitary storage e�ciency.
Electricity generation technologies have been grouped into seven macro categories or
classes, described in table 5.1.
As regards the total electricity generation, it is similar among the three di�erent policy
scenarios. In particular, it is a bit higher in the CTAX2DEG and a bit lower in the
CTAX with respect to the BAU scenario.
Considering the BAU scenario, the �rst observation is that energy production increases
in time, approximately a �ve-fold increase between 2015 and 2100. Fossil fuels plus
nuclear power plants represent the majority of electricity production throughout the
century, even though their weight in the overall mix gradually decreases in time (from
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Category Technologies
ccs Coal IGCC, Biomass IGCC, Gas Combined Cycle with CCS, Pulver-

ized Coal Steam Turbine with CCS, Coal Oxy-fuel Combustion Plant
coal Pulverized Coal Steam Turbine
gas Gas Combined Cycle
hydro Hydro-Power Plant
nuclear Nuclear Power Plant
oil Oil Combustion Turbine
other ren CSP, Pulverized Biomass Steam Turbine
pv PV
wind Wind Onshore and O�shore

Table 5.1: Generation technologies included in each macro category.

Figure 5.2: Electricity generation (after storage) by technology type in BAU, CTAX and CTAX2DEG policy scenarios.

62% in 2015 to 54.1% in 2050 and 53.1% in 2100). VRE generation represents a non-
negligible share of total generation, growing in time from 9.5% in 2020 to 18.5% in
2050 and 24% in 2100.
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The CTAX scenario witnesses a progressive phase-out of coal and gas power plants
from 2020 on, and they end up representing just 5.5% of the energy mix already in
2050 being replaced by CCS plants2, that become the dominant technology (40% in
2050 and approximately constant share until the end of the century). VRE technologies
grow more rapidly than in BAU (25% in 2050) and represent more than one third of
total generation by the end of the century (37% approximately).
Finally, the CTAX2DEG scenario boosts both VREs and CCS with a faster carbon tax
growth, accelerating the phase-out of fossil-based plants (4.2% in 2050 and less than
1% in 2080) and favouring VREs over CCS throughout the century, reversing the trend
seen in the CTAX scenario: VRE represent 29.1% of total generation versus 37.8% for
CCS in 2050, while the situation is inverted in 2100, with a signi�cant 51.0% of wind
and PV plants (after curtailment and storage losses) versus 29.8% for CCS.
As regards local VRE generation, �gure 5.3 shows VRE production in all the 13 regions
modeled by WITCH at the end of the 21st century: the regions with higher VRE
generation arechina, mena, oldeuro, usaand india, and in Paragraph 5.1.2 it is shown
how this is related to storage technology di�usion.

Figure 5.3: Regional electricity generation by technology type in BAU, CTAX and CTAX2DEG policy scenarios in
2100.

5.1.2 Policy impact on Grid and Storage

This Subsection investigates how the above mentioned climate policies impact on in-
vestments in electric grid and electricity storage capacity. Grid investments are a�ected

2Along this chapter, with CCS plants we refer to fossil fuels based CCS plants (Table 5.1), while biomass
based CCS plant is included in the other ren category.
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by the di�erent policy scenarios, that in turn in
uence the electricity mix and the corre-
sponding need for investments in transmission and distribution lines, plus grid pooling
(see section 4.3). Figure 5.4 shows yearly grid investments (inT $

year ), distinguished by
type for BAU, CTAX and CTAX2DEG scenarios.
The two main trends that stand out observing the graph are: 1) grid investments in-
crease in time in all the scenarios and they double (BAU and CTAX) or even treble
(CTAX2DEG) from 2015 to 2100; 2) grid investment change remarkably across scenar-
ios, and increase with increasing value of carbon tax. More precisely, investments in
transmission grid decrease from BAU to CTAX and CTAX2DEG, while investments in
distribution grid and pooling behave the other way around, with a remarkable growth
for pooling investments, going from 4.8bln$

year in CTAX to 17,3 bln$
year in CTAX2DEG for

the period 2095-2100, re
ecting the VRE share increase from the former scenario to
the latter (36% vs 51% in 2100).
The increase in distribution grid investments with respect to the CTAX case and the
stagnation of transmission grid investments indicate that most of the installed VRE
capacity in the CTAX2DEG policy scenario is of thenear type, as it does not require
transmission grid investments but only distribution, so it is clearly favoured by this
modeling choice (see section 4.3.2). On the other hand, since the unitary cost per km

Figure 5.4: Yearly investments in grid and pooling [ T $
year ] in BAU, CTAX and CTAX2DEG policy scenarios.

of transmission lines is much higher, though the investments are of comparable orders
of magnitude, the installed capacity in kilometers is strongly unbalanced. Figure 5.5
shows that the global length of distribution lines is larger than that of transmission
by a factor of 33 for BAU (7.9 million km of transmission versus 263 million km for
distribution in 2100) up to a factor of 60 for CTAX2DEG (6.98 million km versus
422.3 million km in 2100). These shares are in line with data from the European
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Figure 5.5: Installed grid length [km] for transmission and distribution grid in BAU, CTAX and CTAX2DEG policy
scenarios.

Union, indicating that today transmission lines represent 3% of the total power line
distance [13], exactly the same value found for global installed grid length in 2100 for
the BAU scenario: a 97/3 ratio in favour of distribution lines. This �gure is reduced
to 2.3% in the CTAX scenario and to 1.7% in CTAX2DEG, but these seem reasonable
values for two main reasons: �rst, Europe is a developed region and presents abundant
interconnections between the di�erent countries, this means the transmission line (re-
quiring long-term investments and international coordination for management) is more
developed there than in most developing countries, so the 97/3 ratio is probably an
overestimation of the global average. Second, the di�usion of VRE technologies and
decentralized generation may require more distribution lines and less transmission, es-
pecially if decentralized technologies such as residential PV will be predominant. This
will further drive down the above mentioned 97/3 ratio. Moreover, IEA indicates that
global transmission and distribution length will grow up to 93 million km in 2035 [13],
and WITCH indicates 93.2 (BAU), 91.7 (CTAX) and 92.2 km (CTAX2DEG), which
seems a very good approximation.

Moving to storage analysis, �gure 5.6 shows the evolution in time of short-term storage
installed energy capacity, divided by technology and subject to the three di�erent pol-
icy scenarios. The �rst thing to observe is that storage capacity grows with increasing
carbon tax and with the share of VRE generation. If before 2050 the capacity share
of PHES and CAES dominates, batteries become widespread in the three scenarios
after 2050, reaching PHES capacity in CTAX scenario, overtaking PHES and almost
reaching CAES in CTAX2DEG. In presence of a carbon tax, CAES is the most in-
stalled technology in 2100 (10.7 TWh in CTAX, 14.3 TWh in CTAX2DEG ), followed
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Figure 5.6: Global short-term storage installed energy capacity [TWh] by technology type in BAU, CTAX and
CTAX2DEG policy scenarios in 2100.

by batteries (6.9 TWh in CTAX, 13.8 TWh in CTAX2DEG) and PHES (6.0 TWh
in CTAX, 4.9 TWh in CTAX2DEG) that is a more interesting option in BAU and
progressively loses share when carbon tax increases. This trends depend on two main
reasons: �rst, while Batteries and CAES are subject to learning-by-doing (see Sub-
section 3.2.3), that allows a cost decrease with increasing installed capacity, PHES is
considered already a mature technology and cannot experience cost decrease: this may
undermine its competitiveness with respect to other storage technologies in the long
run. Second, PHES capacity expansion is constrained by traditional hydro, which has
in turn strict exogenous limitations on its growth, i.e. imposeda priori in the model,
and this is found to be binding for some regions.
The picture radically changes if we look at installed power capacity [TW] (�gure 5.7):
batteries represent by far the majority of the storage mix in all scenarios (around 7.2
TW in 2100 for CTAX2DEG policy), followed by CAES (1.8 TW) and PHES (0.5
TW). This is due to the fact that batteries have a much lower energy-to-power ratio
(2 hours), versus 7.8 hours for CAES and 9.8 hours for PHES), so, according to our
modeling (see Section 4.4), batteries require a much larger installed power capacity
compared to the other technologies if they are to store the same amount of energy.
Global yearly investments in short-term storage experience a considerable growth in
time, particularly in presence of a carbon tax: in the 2°C scenario, they raise from
14.4 billion $ in 2020 to 57.1 bln$ in 2050, up to 203 bln$ at the end of the century:
the latter value has the same investments in transmission plus grid smartening and
pooling.
As regards seasonal storage, that is to say electrolysers and fuel cells, the installed
capacity of the latter is much lower than the short-term technologies, reaching, in 2100,
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Figure 5.7: Global storage installed power capacity [TW] by technology type in BAU, CTAX and CTAX2DEG policy
scenarios.

49 GW with CTAX policy and almost 127 GW with CTAX2DEG, while the installed
capacity is negligible in the BAU scenario (see �gure 5.8). This is due, �rst, to the fact
that hydrogen production from VRE can exploit just the seasonal curtailment, while
short-term storage can be charged also by a fraction of non-curtailed VRE generation
(see section 4.4). Second, hydrogen production requires investments in two devices,
electrolyser and fuel cell, and this may economically penalize seasonal storage with
respect to short-term one.

Figure 5.8: Global fuel cells installed capacity [TW] in CTAX and CTAX2DEG policy scenarios.

To understand the rationale behind low fuel cell installed capacity, it is useful to ex-
aminate the destination of short-term and seasonal curtailment, i.e. the proportion
between the amount of curtailed VRE output that is stored and converted into useful
energy and the amount that is just wasted and is not injected into the grid. Fig-
ure 5.9 shows the total amount of seasonal and short-term curtailment available in
the three scenarios and depicts in blue the amount actually stored, while in red the
wasted fraction. This graph underlines two important facts: �rst, seasonal curtailment
is always lower than short-term curtailment at same VRE share3, and this limits the
di�usion of hydrogen storage with respect to other short-term storage options. Second,

3 It is useful to recall that the seasonal curtailment has been calculated has a fraction of total curtailment
in [37]. The same behaviour has been applied to all the regions. In particular, the seasonal fraction of total
curtailment increases from 15% at 50% VRE share to 35% at 100% VRE share.
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Figure 5.9: Seasonal and short-term curtailment destination in time for BAU, CTAX and CTAX2DEG policy scenarios.
Stored curtailment in blue, wasted curtailment in red.

if short-term curtailment is totally stored and converted into useful electric energy, on
the opposite seasonal curtailment is never stored before 2050, while after 2050 just
a fraction of it (approximately half) is converted into hydrogen only in CTAX and
CTAX2DEG scenarios. This means that the most signi�cant obstacle to di�usion of
hydrogen storage is its high investment costs and not the limits to the storable resource.
Moreover, modeling an energy input to hydrogen storage from non-curtailed VRE pro-
duction would be useless, because if seasonal storage does not manage to saturate all
the available curtailment, which comes \for free" as energy that would be otherwise
wasted, for sure it will not store VRE generation, as this would also bring about an
energy loss due to non-unitary e�ciency of electrolysers and fuel cells.

Finally, observing regional storage installed capacity is instrumental in capturing the
dynamics that regulate choice among di�erent storage technologies and increase of
installed capacity with VRE share. Figure 5.10 shows regional installed energy capacity
of short-term storage in 2100, divided by technology type. It has to be compared with
�gure 5.3, showing regional generation mix: regions with higher VRE shares in their
energy mix also show large storage capacity, they arechina, mena, oldeuro, usaand
india. The only exception is represented bylaca, taking advantage of its high hydro
potential to install a considerable amount of PHES, the highest amount all over the
world.
As regards the share of single short-term storage technologies, it is visible that, among
the regions with the highest storage capacity,oldeuro and usa install more batteries in
the CTAX2DEG scenario,china is more balanced between CAES and batteries, while
mena prefers CAES.
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The reason probably lies in the amount of �rm capacity available in the three regions,
and in the respective capacity factors of batteries (0.8) and CAES (1). Looking at �gure
5.3, we can see that whilechina and usa feature considerable amounts of �rm capacity
(namely CCS and hydro forchina, CCS and nuclear forusa), in menajust a small share
of traditional biomass and CSP is present, while the rest of the demand is satis�ed by
VRE generation. This latter are strongly penalized in the capacity constraint equation
(see chapter 4), so their presence requires capacity backup: this is guaranteed by the
installation of large amounts of CAES, which has a higher capacity factor and therefore
can contribute more e�ectively to meeting this requirement. Moreover, the higher share
of batteries inoldeuroand usa is due to the fact that these two regions have lower VRE
shares (around 70%) in 2100 with respect tochina (80%) andmena(94%), hence higher
non-VRE �rm capacity, and can avoid high shares of CAES for the above explained
reasons.

Figure 5.10: Regional storage installed energy capacity by technology type in BAU, CTAX and CTAX2DEG policy
scenarios in 2100.

5.1.3 Policy impact on GHG Emissions and Economy

Introducing a price for carbon dioxide emissions entails not only a shift in the electricity
mix, but also a signi�cant reduction in GHG emissions if the price is high enough. It is
indeed interesting to look at global GHG emissions inCO2-equivalent per year across
the three di�erent scenarios, in �gure 5.11. While in BAU scenario emissions peak
just around 2085, when growing prices for fossil fuels make investing in renewables
a competitive option, in CTAX and CTAX2DEG emissions decrease already in 2020
and the decrease proceeds at di�erent rates, depending on the value of the carbon tax:
the more stringent the tax, the faster the emission decrease. The 2°C scenarios, in
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particular, imposes zero global GHG emissions by the end of the century.

Figure 5.11: Global equivalent CO2 emissions [Gton] in BAU, CTAX and CTAX2DEG policy scenarios.

Assessing the cost of climate policies is a non-trivial task, and a metric often used
to do so is the undiscounted Gross Domestic Product (GDP) loss with respect to the
BAU scenario, taken as a reference. As visible in �gure 5.12, CTAX policy entails an
undiscounted GDP loss of about 4 percentage points by the end of the century, while
CTAX2DEG impact on economic growth is more than double, at 9.8 percentage point
by the end of the century.

Figure 5.12: Undiscounted GDP loss with respect to BAU scenario for CTAX and CTAX2DEG policies.

5.1.4 Policy impact and technology substitution: towards 100% renewable
scenarios

The scope of this part is understanding how the model behaves when very high shares
of VRE generation are reached (above 60%) and 100% renewable electricity scenarios
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are approached. The attention will be focused, in particular, on grid investments and
storage installed capacity, as they are the object of our modeling work.
As seen in paragraph 5.1.1, global VRE generation share (after storage and curtail-
ment) does not go beyond 51%, even in presence of a high carbon tax, since the model
considers other low carbon technologies such as nuclear, hydro and above all CCS
more convenient to cover the remaining share(see �g.5.2). The solution to overcome
this barrier and reach high VRE shares is forcing the model not to install any CCS and
nuclear after 2015, depicting a \Technology substitution" scenario in which these two
technologies, for a number of reasons (related to pro�tability, safety or public opinion
issues), are disregarded all over the world and receive no further investments. Figure
5.13 represents the new electricity mix under the same policy conditions presented
at the beginning of the chapter, named CTAXNOCCS and CTAX2DEG NOCCS to
distinguish them from the case where investments can also bene�t nuclear and CCS
technologies (CTAX and CTAX2DEG). As visible, the lack of other low carbon tech-
nological options redirects investments towards wind and solar, that together account
respectively for 63.0% (CTAXNOCCS) and 83.5% (CTAX2DEGNOCCS) of total
electricity supply after storage in 2100. This demonstrates that the model can achieve
very high shares of VRE in the electricity mix when adequately stimulated from the eco-
nomical and technological point of view. Moreover, gas is never completely phased-out
in the CTAX NOCCS scenario and represents the only relevant fossil-based technology
after 2060, with hydro and other renewables completing the picture.
The CTAX2DEG NOCCS scenario, instead, entails just a very small share of gas gen-
eration after 2060, as it is replaced by wind and solar. Nuclear plants represent a small
share (around 2%, decreasing in time) even when no further investments are allowed,
because of their non-negligible initial installed capacity and their long lifetime, that
entails a very slow depreciation of their capital4. Most importantly, it is shown that a
practically 100% renewables scenario can be achieved in CTAX2DEGNOCCS.
These changes in the electricity mix deeply a�ect investments in grid, as visible in �g-

ure 5.14: if no major changes are noticeable in the CTAX scenario, in the 2°C scenario
overall investments increase if no new nuclear and CCS are allowed, especially because
both pooling and distribution are linked to the amount of installed VRE capacity, that
increases considerably with respect to the case without nuclear and CCS.

To understand why also transmission investments grow, it is necessary to compare
also the installed energy capacity of short term storage (�gure 5.15). It can be noticed
that, while in CTAX just a small additional investment in batteries (to the detriment of
PHES) in necessary to accommodate the larger share of renewables in absence of CCS
and nuclear, in the CTAX2DEG scenario CAES is subject to massive investments and
its installed capacity witnesses almost a four-fold increase (from 14 to 52 TWh) in the
Technological Substitution case. This in mainly due to the fact that VRE technologies,
especially when their share is high (hence their capacity value is low, see section 4.1.1),
are not able to provide �rm capacity and require some other technology, with high
capacity coe�cient, to cover peak demand. The model �nds installing CAES capacity
as the most convenient option, as it has the highest capacity coe�cient together with

4This derives from how the depreciation is de�ned in the WITCH model: exponential depreciation of the
capital stock.
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Figure 5.13: Electricity generation (after storage) by technology type in CTAX and CTAX2DEG policy scenarios, with
and without the possibility to invest in nuclear and CCS.

Figure 5.14: Investments in electric grid divided by type in CTAX and CTAX2DEG policy scenarios, with and without
the possibility to invest in nuclear and CCS.

PHES (both 1) and its cost is subject to learning: the more it is installed, the more it
becomes economically attractive.
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Figure 5.15: Short-term storage technologies installed capacities in CTAX and CTAX2DEG policy scenarios, without
the possibility to invest in nuclear and CCS.

Since CAES capacity requires investments in transmission grid, an increase in them
is noticeable with respect to the base CTAX2DEG case. Moreover, it is shown that
storage, with the ability of satisfying the peak demand (high capacity coe�cient), is
pivotal for achieving a 100% renewable scenario as CTAX2DEGNOCCS. Finally, it
is interesting to observe the economic impact of installing large shares of VRE tech-
nologies instead of CCS and nuclear plants. To do this, we compute the GDP loss
of the two \Technological substitution" scenarios with respect to the BAU scenario
of the base case. The undiscounted GDP loss for the CTAXNOCCS is around 4.9

Figure 5.16: Undiscounted GDP loss of CTAX NOCCS and CTAX2DEG NOCCS scenarios with respect to BAU of
the base case.
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percentage points, almost one point more than the base CTAX, while a much larger
di�erence arise with the 2°C target: 16% undiscounted GDP loss, 6 points more than
the corresponding base case. This indicated that, at same temperature increase target,
achieving the target with a 100% renewable scenario has a more negative impact on
global economic growth than doing it also with other non-renewable options, such as
CCS and nuclear technologies.

5.2 Impact of Storage and Grid modeling on VRE System
Integration

5.2.1 Impact of Storage presence

To start, it is worth having a look at the general impact that the presence of storage
have on the VREs deployment. In Fig. 5.17 it can be seen the electricity generation
mix in 2030, 2050 and 2100 for the CTAX and CTAX2DEG scenario with and without
the possibility of installing storage. It is clearly visible that, without the installation of
storage capacity, it is not possible to reach high shares of VRE generation in 2100. In
fact, while with the possibility of installing the storage world VRE shares (after curtail-
ment) of 37% and 51% are respectively reached in the CTAX and in the CTAX2DEG
scenarios, in the case without the storage the role of VREs is strongly a�ected (19%
in CTAX and 20% in CTAX2DEG shares). In particular, as it is better highlighted in
Figure 5.18, in the scenarios without the installation of storage, world VRE shares just
below the 20% are reached in 2100. Moreover, it is evident that, even with an higher
carbon tax (CTAX2DEG) to meet the stricter climate action objective, the deployment
of VREs does not increase sensibly. This makes clear that, even with a stronger eco-
nomic stimulus towards carbon free technologies, without storage, a higher VRE share
cannot be achieved. Going back to Fig. 5.17, an other interesting aspect that can be
noticed is that, in the case without storage, in the CTAX scenario the VRE generation
reduction is counterbalanced by an increment of the shares of other technologies (CCS
and other renewables). On the other hand, in the CTAX2DEG scenario this increase
is not enough to o�set the decrease of VRE production and a signi�cant decrease of
the overall generation takes place. In particular, in the case without storage, in 2100
the world VRE generation decreases by 19% from 106'000 TWh to 86'000 TWh. This
has an e�ect on the economic output since, as it is shown in Figure 5.19, the world
GDP losses associated to the two di�erent carbon tax growth paths are bigger in the
case without storage, especially in the CTAX2DEG scenario. More speci�cally, in this
latter scenario the world undiscounted GDP losses in 2100 increase from 9.8% in the
case with storage to 10.4% in the one without storage. This 0.6% increment represents
an additional world undiscounted GDP loss of around 1.8 T$ with respect to the BAU
scenario.

5.2.2 Impact on VRE and Electricity LCOE

In this section, the e�ect of the storage and pooling-related VRE integration costs are
evaluated in terms of Levelized Cost of Electricity (LCOE). In �gures 5.20 and 5.21
the PV and Wind Onshore LCOE trend over time can be seen for the CTAX2DEG
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Figure 5.17: Comparison of the electricity generation mix in some relevant years between the cases with and without
storage technologies in the model.

Figure 5.18: Comparison of the world VRE share (after curtailment) over the years between the cases with and without
storage technologies in the model.

scenario. The results for two WITCH regions (oldeuro and usa) are shown. The �rst
curve (only-VRE) represents the LCOE evaluated according to the usual de�nition,
taking into account all the technology related costs (capital and O&M in the case
of VREs). It decreases over time thanks to the reduction of the capital costs of the
technologies via learning e�ect.
The second curve (w/ Storage and Pooling) includes the contribution of the investments
in storage technologies and grid pooling. These costs have been allocated to the MWh
produced by the VRE assuming that they are incurred to integrate VREs. The costs
are attributed to the di�erent VREs based on the single VREs shares. The storage
technologies capital costs have been depreciated through the depreciation rate deriving
from their speci�c lifetime. On the other hand, investments in pooling, that are not
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Figure 5.19: Comparison of the world undiscounted GDP losses in the CTAX and CTAX2DEG scenarios (with respect
to the BAU scenario) between the cases with and without storage technologies in the model.

associated to a capital stock that depreciates in time, have been discounted together
with VREs capital costs. Moreover, also storage O&M have been considered as incurred
annually. In �gures 5.20 and 5.21 the e�ect of these additional costs can be seen. In
particular, for oldeuro both PV and wind onshore LCOE increments vary between 1
$/MWh in 2050 and 3 $/MWh in 2100. Before 2050 the increment is lower than 1
$/MWh. With respect to the only-VRE value this means an increment of 1.5% in 2050
and 7% in 2100 for the PV. Whereas the wind plants experience a larger percentage
increase: 4% in 2050 and 17% in 2100. Forusa the percentage increments are similar
for PV and a bit lower for wind plants (2% in 2050 and 14% in 2100).
The third curve (w/ System Integration Constraints) represents the value assumed
by the VREs LCOE if also the shadow costs related to the 
exibility and capacity
constraint equations are taken into account. These shadow costs are derived from the
\marginal" values of the two equations, de�ned as the the variation that the objective
value would experience in correspondence of a unitary variation of the constraint.
Since these two equations are binding the optimal solution, they entail a limitation
of the objective function. Since the VRE technologies provide a negative (
exibility
coe�cient) or limited (capacity value) contribution to these equations (see Section
4.1.3), a corresponding cost can be associated to their penetration in the electricity
mix: this cost should be intended as the consequence of additional 
exibility and �rm
capacity requirement introduced by VRE di�usion. The de�nition of the new LCOE,
including these integration cost components, comes from previous work made on the
WITCH model [36]. In particular, the LCOE contributions from the 
exibility and the
capacity constraints are computed as the ratio between the marginal of the constraint
equation and the marginal of the �nal good consumption equation. The ratio is then
multiplied by the relevant 
exibility coe�cient for the 
exibility constraint. Whereas,
it is multiplied by the complementary of the relevant capacity value and divided by
the yearly hours (in order to obtain values in dollars per watt-hour) for the capacity
constraint. From the two �gures, it can be noticed that the e�ect of these contributions
is strong and, especially, after 2060 it grows steeply doubling the value of the LCOE
with respect to the two previous formulations. In particular, foroldeuro the percentage
increment with respect to the only-VRE case is 20% in 2050 and 120% in 2100 for the
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PV. While for the wind plants it is 45% in 2050 and almost 300% in 2100. This means
that the integration of VREs has a signi�cant e�ect in terms of stress put on the energy
system.

Figure 5.20: PV LCOE [ $/MWh] trend in CTAX2DEG scenario in oldeuro and usa regions. Three di�erent de�nitions:
\only VRE" includes only the technology related costs, \w/ Storage and Pooling" involves the addition of the costs
related to storage technologies and grid pooling, \w/ System Integration Constraints" takes into account also the e�ect
of the shadow cost of the constraint equations.

Figure 5.21: Wind Onshore LCOE [ $/MWh] trend in CTAX2DEG scenario in oldeuro and usa regions. Three di�erent
de�nitions: \only VRE" includes only the technology related costs, \w/ Storage and Pooling" involves the addition of
the costs related to storage technologies and grid pooling, \w/ System Integration Constraints" takes into account also
the e�ect of the shadow cost of the constraint equations.

5.2.3 Interdependence of electricity storage and grid

Existing studies that aim at establishing the cost-optimal con�guration of electric power
systems to achieve low carbon scenarios give contradictory indications about the in-
terdependence between electricity storage and grid [105], [106]. Some claim that the
two complement each other, meaning that the installation of a unit of storage requires
also an addition of grid capacity. Others present them as substitutes, meaning that
installing storage reduces to some extent the need for further grid, and vice versa.
Many of the phenomena that literature identi�es as key drivers of the two behaviours
[105] are either indirectly represented in WITCH (correlation between load and VRE
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generation, via RLDC) or not represented at all (frequency and timing of transmission
congestion, exact location of storage).
Nevertheless, this analysis aims at identifying, if any, signals of interdependence be-
tween these two components of the power system, which may be of interest in view of
further studies.
Figure 5.22 represents investments in electric grid (by grid type) and short-term stor-
age technologies in the three main policy scenarios (BAU, CTAX, CTAX2DEG). They
are not in the same scale, as investments in storage are approximately one order of
magnitude lower than grid investments. It has therefore been necessary to multiply
the former by 10 to visualize all the investments on the same graph. As a consequence,
the sum of the investments shown in the bar plot does not have an economic sense.
The purpose of the �gure is instead identifying growth trends in investments and cor-
relations among them. In particular, the BAU scenario shows no correlation between
grid and storage investments, whereas in CTAX and, more clearly, in CTAX2DEG dis-
tribution and overall storage investments grow together. This suggests the existence of
a complementarity between the two. Further analyses on installed capacities (here not
reported for lack of space), both at world and regional level, highlight that a positive
correlation between battery plus CAES installation and distribution grid does exist,
while no relations with transmission have been found.

Figure 5.22: Global investments in transmission and distribution grid and short-term storage technologies (the latter
multiplied by 10).

5.2.4 Impact of 
exibility and �rm capacity constraints

This section aims at understanding if 
exibility and capacity constraints actually have
an impact on the model solution and, if yes, its variation over time. A useful instrument
to evaluate the impact of a constraint in a constrained optimization problem, like the
one represented in WITCH, is the \marginal" value of that constraint. This is de�ned
as the the rate of change of the constrained optimum with respect to the constraint
(and mathematically equal to the derivative of the objective function with respect to
the constraint, evaluated in the optimum point). This quantity describes how the the
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optimal value increases or decreases due to a one-unit change in the constraint: if the
\marginal" value is zero, it means the constraint is not in
uencing the optimal solution,
it is not binding.
Considering the \marginal" values of 
exibility and capacity constraints (not shown
here for a matter of space availability), some interesting trends emerge. As regards
BAU, initially capacity constraint is very binding in all regions, but its \marginal"
value decreases in time (even though it is always not null until 2100). The 
exibility
constraint is instead either very low and decreasing in time or non-binding.
Concerning CTAX, similar trends are observed. The main di�erences are slightly lower
marginals for the capacity constraint, which goes to zero after the �rst half of the cen-
tury in many regions, and much higher values for 
exibility marginals, meaning this
constraint is more relevant, even if decreasing in time.
Finally, as regards CTAX2DEG, the observed marginals for capacity constraints are
very similar to those in CTAX scenario, but more regions show null marginals towards
the end of the century. On the contrary, the 
exibility constraint becomes more strin-
gent than in CTAX2DEG and, interestingly, its marginals increase in time, with the
highest values reached in 2100. To sum up, the capacity constraint always decreases in
time (most likely because also the �rm requirement does the same, see Section 4.1.1).
Moreover, increasing the carbon tax progressively raises the importance of the 
exi-
bility requirement, to the point that in the 2 °C scenario its in
uence on the objective
function increases in time.

5.3 Sensitivity analyses

In this session we investigate the impact on the results of some important parameters,
describing cost and performance of grid and storage technologies. This is aimed, on the
one hand, at checking the robustness of the assumptions made in sections 3.1.3, 3.2.3
and 3.2.5, where the choice of parameters is presented and motivated. On the other
hand, at identifying the parameters whose variation is pivotal for the development and
the di�usion of some technologies, especially as regards electricity storage.
The last part of this section is devoted to a sensitivity analysis on the amount of VRE
non-curtailed production that can be stored by short-term storage technologies, as
this constitutes the fundamental assumptions behind the di�usion of storage and VRE
sources, described in section 4.4.1.

5.3.1 Sensitivity on Grid parameters

The parameters chosen for this sensitivity analysis are: grid cost [T$/km] (both trans-
mission and distribution), grid requirement [km/TW](both transmission and distri-
bution) and pooling investments, described by equation 4.11. What is interesting to
evaluate is their impact on average yearly investments in grid (transmission, distri-
bution and pooling) in the 2015-2100 period. The goal is to understand how much
the existing assumptions a�ect the results and the e�ect of their potential inaccuracy.
Table 5.2 shows the values used in the sensitivity and the way to visualize them in
the graph. Figure 5.23 shows the results of the analysis. The results show that the
impact of grid cost and grid requirement on average grid investments is much higher
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than that of pooling requirement: changing the �rst two by plus or minus 25% entails
an increase/decrease of investments of 20� 23%, while a� 25% in pooling investment
requirement a�ect global investments by just 1%. However, in the case of the sensi-
tivity on the grid cost these lower/higher average investments are not re
ected in a
signi�cant change in the installed grid capacity: variations are lower than 3%. On the
other hand, in the case of the sensitivity on the grid requirement the di�erent aver-
age investments lead to a variation in the installed grid capacity. But this percentage
variation is very close to the 25% of the grid requirement parameter (grid capacity
increases/decreases by around 22%). Thus, we can conclude that in both the cases the
change in grid investments and capacity is related almost exclusively to the variation of
the grid parameters values and not to a modi�cation in the overall generation capacity.
This means that the overall generation capacity is inelastic to variations up to 25% of
grid cost and requirement.

Point shape Grid cost Grid requirement Pooling requirement
� default x1.25 default x1.25 default x1.25
| default default default (1)
� default x0.75 default x0.75 default x0.75

Table 5.2: Legenda for sensitivity analysis on grid parameters.

Figure 5.23: Sensitivity analysis on average 2015-2100 investments in grid [T $/year], for CTAX (red) and CTAX2DEG
(blue) scenarios: e�ect of the main parameters. Horizontal lines represent the results with the parameters default values.

5.3.2 Sensitivity on Storage parameters

The short-term storage parameters that will be subject to sensitivity are: capacity
coe�cient, 
exibility coe�cient, 
oor cost, learning rate, storage cost and storage ef-
�ciency (the last three just for CAES and batteries). The parameters used in the
sensitivity analysis are listed in table 5.3.
An important observation has to be done before further sensitivity analyses are dis-
cussed. The charts that follow are not intended to represent the relative impact of
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varying each parameter with respect to the other ones, because the percentage varia-
tion of each parameter compared to the default value is not the same across parameters.
In some cases, such as with CAES e�ciency, it would not make sense to have it de-
crease with respect to the default value (as happens with costs), that already comes
from a conservative assumption. Furthermore, it is our opinion that, when data from
literature are available, such as in the case of costs (the min, mid and max values come
from [75]) and e�ciency, it is sensible to use the ranges of variation suggested by the
literature rather than imposing some undocumented relative variations, to keep the
analogy with other parameters. The following charts are indeed aimed at condensing
a considerable amount of information in just one image (mainly for reasons of space)
and, when reasonable, compare the e�ect of varying di�erent parameters on the same
variable of interest.

Point shape Cap.Coe� Flex. Coe�. Floor Cost
� 0.9(PHES, CAES) 0.7(PHES, CAES) 1

3 initial cost
0.7(batt) 0.95(batt)

| default default default ( 1
2 initial cost)

� 0.5(PHES, CAES) 0.25(PHES, CAES) 1
4 initial cost

0.3(batt) 0.50(batt)

Point shape Learning rate Storage cost Stor. e�ciency
� default x1.5 min 0.7(CAES) 0.95(batt)
| default default (mid) default
� default x0.5 max 0.6(CAES) 0.90(batt)

Table 5.3: Legend for sensitivity analysis on storage parameters.

Figure 5.24 shows how sensitivity on the above mentioned parameters in
uences VRE
share of generation before curtailment in 2100. Looking at the e�ect of capacity and

exibility coe�cients, we can see that their decrease has a relevant negative impact
on share, especially in the CTAX2DEG scenario. This indicates that, especially at
high shares of wind and solar, short-term storage plays a pivotal role in balancing the
need for �rm capacity and 
exible generation of VRE sources:if storage contribution
decreases (since coe�cients are lowered), the model does not �nd convenient to install
VRE and shifts towards other, more 
exible, low-carbon options such as CCS and other
renewables. In particular, we notice that, in the 2°C scenario, cutting the 
exibility
coe�cient of 0.50 implies a loss of 25 percentage points in VRE share of generation: a
much larger loss compared to cutting the capacity coe�cient of the same quantity in
the same policy scenario.
This is probably due to the fact that, while capacity coe�cient of VRE sources is low
but still positive, their 
exibility coe�cient is instead negative (see Section 4.1.3). The
model is not able to satisfy the 
exibility constraint maintaining the same VRE share
as in the default case because it needs to install other generation technologies, more

exible.
The impact of a 
oor cost decrease is relevant especially in the CTAX scenario, mean-
ing that with lower carbon tax the competitiveness of storage with respect to other
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technologies (which triggers the installation of more VRE capacity) strongly depends
on how much its costs are reduced, while higher carbon taxes (CTAX2DEG) increase
its competitiveness, notwithstanding the minimum cost achievable. As regards the
learning rate, while an increase has just a minor e�ect or VRE share, a decrease rea-
sonably drives the share down, as it slows down the storage cost reduction. Increasing
and decreasing storage costs (using min and max values from [75]) entails the opposite
trend for VRE share (it grows when cost go down and vice versa). Finally storage
e�ciency, overall, has a very small in
uence, apart from the \high" e�ciency case in
CTAX2DEG, where share before curtailment is reduced: this happens because higher
storage e�ciency means lower storage losses, hence the net VRE generation after cur-
tailment increases. Then the net VRE generation remains constant with respect to the
default case.
Figure 5.25 shows the e�ect of the same parameters discussed above on average storage
installed capacity between 2015 and 2100: the e�ect of the single parameters is similar
to what observed for VRE share before curtailment, since what happens at storage in-
stalled capacity is directly re
ected on VRE di�usion. This proves the complementary
nature of these two technologies.

Figure 5.24: Sensitivity analysis on 2100 VRE generation share before curtailment, for CTAX (red) and CTAX2DEG
(blue) scenarios: e�ect of the storage main parameters. Horizontal lines represent the results with the parameters
default values.

5.3.3 Sensitivity on CAES and battery technologies

Since these two technologies have not reached full commercial maturity (A-CAES is
actually at an earlier stage than batteries), it is interesting to see how technological
breakthroughs, design choices and cost decrease may a�ect their future deployment. In
particular, we study the in
uence of Energy-to-Power ratio EtoP, Round Trip E�ciency
(RTE) and Full Production Hours (FPH), described in Section 3.2.3, assuming the
values described in tables 5.4 and 5.5. Results for these analyses are obtained running
the model with just one modi�cation at time (e.g. one run just changing CAES RTE
to 0.6, one run just changing battery EtoP Ratio to 4). As regards 
oor costs, instead,
they are varied together for the two technologies, to investigate if they would favour
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Figure 5.25: Sensitivity analysis on average 2015-2100 storage installed power capacity [TW], for CTAX (red) and
CTAX2DEG (blue) scenarios: e�ect of the storage main parameters. Horizontal lines represent the results with the
parameters default values.

one over the other.

Point shape EtoP ratio RTE Floor cost FPH
� 26 0.7 1

4 initial cost 2058
| default (2.6) default (0.54) default ( 1

2 initial cost) default (1486)
� 13 0.6 1

3 initial cost 914

Table 5.4: Legenda for sensitivity analysis on CAES parameters.

Point shape EtoP ratio RTE Floor cost FPH
� 4 0.95 1

4 initial cost 720-1560
| default (2) default (0.85) default ( 1

2 initial cost) default (480-1040)
� 3 0.9 1

3 initial cost 240-520

Table 5.5: Legenda for sensitivity analysis on battery parameters.

The main �nding for the analysis on CAES is its strong positive correlation with its
e�ciency: the more it increases, the more capacity is installed. As regards FPH, an
increase entails the need for lower power capacity installed, as more energy can be
stored and discharged during the year at same nominal power. A decrease in FPH
leads to the opposite.
Batteries, on the other side, show the same behaviour concerning the e�ect of E�-
ciency (with a lower impact, as the default value, 0.85, is already high) and FPH. An
interesting �nding, when comparing the two technologies, derives from the e�ect of
Floor Cost: a decrease of the minimum cost achievable by the two technologies penal-
izes CAES, as batteries have a higher learning rate and are able to reach the minimum
cost by 2050, while CAES costs decrease more slowly, undermining its competitiveness
with respect to batteries.
EtoP ratio deserves a separate discussion, as its e�ect on storage power capacity
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strongly depends on the assumptions made about the kind of variables used in learning
equation (see 3.3). As a matter of fact, considering learning equation as a function of
cumulative power capacity, increasing EtoP ratio is seen just as an extra cost by the
model, as it entails higher investments on energy capacity with no bene�ts in return
(these results are not presented in any of the �gures, for reasons of space). Instead,

Figure 5.26: Sensitivity analysis on average 2015-2100 CAES installed capacity [TW], for CTAX (red) and CTAX2DEG
(blue) scenarios: e�ect of the storage main parameters. Horizontal lines represent the e�ect of default values.

Figure 5.27: Sensitivity analysis on average 2015-2100 battery installed capacity [TW], for CTAX (red) and CTAX2DEG
(blue) scenarios: e�ect of the storage main parameters. Horizontal lines represent the e�ect of default values.

if we consider learning equation as a function of cumulative energy capacity (keep-
ing the same learning parameters as done in [77] for batteries and [24] for A-CAES),
increasing EtoP ratio has a double e�ect: �rst, it increases energy investments per
unit of power (negative e�ect), but it also increases the cumulative energy capacity
in learning equation, driving down storage costs more rapidly at same installed power
capacity (positive e�ect). This is visible looking at �gure 5.26 and 5.27, where we
present the results of this second con�guration, the one with energy-based learning



108 Chapter 5. Results and robustness analysis

(while in the rest of the runs power-based learning is the default option). The 5-fold
and 10-fold increase in CAES EtoP Ratio has a positive e�ect on its di�usion, as costs
are reduced more rapidly, while the 1.5 and 2-fold increase experienced by batteries is
not enough to make them more economically attractive, and their higher energy cost
limit their di�usion. This dynamics highlight a limitation of our storage modeling,
typical of IAMs with high temporal aggregation [33], concerning the impossibility to
fully represent bene�ts of a larger energy storage capacity.
For the sake of completeness, it must be said that also a sensitivity analysis on PHES
full production hours has been performed, considering the min, mid and max values
listed in Appendix E. The observed results are very similar: global power capacity
remains very close to 500 GW, the value obtained in the mid case, in the CTAX2DEG
scenario, decreasing to 477 GW in the max case. This suggests that the in
uence of
Full Production Hours on PHES deployment is minor.

5.3.4 Fraction of VREs Non-Curtailed as Input to Short-Term Storage

In this chapter we present quantitative analyses and qualitative re
ections regarding
the choice of the value for the parameterf raction vre stored de�ned in Section 4.4.1.
This parameter represents the maximum fraction of non-curtailed VRE generation that
the model can store in short-term storage capacityK STOR PEAK in order to shift
the VRE production in time and meet the peak load. We described the reasons behind
our choice of 20% as default value in Section 4.4.1. Here, we want to show some results
on the e�ect of the chosen value and of its variation.
First, it is interesting to have a look at how much of this allowed fraction of storable
generation is actually used. In �gure 5.28, the amount of non-curtailed VRE production
that is stored in the CTAX scenario can be seen. In the graph, the black lines on each
bar stand for the default value of 20% of generation. It can be highlighted that, after
2040, the allowed storable fraction of VREs production is mostly used and, after 2080,
it is completely used. Therefore, it is worth analyzing how this storable fraction of
VRE generation is exploited with lower or highers values off raction vre stored, from
5% to 50%. As visible in �gure 5.29, for values lower than 20% the storable amount of
non-curtailed VRE generation is saturated well before. The saturation factor reaches
1 already in 2050 for both CTAX and CTAX2DEG scenarios. On the contrary, full
saturation is never reached with values of 30% and 50%.
This qualitatively indicates that the 20% value is neither too binding (as it is not
saturated before 2080) nor too loose (as for 30% and 50% values, never exploited
fully), so the empirical evidence seems to con�rm that this value represents a balanced
choice in terms of in
uence on storage input from VRE generation.

Further insights about the impact of this parameter on the electricity mix are given by
�gure 5.30 and 5.31, representing global electricity generation and short-term storage
installed capacity as functions of the chosenfraction vre stored. Looking at them
together allows a better understanding of the investment decision dynamics in WITCH,
in relation to the parameter of interest.
The two graphs underline the fact that a smallf raction vre stored value (5% and
10%) depresses both the overall energy generation and the share of VRE in the mix.
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Figure 5.28: Destination of the world non-curtailed VRE generation along the years. The non stored portion meets
directly the demand, while the stored one is fed to the storage capacity K ST OR P EAK .

Figure 5.29: Saturation level of the storable fraction of VRE non-curtailed generation for �ve di�erent values of the
allowed storable fraction.

This is probably due to the fact that the amount of storage that can be installed per
unit of VRE capacity is too small to compensate for the request of 
exibility and �rm
capacity new VRE brings about.
At the same time, such a small storage requirement does not allow learning-induced
cost reductions, hence CAES and batteries do not reach competitiveness compared to
PHES, that is the dominant storage technology at the beginning. These two dynamics
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trigger a negative feedback loop in the investment choices, so that the model �nds
optimal to reduce overall generation to respect the 
exibility and capacity constraints
and relies on other low carbon technologies than VREs, able to contribute more in the
two equations. At f raction vre stored equal to 30% and 50% we see that storage

Figure 5.30: Global electricity generation [TWh/year] by technology type in CTAX2DEG scenario, as a function of
f raction vre stored value.

installed capacity almost doubles and almost only CAES is chosen. Our explanation of
this behaviour is that, maintaining the same VRE generation, the amount of storage
that can be installed increases, and when high amount of storage are allowed the
optimal choice is CAES: it is able to reach its 
oor cost (while this does not happen with
20%) and becomes more competitive than batteries, and has a higher capacity factor
to compensate for the increasing �rm capacity request of VREs. When the parameter
is at 50%, the model tends to install such a high quantity of storage per unit of VRE
generation that this undermines the economical competitiveness of VRE themselves,
and other renewables, such as traditional biomass and BECCS, are preferred.
Therefore, the 20% value appearsex postas a good trade-o� between too low values,
that would prevent VREs and storage from spreading (since wind and solar lack �rm
capacity support) and too high values, that would represent an economical burden
for VREs rather than a technology enabler. Moreover, it ensures a balance between
the three short-term storage technologies in terms of competitiveness and installed
capacity, while lower values restrict the choice to the only already existing capacity,
PHES, and higher values would enhance only CAES. In particular, the discontinuity
from a balanced storage mix to a CAES-dominated scenario lies in the range between
20% and 30%, which makes this interval of values a critical area in the space of possible
solutions, that would require further investigation.
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Figure 5.31: Global short-term storage installed capacity by type in CTAX2DEG scenario, as a function of
f raction vre stored value.

5.4 Comparison with previous WITCH modeling

As described in Section 4.1, our work started from some pre-existing implementations of
VRE integration characteristics. In our opinion, highlighting how the results obtained
with the our new formulation di�er from the ones of the previous WITCH versions is
relevant, as it shows the impact on the model results in terms of VRE technologies
integration. Thus, we decided to devote this section to such a comparison. In order to
do so, we selected four main WITCH model versions to be compared. These versions
represent how the model has evolved in time, incorporating a more accurate represen-
tations of VRE system integration at each step, starting from the MASTER edition to
conclude with our �nal version, +STORAGE. The main characteristics of each edition
are summed up below:

ˆ MASTER: This was the model edition on which our thesis co-supervisor Samuel
Carrara started working to implement the new VRE integration features. In par-
ticular, it was the edition of the model considered in the ADVANCE project [17].
Section 2.4 describes what this model edition included. To sum up: the 
exibil-
ity and capacity constraint equation were already implemented, but just in their
�rst form (equations 2.3 and 2.4); the old formulation of the grid was in place
(equation 4.6); storage was intended just as a \dummy" technology that provides
positive contribution in the 
exibility and capacity constraint equations; VRE
curtailment was not represented.

ˆ SYST INT: This was the model edition from which our work started. The up-
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dates with respect to the MASTER edition are broadly described in section 4.1.
In particular, the new formulation of VRE curtailment and VRE capacity values
based on RLDCs were introduced; the �rst implementation of the RLDCs based
VRE 
exibility coe�cient was included (Section 4.1.3) and the 
exible operation
of non-VRE power plants was represented.

ˆ +GRID: This edition is the result of the �rst part of our work. It includes the
new interpretation of VRE 
exibility coe�cients (Section 4.2 and the new repre-
sentation of electric grid. In this edition storage was still implemented as in the
old formulation.

ˆ +STORAGE: This edition is the �nal outcome of our work. With respect to
+GRID edition the new formulation of short-term and seasonal storage technolo-
gies have been inserted.

The comparison among the di�erent WITCH model editions will be focused on some
key aspects: the electricity generation mix, the generation plants installed capacity
mix, the installed storage capacity and the investments in grid. Most of these compar-
isons are made on two di�erent scenarios (with and without the inclusion of nuclear
and CCS power plants) and on three di�erent policies (BAU, CTAX and CTAX2DEG).
Thus, in each graph the results for 24 cases (2 scenarios x 3 policies x 4 WITCH model
editions) can be seen. The three di�erent columns of graphs boxes correspond to the
policies, while the two rows of boxes correspond to the two scenarios (nukeccsON and
nukeccsOFF, indicating respectively the scenarios with and without the installation
of new nuclear and ccs power plants).
First of all, in Fig. 5.32 the global electricity generation mix in 2100 is shown. Fo-
cusing our attention on the results for the MASTER and SYSTINT editions, it is
clear how the e�ect of the implemented VRE integration features is a reduction of
VRE technologies generation. In the BAU and CTAX (nukeccsON) cases this is bal-
anced by an increased generation of the other technologies. While in the CTAX2DEG
(nukeccsON), and CTAX NOCCS and CTAX2DEGX NOCCS (without investments
in nuclear and CCS), this corresponds to an in
ection of the overall generation, respec-
tively because the more stringent climate change objective has to be meet and because
the CCS technologies are not available.
Then, we can focus our attention on the comparison between the SYSTINT and
+GRID editions. In all the cases, the VRE generation increases, with the production
of the other technologies staying almost constant. This is due to the introduction
of the new grid formulation, in particular to the di�erentiation between distribution
and transmission lines, and to the fact that WITCH models two di�erent types of
PV (\near" and \far" from the load centre) and three di�erent types of onshore wind
(\near", \intermediate" and \far"), as said in Section 4.3. In the previous formula-
tion, all the VRE capacity required the same associated installed capacity of grid, with
an additional markup based on the classi�cation by distance of solar and wind power
plants. This representation was not able to completely capture the fact that near PV
and wind capacities, especially PV at residential and commercial level, require a lower
absolute amount of grid capacity since they usually need just distribution capacities
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or local interconnections for stand-alone systems. The di�erentiation we introduced
between transmission and distribution lines allows to represent better this lower grid
capacity requirement by near VRE plants, so this promotes their installation. The
overall result is an important increase in the VRE electricity generation. In the mean-
time, the absolute generation of the other technologies remains almost constant. Thus,
an increment of the overall generation can be seen.
Finally, we could compare the two steps of our work: +GRID and +STORAGE. It can
be easily seen that, in all the cases, VRE generation is considerably reduced with the
overall production of other technologies remaining almost constant. This corresponds
to a decrease of the overall generation and, in particular, to an important in
ection of
the VRE share. From the shown results, it can be concluded that including the new,
more detailed description of storage (with the associated e�ciency losses) hinders VRE
deployment with respect to the previous implementation (MASTER and SYSTINT
cases). It is worth noting that this happens even if, between 2015 and 2100, the cost for
the \dummy" storage technology was higher than in our representation. Thus, adding
the key features of storage technologies related to the input and output of electricity
strongly o�sets this lower average cost.

Figure 5.32: Electricity generation (after storage) by technology type in 2100 for the comparison between WITCH
model editions.

Looking more speci�cally at the e�ect of the new storage formulation on its installa-
tion, in Fig. 5.33 the overall installed capacities of storage in all the di�erent cases
can be seen (for +STORAGE it is the sum of the installed capacities of all the short
term storage technologies and of fuel cells). It is worth highlighting that in the model
editions with the old formulation, a much higher capacity of storage was installed even
in the BAU scenarios. A great di�erence can be seen also in the CTAX with nuclear
and CCS technologies activated. The reason is that in the previous editions, even if
on average the cost of storage was lower, it did not entail losses and it was provided
with a higher 
exibility coe�cient. On the other hand, when the growth of the CTAX
is faster to meet the 2°C objective, storage becomes a more favorable option and the



114 Chapter 5. Results and robustness analysis

installed capacity in +GRID is approximately as large as in previous editions. In Fig.
B.1 in Appendix B the overall installed capacity of storage for all the comparison cases
can be seen as part of the installed generation capacities mix.

Figure 5.33: Installed overall storage capacity along the years for the comparison between WITCH model editions.

To conclude, it is interesting to have a look at the overall investments in grid in the dif-
ferent model editions. In Fig. 5.34 the comparison between the four considered model
editions for the CTAX and CTAX2DEG with nuclear and CCS technologies activated
can be seen. It is clear how the new formulation implies lower total investments in
grid after 2060, even if, as can be seen in Fig. B.1 in Appendix B, the total installed
generation capacity is higher in the +GRID edition in both CTAX and CTAX2DEG
and it is at the same level for the +STORAGE one in the CTAX2DEG case (while it
is lower in the CTAX one). As we mentioned above, this is related to the fact that on
average the grid cost is more favourable for VRE technologies because \near" ones just
need distribution. In fact, the increment of installed capacity happens in this type of
VRE capacities.
Moreover, it can be noticed that in the CTAX2DEG the investments in grid for the
+STORAGE edition is higher than the ones for +GRID. The reason is that, in this
case, a signi�cant amount of storage capacity is installed in both the editions, but while
with the previous formulation of grid a grid capacity installation relative to storage was
not considered, with the latest version also storage capacities require grid capacity and
so investments.

5.5 Comparison with other Models

The aim of this section is comparing WITCH results, especially those concerning VRE
sources, electric grid and storage, with other models. The models chosen for the com-
parison are of two types. The �rst ones belong to the same model class of WITCH,
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Figure 5.34: Overall yearly investments in grid for the comparison between WITCH model editions.

sharing features, modeling choices and objectives, as the case of ADVANCE IAMs
[17]. The second ones feature a more re�ned representation of the power sector on a
spatial and temporal basis (as the case of EUCAD [33] and SWITCH [107]) and can
be instrumental to validate the accuracy of our assumptions and results.

5.5.1 ADVANCE IAMs

The ADVANCE modeling framework, already discussed in Section 2.3.1, is a set of 6
models (AIM, IMAGE, MESSAGE, POLES, REMIND and WITCH itself) that share
similar features in terms of temporal and spatial aggregation, objective function, ac-
curacy in the representation of the energy sector and scope [17]. Their main features
are presented in table A.3, in Appendix A.
Over the last years, the six modeling teams have performed a joint e�ort aimed at
a better representation of challenges and dynamics introduced by the system integra-
tion of VRE sources in energy systems [17], [36], [37]. In particular, POLES is the
only other ADVANCE IAM to represent endogenous investments in short-term stor-
age with technological di�erentiation, featuring exactly the same technologies modeled
in our work (PHES, A-CAES, battery) plus seasonal hydrogen storage [24]. POLES
introduces a more re�ned representation of the correlation between VRE production
and load: its investment are based on combinatorial RLDCs formed from 54 days: 2
seasonsÖ 3 demand levels (high/med/low)Ö 3 solar levels (high/med/low) Ö 3 wind
levels (high/med/low). Moreover, it couples its long term investment planning model
with European Union Commitment and Dispatch model (EUCAD) [33], that features
hourly resolution and the di�erent VRE-load matching conditions of 12 representative
days throughout the year [24]. This allows POLES to incorporate, in its long-term
investments decision, the typical short-term dynamics that characterize VRE integra-
tion and short-term storage, as described in Section 2.3. Therefore, POLES results on
VRE share and storage are taken as a benchmark in this comparison, especially those
for EU countries.
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